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SITE BENCHMARK
CUT CROSS SET IN
LIGHT STANDARD

ELEV=71.55

SAN 1 (1200Ø)
T/G=71.30
E INV=67.31

SAN MONITOR (1200Ø)
T/G=71.67
W INV=67.48
E INV=67.51

15.3m-200mmØ SAN @ 1.09%
SAN BLDG STUB
INV=67.53

1.5m-200mmØ SAN @ 1.33%

1
2

STM 100 (1200Ø)
T/G=71.51
EX. INV=69.11±
NW INV=69.34

5.2m-300mmØ STM @ 0.70%

2.3m-300mmØ STM @ 1.00%
(SIZE TO BE CONFIRMED BY
MECHANICAL CONSULTANT)
c/w FULL PORT BACKWATER VALVE.
(FOR PROPOSED BUILDING CISTERN,
ROOF DRAINS, FOUNDATION DRAIN
AND AREA DRAINS).
APPROX. SIZE OF CISTERN
TO BE CONFIRMED AT DETAILED DESIGN
INV @ BLDG=69.40

OGS UNIT
TO BE CONFIRMED
AT DETAILED DESIGN
T/G=71.65
SE INV=69.37
NW INV=69.38

1. DUAL 150mmØ PVC WATER SERVICE. SERVICE SIZE TO BE
VERIFIED BY MECHANICAL CONSULTANT.

2. NEW 300mm VALVE BOX TO BE INSTALLED ON EXISTING
300mmØ WATERMAIN

3. NEW DISTRICT METER AREA (DMA) CHAMBER AS PER CITY
OF OTTAWA STANDARD W3

PROPOSED 24 STOREY
APARTMENT BUILDING

FF=±72.15
P1 SLAB =68.18
P2 SLAB =65.38

USF =64.68
SUMP PUMPS REQUIRED TO

DISCHARGE INTERNAL STORM AND
SANITARY SEWERS

LIMIT OF LEVELS ABOVE

EX. SITE UTILITIES TO BE
RELOCATED AS NECESSARY
FOR PROPOSED WORKS (TYP.)

EX. BUILDING TO BE DEMOLISHED
AND EX. SERVICES TO BE
REMOVED AS PER CITY
STANDARDS (SEWERS AS PER
S11.4, WATERMAIN TO BE BLANKED
AT MAIN)

LIMIT OF
UNDERGROUND
PARKING

LIMIT OF
UNDERGROUND
PARKING

EX. WATER SERVICE TO BE
BLANKED AT MAIN. TO BE

CONFIRMED AT DETAILED DESIGN.

LIMIT OF LEVEL ABOVE

LIMIT OF  ROOF

PROPOSED 1 STOREY
PARKING RAMP

LANDSCAPED AREA (TYP.)

AREA DRAIN
TO BE CONNECTED TO
INTERNAL PLUMBING (TYP.)

AREA DRAIN
TO BE CONNECTED TO
INTERNAL PLUMBING (TYP.)

AREA DRAIN
TO BE CONNECTED TO
INTERNAL PLUMBING (TYP.)

AREA DRAIN
TO BE CONNECTED TO
INTERNAL PLUMBING (TYP.)
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SITE LOCATION

N

N

PROPOSED WATERMAIN
PROPOSED VALVE AND VALVE BOX

PROPOSED VALVE CHAMBER

PROPOSED FIRE HYDRANT

PROPOSED SANITARY SEWER

PROPOSED STORM SEWER

PROPOSED CATCHBASIN
EXISTING WATERMAIN
EXISTING VALVE AND VALVE BOX
EXISTING VALVE CHAMBER

EXISTING FIRE HYDRANT

EXISTING COMBINED SEWER

EXISTING STORM SEWER

EXISTING CATCHBASIN MANHOLE
EXISTING CATCHBASIN

PROPOSED REDUCER

EXISTING REDUCER

PROPOSED DEPRESSED CURB LOCATIONS
PROPOSED BARRIER CURB
THERMAL INSULATION ON STORM SEWER WHERE COVER
IS LESS THAN 1.5m. THERMAL INSULATION ON WATERMAIN
WHERE COVER IS LESS THAN 2.4m AS PER W22.
WATER METER
REMOTE WATER METERRM

M

PROPOSED CATCHBASIN MANHOLE

PROPOSED W3 CHAMBER

1

3
4

CROSSING STM INV STM OBV SAN INV SAN OBV WTR TOP WTR BTM
SEWER AND WATERMAIN CROSSING TABLE

* BRACKETS DENOTE ADJUSTED VALUE WITH CONCRETE PIPE THICKNESS

68.92(68.82) 69.52(69.62)

5

69.15± 68.85±
67.35 67.55

2

6

67.38 67.58

1. FINAL SERVICE LATERAL SIZE, LOCATION AND ELEVATION TO BE CONFIRMED BY
MECHANICAL CONSULTANT.

2. CONTRACTOR TO LOCATE EXISTING SERVICES AND ANY CONFLICTS WITH
EXISTING SERVICING MUST BE REPORTED TO THE ENGINEER PRIOR TO
CONTINUING WITH CONSTRUCTION.

3. SITE PLAN PREPARED BY RODERICK LAHEY ARCHITECT INC. DATED JULY 12, 2024.

4. TOPOGRAPHIC SURVEY SUPPLIED BY ANNIS, O'SULLIVAN, VOLLEBEKK LTD. DATED
NOVEMBER, 2023.

JOB BENCHMARK:
1. CUT CROSS - SET IN LIGHT STANDARD ON CUMMINGS AVENUE

                   ELEVATION = 71.55
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