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GENERAL NOTES: 1. ALL DIMENSIONS AND ELEVATIONS ARE IN METRES. THIS DRAWING IS ALL DIMENSIONS AND ELEVATIONS ARE IN METRES. THIS DRAWING IS NOT FOR CONSTRUCTION UNTIL APPROVED BY THE RELEVANT AUTHORITIES.  2. THIS IS NOT A LEGAL SURVEY. SITE BOUNDARIES AND TOPOGRAPHIC THIS IS NOT A LEGAL SURVEY. SITE BOUNDARIES AND TOPOGRAPHIC INFORMATION WAS PROVIDED BY ARPENTAGE DUTRISAC SURVEYING INC. 3. TBM =  TOP OF FIRE HYDRANT SPINDLE IN FRONT OF 5561 TBM =  TOP OF FIRE HYDRANT SPINDLE IN FRONT OF 5561 ROCKDALE ROAD, ELEVATION = 79.23 METRES (GEODETIC).  4. ANY CHANGES MADE TO THIS PLAN MUST BE VERIFIED AND ANY CHANGES MADE TO THIS PLAN MUST BE VERIFIED AND APPROVED BY KOLLAARD ASSOCIATES INC. 5. COORDINATE AND SCHEDULE ALL WORK WITH OTHER TRADES AN COORDINATE AND SCHEDULE ALL WORK WITH OTHER TRADES AN CONTRACTORS. 6. DETERMINE THE EXACT LOCATION, SIZE, MATERIAL AND ELEVATION DETERMINE THE EXACT LOCATION, SIZE, MATERIAL AND ELEVATION OF ALL EXISTING UTILITIES PRIOR TO COMMENCING CONSTRUCTION.  PROTECT AND ASSUME RESPONSIBILITY FOR ALL EXISTING UTILITIES WHETHER OR NOT SHOWN ON THIS DRAWING. 7. OBTAIN ALL NECESSARY PERMITS AND APPROVALS FROM THE CITY OBTAIN ALL NECESSARY PERMITS AND APPROVALS FROM THE CITY AND CONSERVATION AUTHORITY BEFORE COMMENCING CONSTRUCTION. 8. BEFORE COMMENCING CONSTRUCTION OBTAIN AND PROVIDE PROOF BEFORE COMMENCING CONSTRUCTION OBTAIN AND PROVIDE PROOF OF COMPREHENSIVE, ALL RISK AND OPERATIONAL LIABILITY INSURANCE FOR $2,000,000.00.  INSURANCE POLICY TO NAME OWNERS, ENGINEERS AND ARCHITECTS AS CO-INSURED. 9. RESTORE ALL DISTURBED AREAS ON-SITE AND OFF-SITE, INCLUDING RESTORE ALL DISTURBED AREAS ON-SITE AND OFF-SITE, INCLUDING TRENCHES AND SURFACES ON PUBLIC ROAD ALLOWANCES TO EXISTING CONDITIONS OR BETTER TO THE SATISFACTION OF THE MUNICIPALITY AND ENGINEER. 10. REMOVE FROM SITE ALL EXCESS EXCAVATED MATERIAL, ORGANIC REMOVE FROM SITE ALL EXCESS EXCAVATED MATERIAL, ORGANIC MATTER AND DEBRIS UNLESS OTHERWISE INSTRUCTED BY ENGINEER.  EXCAVATE AND REMOVE FROM SITE ANY CONTAMINATED MATERIAL.  ALL CONTAMINATED MATERIAL SHALL BE DISPOSED OF AT A LICENCED LANDFILL FACILITY. 11. CONTRACTOR TO PROVIDE THE CONSULTANT WITH A GENERAL PLAN CONTRACTOR TO PROVIDE THE CONSULTANT WITH A GENERAL PLAN OF SERVICES INDICATING ALL SERVICING AS-BUILT INFORMATION SHOWN ON THIS PLAN.  AS-BUILT INFORMATION MUST INCLUDE: PIPE MATERIAL, SIZES, LENGTHS, SLOPES, INVERT & T/G ELEVATIONS, STRUCTURE LOCATIONS, VALVE AND HYDRANT LOCATIONS, T/WM ELEVATIONS AND ANY ALIGNMENT CHANGES, ETC. 12. REFERENCE TO KOLLAARD FILE #220863 FOR SITE SERVICING AND REFERENCE TO KOLLAARD FILE #220863 FOR SITE SERVICING AND STORMWATER MANAGEMENT DESIGN. 
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SEWER NOTES: 1. SUPPLY AND CONSTRUCT ALL SEWERS AND APPURTENANCES IN ACCORDANCE WITH THE CITY OF SUPPLY AND CONSTRUCT ALL SEWERS AND APPURTENANCES IN ACCORDANCE WITH THE CITY OF OTTAWA STANDARDS AND SPECIFICATIONS AND ONTARIO PROVINCIAL STANDARDS FOR ROADS AND PUBLIC WORKS.  2. SPECIFICATIONS: SPECIFICATIONS: ITEM PART. No. CITY STD DWG No. PART. No. CITY STD DWG No. . CITY STD DWG No. CITY STD DWG No. SUBDRAIN CATCH BASINS ADS NYLOPLAST  S30 & S31 ADS NYLOPLAST  S30 & S31 S30 & S31 1501DI  SUBDRAIN CATCH BASINS ADS NYLOPLAST  S30 & S31 ADS NYLOPLAST  S30 & S31 S30 & S31 1565AN SEWER TRENCH: SITE SERVICES EXCAVATION, BEDDING & BACKFILL AS PER THE RECOMMENDATIONS OF THE GEOTECHNICAL INVESTIGATION PREPARE BY OTHERS   3. INSULATE ALL STORM PIPES THAT HAVE LESS THAN 1.5m COVER WITH THERMAL INSULATION. PROVIDE INSULATE ALL STORM PIPES THAT HAVE LESS THAN 1.5m COVER WITH THERMAL INSULATION. PROVIDE 150mm CLEARANCE BETWEEN PIPE AND INSULATION.  4. PIPE BEDDING, COVER AND BACKFILL ARE TO BE COMPACTED TO AT LEAST 98% OF THE STANDARD PIPE BEDDING, COVER AND BACKFILL ARE TO BE COMPACTED TO AT LEAST 98% OF THE STANDARD PROCTOR MAXIMUM DRY DENSITY. 5. FLEXIBLE CONNECTIONS ARE REQUIRED FOR CONNECTION PIPES TO MANHOLES (FOR EXAMPLE FLEXIBLE CONNECTIONS ARE REQUIRED FOR CONNECTION PIPES TO MANHOLES (FOR EXAMPLE KOR-N-SEAL, PSX: POSITIVE SEAL AND DURASEAL). SANITARY RUBBER GASKET TYPE JOINTS SHALL CONFORM TO CSA (B-182.2,3,4). 6. STORM MANHOLES AND CBMHS ARE TO HAVE 300mm SUMPS (AS PER SUMP DETAIL ON OPSD 701.010), STORM MANHOLES AND CBMHS ARE TO HAVE 300mm SUMPS (AS PER SUMP DETAIL ON OPSD 701.010), UNLESS OTHERWISE INDICATED. 7. BUILDING CONTRACTOR TO PROVIDE TEMPORARY ADDITIONAL GRANULAR BACKFILL ABOVE SHALLOW BUILDING CONTRACTOR TO PROVIDE TEMPORARY ADDITIONAL GRANULAR BACKFILL ABOVE SHALLOW CULVERTS AND STORM SEWERS TO SUPPORT HEAVY CONSTRUCTION EQUIPMENT. 8. CONTRACTOR TO TELEVISE (CCTV) ALL PROPOSED SEWERS, 200mm  OR GREATER PRIOR TO BASE CONTRACTOR TO TELEVISE (CCTV) ALL PROPOSED SEWERS, 200mm  OR GREATER PRIOR TO BASE COURSE ASPHALT.  UPON COMPLETION OF CONTRACT, THE CONTRACTOR IS RESPONSIBLE TO FLUSH AND CLEAN ALL SEWERS & APPURTENANCES TO MUNICIPAL SATISFACTION. 9. CULVERT INSTALLATION AS PER OPSD 803.030 CULVERT INSTALLATION AS PER OPSD 803.030 

AutoCAD SHX Text
WATERMAIN NOTES: 1. CITY TO SUPPLY, INSTALL & DISINFECT THE WATER SERVICE; CONTRACTOR TO EXCAVATE, BACKFILL AND CITY TO SUPPLY, INSTALL & DISINFECT THE WATER SERVICE; CONTRACTOR TO EXCAVATE, BACKFILL AND REINSTATE THE ROADWAY AS PER STD DWG R10.  2. SPECIFICATIONS: SPECIFICATIONS: ITEM SPEC. No. City Std Dwg No.    SPEC. No. City Std Dwg No.    City Std Dwg No.    WATERMAIN BEDDING AND BACKFILL 802.010/802.031 W17 (trench detail) 802.010/802.031 W17 (trench detail) W17 (trench detail) OPSD  CATHODIC PROTECTION 1109.010 W40 1109.010 W40 W40 OPSD PRESSURE TESTING C-605-5  C-605-5  AWWA CHLORINATION C-651-05  C-651-05  AWWA WATERMAIN MATERIAL PVC DR18  (CLASS 150) PVC DR18  (CLASS 150)  (CLASS 150) WATER SERVICE MATERIAL TYPE K COPPER TYPE K COPPER 3. WATERMAIN SHALL BE MINIMUM 2.4m DEPTH BELOW GRADE UNLESS OTHERWISE INDICATED.  WHERE WATERMAIN SHALL BE MINIMUM 2.4m DEPTH BELOW GRADE UNLESS OTHERWISE INDICATED.  WHERE LESS THAN 2.4m COVER, THERMAL INSULATION IS TO BE PROVIDED AS PER CITY STD DWG W22 (In shallow trenches), W23 (At open structures).   4. A MINIMUM OF 0.5m VERTICAL CLEARANCE IS REQUIRED BETWEEN THE WATERMAINS AND ALL UTILITIES A MINIMUM OF 0.5m VERTICAL CLEARANCE IS REQUIRED BETWEEN THE WATERMAINS AND ALL UTILITIES AND SEWERS.  IN LOCATIONS WHERE THIS IS NOT ACHIEVABLE, MUST FOLLOW PROCEDURE F-6-1 SEC. 5.2 OF THE ONTARIO DRINKING WATER RESOURCES ACT. 5. METALLIC WARNING TAPE SHALL BE USED OVER ALL WATERMAINS. METALLIC WARNING TAPE SHALL BE USED OVER ALL WATERMAINS. 6. INSTALL AND TEST TRACER WIRE FOR ALL PROPOSED WATERMAIN IN ACCORDANCE WITH THE CITY OF INSTALL AND TEST TRACER WIRE FOR ALL PROPOSED WATERMAIN IN ACCORDANCE WITH THE CITY OF OTTAWA DESIGN STANDARDS AS SPECIFIED IN SECTION 8.28. 7. EXISTING WATERMAIN INFORMATION SHOWN IS BASED ON BEST CURRENT INFORMATION. CONTRACTOR TO EXISTING WATERMAIN INFORMATION SHOWN IS BASED ON BEST CURRENT INFORMATION. CONTRACTOR TO VERIFY EXACT LOCATION OF WATERMAIN AND REPORT ANY DISCREPANCIES TO KOLLAARD ASSOCIATES INC. 8. WATER SHUTOFF VALVE AND VALVE BOX TO BE WITHIN THE ROAD ALLOWANCE AND LOCATED A MINIMUM WATER SHUTOFF VALVE AND VALVE BOX TO BE WITHIN THE ROAD ALLOWANCE AND LOCATED A MINIMUM OF 1.0 METRES FROM THE BUILDING FOUNDATION.  TYPICAL PRIVATE SERVICE AS PER STD. DWG. W50 (with the exception that the V&VB are to be located 1.0 m minimum from the foundation wall); VALVE BOX ASSEMBLY AS PER STD. DWG. W24. 9. CONNECTIONS AT ELBOWS AND TEEs IN WATER MAINS SHOULD BE MADE WITH THE USE OF JOINT CONNECTIONS AT ELBOWS AND TEEs IN WATER MAINS SHOULD BE MADE WITH THE USE OF JOINT RESTRAINERS DESIGNED FOR WATERMAIN APPLICATION.  JOINT AND PIPE RESTRAINERS SHOULD MEET THE REQUIREMENTS OF AWWA C900, C905 AND C907 AND ASTM F1674-11. JOINT RETRAINERS SHOULD  JOINT RETRAINERS SHOULD BE INSTALLED AS PER MANUFACTURERS RECOMMENDATIONS. 10. ALL CONNECTORS, RODS AND VALVE BOLTS SHALL BE STAINLESS STEEL. ALL CONNECTORS, RODS AND VALVE BOLTS SHALL BE STAINLESS STEEL. 11. VALVES ARE TO BE OPERATED BY CITY OF OTTAWA STAFF ONLY.   VALVES ARE TO BE OPERATED BY CITY OF OTTAWA STAFF ONLY.   12. NO CONNECTION TO EXISTING WATER NETWORK SHALL BE COMPLETED UNTIL A WATER PERMIT IS NO CONNECTION TO EXISTING WATER NETWORK SHALL BE COMPLETED UNTIL A WATER PERMIT IS OBTAINED FROM THE CITY OF OTTAWA AND CITY OF OTTAWA FORCES ARE ON HAND TO MAKE THE CONNECTION.
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