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5.6m  min.TO FOUNDATION5.6m  min. TO FOUNDATION

CONCRETE ENCASED JOINT UTILITY
TRENCH
MINIMUM 1.5m SEPERATION FROM
FOUNDATION WALL TO EDGE OF
UTILITY TRENCH

END OF SERVICE LATERAL INCLUDING
CAPS AND A MINIMUM 6.0m COIL OF
WATER SERVICE FOR EXTENSION INTO
BUILDING

CONCRETE ENCASED JOINT UTILITY
TRENCH

MINIMUM 1.5m SEPERATION FROM
FOUNDATION WALL TO EDGE OF

UTILITY TRENCH

END OF SERVICE LATERAL
INCLUDING CAPS AND A MINIMUM

6.0m COIL OF WATER SERVICE
FOR EXTENSION INTO BUILDING

BARRIER CURB TO BE USED AS
SPECIFIED ON THE GENERAL PLAN
OF SERVICES WHEN CURB IS NOT IN
FRONT OF UNITS
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1.25m
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6.9m  min.TO FOUNDATION
(NO TREE)5.6m  min. TO FOUNDATION

CONCRETE ENCASED JOINT UTILITY
TRENCH
MINIMUM 3.0m SEPERATION FROM
FOUNDATION WALL TO EDGE OF
UTILITY TRENCH

END OF SERVICE LATERAL INCLUDING
CAPS AND A MINIMUM 6.0m COIL OF
WATER SERVICE FOR EXTENSION INTO
BUILDING

CONCRETE ENCASED JOINT UTILITY
TRENCH

MINIMUM 1.5m SEPERATION FROM
FOUNDATION WALL TO EDGE OF

UTILITY TRENCH

END OF SERVICE LATERAL
INCLUDING CAPS AND A MINIMUM

6.0m COIL OF WATER SERVICE
FOR EXTENSION INTO BUILDING

BARRIER CURB TO BE USED AS
SPECIFIED ON THE GENERAL PLAN
OF SERVICES WHEN CURB IS NOT IN
FRONT OF UNITS
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SECTION B-B (1)
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EXISTING
GROUND

P
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O
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TY
LI
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E

EXISTING GROUND
IN PARK

PROPOSED
GRADE

PROPOSED
RETAINING

WALL

3:1 TERRACING (MAX.)
INTO PARK TO TIE INTO
PARK LEAVE GRADE

LANDSCAPE RETAINING
WALL, MAXIMUM HEIGHT
600mm. STRUCTURAL
DESIGN AND GUARD NOT
REQUIRED

D
C

B

A

*TO BOTTOM OF FLEXIBLE PAVEMENT. FOR UNPAVED
INSTALLATIONS WHERE RUTTING FROM VEHICLES MAY

OCCUR, INCREASE COVER TO 24" (600 mm).

SUBGRADE SOILS
(SEE NOTE 4)

PERIMETER STONE
(SEE NOTE 5)

EXCAVATION WALL
(CAN BE SLOPED OR VERTICAL)

SC-310
END CAP

PAVEMENT LAYER (DESIGNED
BY SITE DESIGN ENGINEER)

16"
(405 mm)

18"
(450 mm) MIN*

8'
(2.4 m)
MAX

6" (150 mm)
MIN

DEPTH OF STONE TO BE DETERMINED
BY SITE DESIGN ENGINEER 6" (150 mm) MIN

12" (300 mm) MIN 12" (300 mm) TYP34" (865 mm)6"
(150 mm) MIN

CATCH BASIN
OR

MANHOLE

SC-310 ISOLATOR ROW PLUS DETAIL
NTS

SC-310 CHAMBER

12" (300 mm) HDPE ACCESS PIPE REQUIRED
USE FACTORY PRE-FABRICATED END CAP

PART #: SC310EPE12BR

SC-310 END CAP

COVER ENTIRE ISOLATOR ROW PLUS WITH ADS
GEOSYNTHETICS 601T NON-WOVEN GEOTEXTILE
5' (1.5 m) MIN WIDE

ONE LAYER OF ADSPLUS125 WOVEN GEOTEXTILE BETWEEN
FOUNDATION STONE AND CHAMBERS

4' (1.2 m) MIN WIDE CONTINUOUS FABRIC WITHOUT SEAMS

SYSTEM INVERT 95.15 300mmØ HDPE INLET
PIPE, INVERT 95.10

200mmØ PVC INLET
PIPE, INVERT 94.40 200mmØ PVC OUTLET

PIPE, INVERT 94.00
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