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IMPLANTATION PLAN
PART A

A102a

525 Legget Drive Kanata
Ontario K2K 2W2

12347

BROOKSTREET
APARTMENTS

1 : 250 A102a

IMPLANTATION PLAN PART A 1

GENERAL NOTES

# NOTE DESCRIPTION

1 PROPERTY LINE

2 LEVELS 2 TO 4 FOOTPRINT

3 TOWER FOOTPRINT

4 HOSE BIB FOR LANDSCAPE

5 GROUND FLOOR FOOTPRINT

6 PARKING P2 FOOTPRINT

7 PUBLIC TERRACE

8 28TH FLOOR FOOTPRINT

9 30TH FLOOR (ROOF PROFILE)

10 GROUND FLOOR DROP OFF ON P1 ROOF (HEATED)

11 EXISTING PARALLEL PARKING ROW

12 WINDOWS ADDED TO MEET 2% OPENING FOR SMOKE
CONTROL REQUIREMENT

13 EXISTING BALLROOM

14 MULTI LEVEL EXISTING PARKING GARAGE

15 EXISTING PARKING GARAGE NEW ENTRANCE

16 NEW BALLROOM STAIRS EXIT

17 FIRE ROUTE (ONE WAY AT DROP OFF)

18 MONMOUTH EXISTING BUILDING

19 EXISTING WALL HYDRANT

20 CANOPY PROFILE

22 ELECTRICAL CLOSET, SEE ELECTRICAL ENG.

23 AEDICULE, STAIRS #3 AN EXHAUST AIR FROM P2

24 BALLROOM EXTENSION FOOTPRINT

25 TRENCH DRAIN

26 PATHWAY C/W CIRCULATION MEMBRANE

27 COOLING TOWER ON ROOF OF THE 29TH FLOOR, SEE
MECHANICAL ENG.

28 SCREEN WALL

29 BIRD-FRIENDLY LOW REFLECTANCE GLASS

30 PRIVATE TERRACE

31 GARBAGE CHUTE

32 ROOF ACCESS

33 SIAMESE

34 SCUPPER WITH SIMPLE DRAIN

35 GENERATOR ON THE ROOF, SEE ELECTRICAL ENG.

36 EXISTING TRANSFORMER TO BE RELOCATED
(MONMOUTH BUILDING)

37 RESIDENCE TRANSFORMER, SEE ELECTRICAL ENG.

38 GARBAGE COMPACTOR

39 EXISTING HOTEL

40 EXTERIOR SHOWER

41 EXTERIOR BIKE RACKS

42 SNOW STORAGE

43 PARKING P1 FOOTPRINT

44 PAD FOR NEW PUMPHOUSE ELECTRICAL SUPPLY

45 ELECTRIC BASE TO BE RELOCATED

46 PUMP HOUSE TO BE RELOCATED

47 PROJECT SIGNAGE

48 GUARDRAIL

49 TWSI (SEE CIVIL GRADING PLAN)

50 GARBAGE CHUTE

51 29TH FLOOR ROOF
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