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97.8m-375mmØ PERF HDPE STM @ 0.50%
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CB 401
T/G=???
INV.NE=86.53 45.2m-300mmØ STM @ 1.00%
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T/G=89.20

INV.NE=86.07
INV.SW=86.08

44.2m-450mmØ STM @ 0.50%

CONNECT TO EXISTING
INV=85.31CONNECT TO EXISTING
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REMOVE EX STRUCTURES SANMH 195
T/G=88.72
INV.NE=85.30
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STM @ 2.00%
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TANK LID 01
T/G=89.30

TANK LID 02
T/G=89.50

ALL PROPOSED SANITARY AND STORM SERVICES ARE TO HAVE
BACKFLOW PREVENTION DEVICES INSTALLED PER CITY OF OTTAWA

DETAILS S14 AND S14.1 OR S14.2 DOWNSTREAM OF ANY GRAVITY
OUTLET FROM THE BUILDING. REFER TO MECHANICAL PLANS FOR

DETAILS.

PROPOSED SERVICES TO BE SLEEVED
THROUGH FOUNDATION WALL.

FOUNDATION DRAINS TO BE PUMPED TO
STORM SERVICE.

REFER TO MECHANICAL
DRAWINGS FOR FURTHER

DETAILS ON INTERNAL PLUMBING
(TYP).

ALL FLOWS FROM THE
UNDERGROUND

PARKING GARAGE ARE
TO BE CONVEYED TO

THE SANITARY SERVICE.

SANITARY FLOWS ARE
TO BE PUMPED TO THE
PROPOSED SANITARY

SERVICE (TYP)

STORMWATER
TANK

STORMWATER
TANK

CONNECT TO EXISTING
T/W=87.00

CONNECT TO EXISTING
T/W=86.98

T/W=87.30

ICD

ICD

1

STMMH 101
T/G=88.98
INV.NE=84.87
INV.SW=84.95
INV.SE=85.25

STMMH 100
T/G=88.96
INV.SE=84.52
INV.NW=84.52
INV.SW=84.60

STMMH 102
T/G=89.36
INV.NE=85.17
INV.W=85.20

STMMH 103
T/G=89.24
INV.E=85.31
INV.NW=85.34

SANMH 204
T/G=89.20

INV.E=86.41
INV.NW=86.44

SANMH 203
T/G=89.32

INV.NE=86.26
INV.W=86.29

SANMH 202
T/G=89.32
INV.NE=86.16
INV.SW=86.17
INV.SE=86.22

SANMH 201
T/G=88.99

INV.E=85.78
INV.SW=85.81

SANMH 205
T/G=89.36

INV.SE=86.55
INV.NW=86.56
INV.SW=86.63

EX. SANMH
T/G=88.95
INV.SE=85.64
INV.W=85.70
INV.NW=85.66

EX. SANMH
T/G=88.34
INV.SE=85.13
INV.NW=85.10
INV.NE=85.10
INV.SW=84.98

EX. STMMH
T/G=88.27
INV.SE=83.20
INV.NW=83.72
INV.NE=83.37
INV.SW=83.87

CICB
T/G=88.95

EX. DCICB
T/G=88.24

EX. DCICB
T/G=88.19

AD 1003
T/G=89.30

PARKING
GARAGE

RAMP DRAIN
BY OTHERS.

REFER TO STORMWATER
TANK DETAILS

ON 121214-NDZ1
REFER TO STORMWATER

TANK DETAILS
ON 121214-NDZ1

REFER TO DRAWINGS 121214 - PP1& PP2
FOR FRANCOISE CRES. DESIGN DETAILS

D.S.  INV.SE = 85.25

D.S.  INV.SW= 85.44
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NOTE:
THE POSITION OF ALL POLE LINES, CONDUITS,
WATERMAINS, SEWERS AND OTHER
UNDERGROUND AND OVERGROUND UTILITIES AND
STRUCTURES IS NOT NECESSARILY SHOWN ON
THE CONTRACT DRAWINGS, AND WHERE SHOWN,
THE ACCURACY OF THE POSITION OF SUCH
UTILITIES AND STRUCTURES IS NOT GUARANTEED.
BEFORE STARTING WORK, DETERMINE THE EXACT
LOCATION OF ALL SUCH UTILITIES AND
STRUCTURES AND ASSUME ALL LIABILITY FOR
DAMAGE TO THEM.
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REV # 1

MJH/ARM

CJR

MJH/ARM

CJR

JLS

GENERAL PLAN OF
SERVICING - BLOCK 1

CITY OF OTTAWA
240-270 LAMARCHE AVENUE & 3484 INNES ROAD

121214-GPB1

NOT FOR
CONSTRUCTION

1:300

120
1:300

6 93

LEGEND

EXISTING UTILITY POLE C/W GUY WIRES

SAN MH

STM MH
EXISTING SANITARY MANHOLE & SEWER

EXISTING STORM MANHOLE & SEWER

EXISTING CATCHBASIN 

WV

EXISTING  HYDRANT C/W VALVE & LEAD

CB 1

PROPOSED STORM SEWER C/W MANHOLE

PROPOSED DEPRESSED CURBDC

PROPOSED BUILDING ENTRANCE

DIRECTION OF FLOW

PROPOSED SANITARY SEWER C/W MANHOLE

PROPOSED CAP

PROPOSED CURB

PROPERTY LINE

EXISTING OVERHEAD WIRES

EXISTING WATERMAIN C/W WATER VALVE

PROPOSED CATCHBASIN MANHOLE

PROPOSED CATCHBASIN 

EXISTING STREETLIGHT

ICD PROPOSED INLET CONTROL DEVICE

PROPOSED WATER MAIN

PROPOSED HYDRANT c/w LEAD & VALVE

PROPOSED VALVE AND VALVE BOXV&VB

PROPOSED RETAINING WALL C/W GUARD RAIL

1 PIPE CROSSING (REFER TO 112214-NDZ1 FOR DETAILS)

EXISTING CATCHBASIN MANHOLE

PROPOSED SWALE

PROPOSED TERRACING 

PROPOSED SIAMESE CONNECTION

PROPOSED LANDSCAPE DRAIN

AREA DRAINS AND ROOF DRAINS TO BE CONVEYED BY INTERNAL
PLUMBING TO THE UNDERGROUND STORMWATER TANK. INTERNAL

PLUMBING BY OTHERS. REFER TO MECHANICAL DRAWINGS FOR
DETAILS.

PROPOSED WATER METER

PROPOSED REMOTE WATER METER

PROPOSED AREA DRAIN

PROPOSED TRANSFORMER
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