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(PHASE 3)

TOP BASEMENT SLAB=101.10
USF=100.60±
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SAN 1 (1200Ø)MONITOR MH
T/G=105.70
SE INV=100.95
NW INV=100.98

23.0m-300mmØ SAN @ 1.00%

SAN BUILDING STUB
INV=101.02
3.4m-300mmØ SAN @ 1.00%

FF
E=

10
5.

85
(P

H
A

SE
 3

)
TO

P 
BA

SE
M

EN
T

SL
A

B=
10

1.
10

US
F=

10
0.

60
±

G1A

2.29INF

SANITARY UNDER CROSSING STORM
EX.450mmØ STM INV=102.52
EX.450mmØ STM OBV=102.97
300mmØ SAN INV=100.80
300mmØ SAN OBV=101.10

SITE BENCH MARK. MAG NAIL SET IN SIDEWALK
ELEVATION=104.805. CONTRACTOR TO VERIFY
PRIOR TO PROCEEDING WITH BENCH MARK
CONTROL.

THE EXISTING 762mmØ WATERMAIN TO BE PROTECTED DURNING CONSTRUCTION OF
NEW 300mmØ SANITARY SEWER CONNECTION TO EXISTING MH AND 675mmØ SANITARY
SEWER.  HYDROVAC EXCAVATION IS REQUIRED WITHIN 3.0m OF THE 762mmØ
WATERMAIN. SEE DETAIL ON SSP-1.  CONTRACTOR TO PROVIDE DETAILS OF PROTECTION
OF EXISTING  WATERMAIN PRIOR TO MAKING CONNECTION TO SANITARY SEWER.

CORE INTO AND CONNCET TO EXISTING SANITARY MANHOLE.  PROVIDE NEW BENCHING
AS REQUIRED.  HYDROVAC EXCAVATION WITHIN 3.0m OF EXISTING 762mm∅ WATERMAIN.
INV=100.72

FFE=105.85
TOP BASEMENT SLAB=101.10

USF=100.60±

TOP OF SLOPE
LIMIT OF HAZARD LANDS

POOLE CREEK FLOOD PLAIN

TOP OF STABLE SLOPE LINE AS DETERMINED BY
MISSISSIPPI  VALLEY CONSERVATION AUTHORITY

POOLE CREEK REGULATION LIMIT

TUNNEL CONNECTION TO PHASE 1
REFER TO ARCHITECTURAL AND
STRUCTURAL DRAWINGS FOR
TUNNEL DETAILS.

4.00m

SANITARY DRAINAGE PLAN

SA-1 7

PROPOSED SANITARY SEWER

SANITARY DRAINAGE AREA

INFILTRATION RATES

SANITARY DRAINAGE AREA ID#G1A

0.38INF

SANITARY DRAINAGE AREA ha.

EXISTING SANITARY SEWER

N

N

SANITARY STATS
POPULATION COUNT - PHASE 2 & 3

286 - 1 BEDROOM APTS @ 1.4PPU = 400 PEOPLE
58 - 2 BEDROOM APTS @ 2.1PPU = 122 PEOPLE
TOTAL POPULATION = 522

COMMERCIAL AREA
TOTAL COMMERCIAL SPACE = 950.85m² (0.095ha) @ 28,000 L/ha/day
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