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EX. 200mmØ SAN @ 0.52%
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TOP OF SPINDLE ON FIRE
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EX. 125mmØ SAN SERVICE
INV @ BUILDING = 63.64
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CONTRACTOR TO LOCATE EXISTING

SERVICES AND ANY CONFLICTS WITH

EXISTING SERVICING MUST BE REPORTED TO

THE ENGINEER PRIOR TO CONTINUING WITH
CONSTRUCTION.

CONTRACTOR TO LOCATE
EXISTING SERVICES AND ANY
CONFLICTS WITH EXISTING
SERVICING MUST BE
REPORTED TO THE ENGINEER
PRIOR TO CONTINUING WITH
CONSTRUCTION.

EX-STRM
T/G=65.45

NW INV=62.45±
SW INV=62.47±

E INV=62.65±
NE INV=63.05±

REMOVE AND DISPOSE OFF SITE
EX. STORM MANHOLE AND

1.5m± OF EX. 300mmØ STORM
SEWER.

REMOVE AND DISPOSE OFF SITE EX.
SANITARY MANHOLE AND 63m± OF
EX. 200mmØ  SANITARY SEWER.

REMOVAL OF EX. CONCRETE BASE
FOR STORAGE SHED TO BE
COORDINATED WITH ADJACENT
LANDOWNER

REMOVE AND DISPOSE OFF SITE
EX. CONCRETE SIDEWALK .

REMOVE AND DISPOSE OFF SITE EX.
CATCH BASIN AND 35.4m± OF EX.

300mmØ  STORM SEWER.
REMOVE AND DISPOSE OFF SITE
EX. CATCH BASIN AND 65.2m±
OF EX. CB LEAD.

REMOVE AND DISPOSE OFF SITE EX.
SANITARY MANHOLE AND 35.5m± OF

EX. 200mmØ  SANITARY SEWER.

REMOVE AND DISPOSE OFF SITE EX.
REDUCER AND 85.5m± OF EX.

150mmØ WATERMAIN.

REMOVE AND DISPOSE OFF SITE EX.
FIRE HYDRANT AND LEAD.

RELOCATION OF EX.  TRANSFORMER
TO BE COORDINATED WITH HYDRO.
EX. WOODEN RETAINING WALL,
METAL BOLLARDS AND CONCRETE
PAD TO BE REMOVED AND
DISPOSED OFF SITE.

RELOCATION OF EX.  U/G
HYDRO LINE TO BE

COORDINATED WITH HYDRO.

RELOCATION OF EX.  DOWN
GUY AND ANCHOR TO BE
COORDINATED WITH HYDRO.

REMOVE AND DISPOSE OFF SITE
EX.  CHAIN LINK FENCE.

REMOVE AND DISPOSE OFF SITE
EX.125mmØ SANITARY LATERAL.

REMOVE AND DISPOSE OFF SITE EX.
50mmØ  WATER SERVICE.

EX. CANOPY AND
PILLARS TO BE

REMOVED.

ROAD SIGN TO BE
REMOVED

ROAD CUT AS PER
CITY STD R10

ROAD CUT AS PER
CITY STD R10

REINSTATE EX. ASPHALT MUP AND
EX. LANDSCAPE TO ORIGINAL OR
BETTER CONDITIONS. REFER TO
LANDSCAPE PLAN.

EX. RIVER STONES TO BE
REMOVED

EX. WOODEN
POSTS TO BE
REMOVED.

RELOCATION OF EX.  AC INTAKE TO
BE COORDINATED WITH UTILITIES. EX.
CONCRETE PAD TO BE REMOVED
AND DISPOSED OFF SITE.

EX. STREET LIGHT
TO BE REMOVED

EX. STREET LIGHT
TO BE REMOVED

EX. STREET LIGHT
TO BE REMOVED

REMOVE AND DISPOSE OFF SITE
EX.  CHAIN LINK FENCE.

REMOVAL OF EX. ASPHALT AND
CURBS TO BE COORDINATED WITH
ADJACENT LANDOWNER

RELOCATION OF EX.  BELL PEDESTAL
TO BE COORDINATED WITH BELL

CANADA.

REINSTATE EX. ASPHALT
MUP AS  REQUIRED

REINSTATE EX. ASPHALT
MUP AS  REQUIRED

Copyright Reserved
The Contractor shall verify and be responsible for all dimensions. DO 
NOT scale the drawing - any errors or omissions shall be reported to

The Copyrights to all designs and drawings are the property of

authorized by Stantec is forbidden.

Stantec without delay.
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1. REFER TO LANDSCAPE PLAN FOR TREE REMOVALS.

2. REFER TO SIGNAGE PLAN PREPARED BY OTHERS FOR SIGNAGE RELOCATIONS.

3. CONTRACTOR TO LOCATE EXISTING SERVICES AND ANY CONFLICTS WITH EXISTING
SERVICING MUST BE REPORTED TO THE ENGINEER PRIOR TO CONTINUING WITH
CONSTRUCTION.

4. NEW SANITARY SEWER TO BE INSTALLED WITH TEMPORARY BYPASS FOR BUILDING A
PRIOR TO REMOVAL OF EXISTING SANITARY SEWER - SEE SSP-1

2475 REGINA STREET
PARKWAY HOUSE OTTAWA

BUILDING TO BE DEMOLISHED

PHASE 2

PHASE 1

EXISTING WATERMAIN
EXISTING VALVE AND VALVE BOX

EXISTING VALVE CHAMBER

EXISTING FIRE HYDRANT

EXISTING SANITARY MH AND SEWER

EXISTING STORM MH AND SEWER

EXISTING CATCHBASIN MANHOLE

EXISTING CATCHBASIN

EXISTING REDUCER

REMOVAL ITEMS

ASPHALT/CONCRETE/VEGETATION TO BE REMOVED

EXISTING SEWERS TO BE REMOVED

EXISTING WATERMAIN TO BE REMOVED

PHASE LINES




