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1.0 Introduction 

1.1 Background 

Minto Communities Inc. (Minto) has retained the services of J.L. Richards & Associates Limited 
(JLR) to prepare a Servicing Brief for municipal infrastructure for their respective development 
referred to as Arcadia Stage 5.  
 
Arcadia Stage 5 is situated along the eastern limit of the Arcadia subdivision just north of 
Campeau Drive and will include low-rise residential units and a dry pond. Arcadia Stage 5 is the 
final phase of the overall Arcadia subdivision requiring approvals. 
 
This Servicing Brief will be used for a Plan of Subdivision Application to the City. It has been 
prepared to outline the design objectives and criteria, servicing constraints and high-level 
strategies for developing the subject lands with water, wastewater, storm, and stormwater 
management services in accordance with previous servicing studies developed for the area and 
the Servicing Study Guidelines for Development Applications in the City of Ottawa. 

1.2 Site Description and Proposed Development 

Arcadia Stage 5 is located within the City of Ottawa's Urban Boundary, consisting of a 8.25 ha 
parcel of land located at 8370 Campeau Drive. The property is apart of the developing Arcadia 
subdivision within the Kanata Urban Area in the township of March, Ottawa. The site boundaries 
include the Carp River to the east, Campeau Drive to the south, Arcadia Stage 3 to the west, and 
existing Lyndon Hooper Park to the north as depicted on the Location Plan (Figure 1). 
 
The Draft Plan of Subdivision prepared by Stantec is attached in Appendix A. Arcadia Stage 5 is 
currently an undeveloped parcel and is zoned as a Development Reserve [DR]. The site is 
designated as General Urban Area in the Official Plan, 2003 and Nieghourbood, with an Evolving 
Overlay in the Official Plan 2022 and the Carp River Restoration Policy Area Overlay applies. The 
land is undeveloped, and the most recent topographic survey conducted by ASL on April 21, 2021 
indicates a relatively flat terrain. However, there is a steep downward slope towards the 
southwestern corner of the site which is the location of the proposed dry pond.  A copy of the 
topographic survey prepared by ASL is attached to Appendix A. 
 
As shown in the concept plan prepared by Minto (refer to Appendix A), the proposed development 
for Arcadia Stage 5 will feature low-rise residential dwellings and a dry pond. The proposed 
development consists of 160 townhouses (86 Executive Towns and 74 Avenue (B2B) Towns) and 
62 singles for a total unit count of 222 units. 
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1.3 Existing Conditions and Infrastructure 

A review of existing services was carried out along the frontage of the subject property to identify 
existing sewers and watermains. Based on a review of GeoOttawa for Winterset Road, the 
following infrastructure has been identified to exist within municipal right-of-way (R.O.W.): 
 
Watermains: 
 

• 305 mm diameter PVC watermain along Winterset Road. 
 

Sanitary Sewers: 
 

• 300 mm diameter PVC sanitary sewer along Winterset Road. 
 

Storm Sewers: 
 

• 600 mm diameter CONC. Storm sewer along Winterset Road; and 

• 900 mm diameter CONC. Storm sewer along Winterset Road. 

1.4 Pre-Consultation, Permits and Approvals 

The pre-consultation meeting that was held on September 2, 2021 summarizes the planning 
process, design criteria and servicing constraints for the development. As stated in the pre-
consultation meeting notes, the stormwater management objectives for this site are based on the 
criteria outlined in the 2006 Kanata West Master Servicing Study (KWMSS) and any deviations 
of the KWMSS during the previous phases (Stages 1 to 4) of the Arcadia Development. The storm 
discharge criteria and allowable peak flow used for the preparation of this Report are presented 
in Section 4. A copy of the pre-consultation meeting notes can be found in Appendix B. 
 

1.5 Conceptual Grading 

A conceptual Grading Plan (refer to Drawing CG1) has been developed for the Arcadia Stage 5 
development. Centre line of road grades (preliminary high and low points) from the local streets 
were conceptually designed to tie into existing roads from the adjacent street (Winterset Road). 
The conceptual road grades were developed to convey and safely evacuate the minor system’s 
runoff excess to strategic low points. The 1:100-year runoff is to be contained on-site; however, 
the emergency overland flow route will be directed towards Campeau Pond. 

2.0 Water Servicing 

2.1 Water Supply Design Criteria 

A Hydraulic Network Analysis (HNA) was carried out to confirm the site’s watermain sizing and to 
demonstrate its compliance to the Ottawa Design Guidelines for Water Distribution (July 2010) 
and Technical Bulletins ISDTB-2014-02, ISTB-2018-02 and ISTB-2021-03. These documents are 
herein referred to as the Design Guidelines and TB-2014-02, TB-2018-02, and TB-2021-03, 
respectively.  
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Section 4.2.2 of the Design Guidelines states the following criteria for development additions to 
the public water distribution system:  
 

• Under maximum hourly demand conditions (peak hour), the residual pressures shall not 
be less than 276 kPa (40 psi);  

• During periods of maximum day and fire flow demand, the residual pressure at any point 
in the distribution system shall not be less than 140 kPa (20 psi);  

• In accordance with the Ontario Building Code (OBC) in areas that may be occupied, the 
static pressure at any fixture shall not exceed 552 kPa (80 psi); 

• The maximum pressure at any point in the distribution system in unoccupied areas shall 
not exceed 689 kPa (100 psi); and 

• Feedermains, which have been provided primarily for the purpose of redundancy, shall 
meet, at a minimum, the basic day plus fire flow demand. 

2.2 Domestic Water Demands 

The estimated domestic water demands presented in this section are based on the site layout 
and unit count proposed in the Concept Plan (Appendix A1). The proposed development consists 
of 160 townhouses (86 Executive Towns and 74 Avenue (B2B) Towns) and 62 singles for a total 
unit count of 222 units.  
 
The residential consumption rate for average day demand was set in accordance with the City’s 
TB-2021-03. Table 1-1 summarizes the water consumption rates and total estimated water 
demands used in the HNA. Calculated in accordance with Section 4.2.8 of the Design Guidelines, 
the detailed water demand distribution is presented in Appendix B1. 

Table 1-1: Water Demands 

Demand Scenario 
Water Consumption or 

Peaking Factor 
Total Demands (L/s) 

Average Day Demand 280 L/c/d 2.08 

Maximum Day Demand 2.5 x Avg Day 5.21 

Peak Hour Demand 2.2 x Max Day 11.46 

2.3 Fire Flow Requirements 

The City has specified that the Fire Underwriters Survey (FUS) method shall be used for any 
public or private site where new fire hydrants are being designed. Specifically, the required fire 
flow (RFF) for each structure was calculated in accordance with TB-2018-02. Critical fire areas 
for Arcadia Stage 5 are presented in the table below. 
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Table 2-2: Fire Flow Requirements 

 

 
Refer to Appendix C for the detailed RFF calculations for the critical fire areas. 

2.4 Proposed Water Servicing, Boundary Conditions and Water Model 

2.4.1 Proposed Water Servicing 

The proposed water servicing for Arcadia Stage 5 includes a looped 200 mm watermain 
to supply the local roads, with two (2) connections to the following existing watermain: 
 

• Connection-1: The existing 305 mm watermain at Winterset Road South 
 

• Connection-2: The existing 305 mm watermain at Winterset Road North 
 

The water demands will be supplied by local 200 mm PVC watermains. All units will be 
provided with an individual 19 mm PEX water service. 

2.4.2 Boundary Conditions 

Hydraulic boundary conditions were provided by the City at the two proposed connection 
locations (Connection-1 and Connection-2) listed in Section 2.4.1 above. The City has 
confirmed that the upper limit for fire flow is 18,000 L/min (300 L/s). Table 2-3 summarizes 
the hydraulic boundary conditions received (refer to Appendix C for a copy of the City 
correspondence). 

Table 3-3: Hydraulic Boundary Conditions 

Demand Scenarios 
Connection-1 

Head (m) 
Connection-2 

Head (m) 

Maximum HGL 161.3 161.3 

Peak Hour 156.3 156.3 

Max Day plus Fire 1 (167 L/s) 153.3 152.6 

Max Day plus Fire 2 (250 L/s) 149.3 148.0 

Location Block Number 
Calculated Fire Flow 

L/min (L/s) 

Critical Fire Area 1 Block 77 10,000 (167) 

Critical Fire Area 2 Block 81 15,000 (250) 

Critical Fire Area 3 Block 84 14,000 (233) 

Critical Fire Area 4 Singles 1-5 13,000 (217) 

Critical Fire Area 5 Singles 6-9 13,000 (217) 

Critical Fire Area 6 Singles 58-62 13,000 (217) 

Critical Fire Area 7 Block 79 13,000 (217) 

Critical Fire Area 8 Block 86 14,000 (233) 
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Demand Scenarios 
Connection-1 

Head (m) 
Connection-2 

Head (m) 

Max Day plus Fire 3 (300 L/s) 146.4 144.6 

2.4.3 Water Model 

A hydraulic water model within the WaterCAD® software platform was used to carry out 
the HNA (refer to the overall schematics presented in Appendix C). The water demands 
from Table 2-1 and the boundary conditions from Table 2-3 were input into the model for 
each demand scenario. A 204 mm inside diameter and roughness coefficient of 110 were 
used in the model based on Sections 4.2.12 and 4.3.5 of the Design Guidelines. 

2.5 Simulation Results 

The HNA was carried out under steady-state peak hour, maximum day plus fire flow, and 
maximum pressure conditions to confirm that the proposed water servicing can meet the design 
criteria outlined in Section 2.1. 

2.5.1 Peak Hour 

The simulation results found the minimum pressure at the site during the peak hour 
condition to be 589 kPa (85.4 psi) (refer to Appendix C), which exceeds the minimum 
pressure criterion of 276 kPa (40 psi) per the Design Guidelines.  

2.5.2 Maximum Day Plus Fire Flow 

Fire water supply will be provided by hydrants located along the 200 mm watermains. 
Hydrant spacing will be carried out in accordance with the Design Guidelines at the 
detailed design stage. 
 
To ensure adequate fire protection, the maximum day demand shown in Table 2-1 was  
analyzed simultaneously with the fire flow requirements. The fire flow simulation was  
carried out by allowing WaterCAD® to calculate the maximum fire flow that can be drawn  
from each hydrant without allowing any part of the system to experience pressures less  
than 140 kPa (20 psi). Based on the results, it is expected that the maximum targeted fire 
flow of 15,000 L/min (250 L/s) can be provided throughout the site (refer to Appendix C).  

2.5.3 Maximum Pressure 

Based on a zero (0 L/s) demand condition, the simulation results found the pressures at 
the site during the maximum pressure condition to range between 638 kPa (92.5 psi) and 
644 kPa (93.4 psi) (refer to Appendix C). Since these values exceed the maximum 
pressure constraint of 552 kPa (80 psi) per the Design Guidelines, all units within Arcadia 
Stage 5 will require pressure reducing valves (PRVs). 

2.6 Summary and Conclusions 

Based on the water simulation results, the proposed development can be serviced by 200 mm 
local watermains as shown on Drawing CS1. Simulation results under peak hour demand and 
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maximum pressure conditions showed that the design criteria can be achieved with the installation 
of PRVs for all of the units within the site. Furthermore, adequate fire water supply can be 
achieved with the proposed servicing. 

3.0 Wastewater Servicing 

3.1 Background 

Wastewater servicing in Arcadia Stage 5 was conceptually designed as part of the KWMSS to 
outlet to existing gravity sanitary sewers in the Kanata West Community, which then outlets to the 
existing Campeau Drive 675 mm diameter trunk sanitary sewer. The existing Campeau Drive 
trunk sanitary sewer ultimately discharges to the Signature Ridge Pump Station (SRPS) which, in 
turn, outlets to the Robert O. Pickard Environmental Centre (ROPEC) where wastewater is 
processed and treated prior to discharge into the Ottawa River.  
 
Specifically, wastewater generated within Arcadia Stage 5 will be directed to the existing sanitary 
maintenance hole (Ex. MH16) located at the intersection of Natare Place and Winterset Road 
(Drawing CS1). The sewage from this maintenance hole will outlet to the 300 mm diameter PVC 
along Winterset Road and then eventually discharge into the 675 mm diameter trunk sanitary 
sewer on Campeau Drive. This existing trunk sanitary sewer is the dedicated outlet for the entire 
Arcadia Development in accordance with the 2006 Kanata West Master Servicing Study 
(KWMSS). 

3.2 Design Criteria 

Wastewater servicing for Arcadia Stage 5 will be designed based on the City of Ottawa Sewer 
Design Guidelines (October 2012) (OSDG) and Technical Bulletin ISTB-2018-01. Key design 
parameters have been summarized in Table 3-1.  
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Table 3-1: Design Criteria 

Design Criteria Design Value Reference 

Residential average flow 280 L/cap/day ISTB-2018-01 

Residential peaking factor Harmon Formula x 0.8 ISTB-2018-01 

ICI peaking factor 

-1.5 if ICI contribution >20%, 1.0 otherwise 1.0/1.5 ISTB-2018-01 

Total Infiltration 0.33 L/s/ha ISTB-2018-01 

Minimum velocity 0.6 m/s OSDG Section 6.1.2.2 

Maximum velocity 3.0 m/s OSDG Section 6.1.2.2 

Manning Roughness Coefficient 
(for smooth wall pipes) 

0.013 OSDG Section 6.1.8.2 

Minimum allowable slopes Varies OSDG Table 6.2, Section 6.1.2.2 

Population Density 
Single Family:  3.4 p/unit 
Townhouses:  2.7 p/unit 

OSDG Table 4.2, Section 4.3 

 

3.3 Wastewater Flow Calculations 

The proposed collection and conveyance of wastewater generated within the planned 
development will consist of a local 200 mm diameter sanitary sewer system. The system will 
service ±8.04 ha of land and will discharge into the existing sanitary maintenance hole (EX16) 
located at the intersection of Natare Place and Winterset Road (refer to Drawing CS1). An 
additional ±0.23 ha of lands will be serviced by the existing Winterset Road sanitary sewers. 
 
Population forecasts used to calculate peak flows were obtained using the projected number of 
residential units and corresponding population densities prescribed in the 2012 Design 
Guidelines. Three (3) types of residential densities were identified in the subdivision concept plan 
and a corresponding population was calculated for each unit type based on the concept plan 
presented in appendix A. 
 
It is anticipated that the proposed residential development will generate a peak wastewater flow 
of 8.95 L/s which will then discharge into the maintenance hole (EX16) located at the intersection 
of Natare Place and Winterset Road. This is based on a total population of 613 people. Table 3-
2 summarizes the calculated peak flows for the system. A copy of the Conceptual Sanitary Sewer 
Design Sheet and Sanitary Drainage Areas Schematic prepared for Arcadia Stage 5 can be found 
in Appendix D. In addition to the above 8.95 L/s, there will also be frontage on Winterset Road 
which is expected to generate an additional 0.43 L/s of wastewater flows. Therefore, the Stage 5 
lands is anticipated to generate a peak wastewater flow of 9.38 L/s. 
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Table 3-2: Allowable Peak Flow Summary for Arcadia Stage 5 

Discharge 
Location 

Mixed Use 
Residential 
Area (ha) 

Unit Pop. (1) 
Residential 

Peaking 
Factor (2) 

Res. 
Peak 

Flow (3) 
(L/s) 

Infiltration 
Flow (4) 

(L/s) 

Total 
Allowable 
Peak Flow 

(L/s) 

Intersection of 
Natare Place and 
Winterset Road  
(Maintenance Hole - 
EX16) 

8.04 211 613 3.34 6.64 2.31 8.95 

Winterset Road 
Sewers (Ex.16-
Ex.2) 

0.23 11 30 3.68 0.36 0.08 0.43 

Total Arcadia Stage 5 Wastewater Flows 9.38 L/s 

 
 

1. Population density is based on OSDG Table 4.2 in Section 4.3 
2. Residential peaking factor based on Harmon equation. 
3. Based on Residential Flow Rate 280 L/cap/day as per Technical Bulletin ISTB-2018-01 
4. Based on Infiltration Rate 0.33 L/s/ha as per Technical Bulletin ISTB-2018-01 

 

3.4 Allowable Peak Flows 

The peak wastewater flow for the Stage 5 lands as presented in Table 3-2 was compared to flows 
allocated for the Future Stage 5 lands as part of the Winterset Road sanitary sewer design. Based 
on the City approved sanitary design sheets from Arcadia Stage 4 (refer to Appendix D), an 
allowable flow of 13.36 L/s was attributed for the 8.2 ha future Stage 5 lands. It was proposed that 
the wastewater from Stage 5 would then discharge into the existing 675 mm Campeau Drive trunk 
sanitary sewer system.  
 
The wastewater servicing analysis from Stage 3 and 4 conformed to the allowable flow restrictions 
set by IBI Group (IBI) on the Campeau Drive sanitary sewer. The flow restriction was set as 35.62 
L/s for the 32.67 ha parcel north of Campeau Drive, which included the future Stage 5 lands, to 
the existing 450 mm diameter sanitary sewer extending northward along Winterset Road. A copy 
of IBI’s design sheet for the Campeau trunk sanitary sewer is attached to Appendix D. 
 
The calculated peak flow of 9.38 L/s for the Stage 5 lands presented in Section 3.3 well below the 
allowable flow of 13.36 L/s presented in the Stage 4 Winterset Road and it is expected that there 
will be adequate residual capacity in the downstream sewers to accommodate the wastewater 
flows generated within Arcadia Stage 5. 
 
The existing Campeau Drive trunk sanitary sewer has been identified in the 2006 KWMSS as the 
dedicated outlet for the Arcadia Development. The trunk carries flows to the Signature Ridge 
Pump Station on the east side of the Carp River. Therefore, these two pieces of infrastructure will 
set the allowable release rate for the Stage 5 development. The Stage 5 development discharges 
to the Winterset Road sanitary sewer which is a direct connection into the Campeau Road trunk. 
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Analysis of the sanitary sewer system was undertaken as part of Stage 2 of the Arcadia 
Development. The resulting report by IBI Group titled: [Update to] Signature Ridge Pump Station 
Hydraulic Grade Line Analysis Arcadia Stage 2 (2014 SRPS HGL Analysis) contained details on 
flow rates and HGLs in the event of a failure of the pump station.   
 
The IBI Group’s Campeau trunk sanitary sewer design allocated 32.67 ha and 35.6 L/s of the 
Arcadia Development north of Campeau Drive to the existing 450 mm diameter sanitary sewer 
stub extending northerly along Winterset Road (refer to the IBI Group Sanitary Sewer Design 
Sheet and External Sanitary Drainage Area Plan provided in Appendix D). The flow allocation is 
slightly less than the 37.21 L/s allocated for the lands in the 2014 SRPS HGL Analysis. 
 
Distribution of the 35.6L/s flow allowance was completed in the City approved sanitary design 
sheets from Arcadia Stage 4 (refer to Appendix D). From the Stage 4 design sheets an allowable 
flow of 13.36 L/s was attributed for the 8.2 ha future Stage 5 lands. 
 
The calculated peak flow of 9.38 L/s for the Stage 5 lands presented in Section 3.3 is below the 
allowable flow of 13.36 L/s presented in the Stage 4 Winterset Road and it is expected that there 
will be adequate residual capacity in the downstream sewers to accommodate the wastewater 
flows generated within Arcadia Stage 5. In addition, there is allocated capacity for this flow at the 
downstream pump station based on allocations made in 2014 on the [Signature Ridge Pump 
Station Hydraulic Grade Line Analysis and the previously approved Arcadia Stage 4 development. 
 

3.5 Overflows and Hydraulic Grade Line (HGL) Analysis 

Protection against basement flooding within the existing Arcadia phases (Stages 1 to 4) is 
currently provided by an existing 600 mm diameter overflow that outlets to the Paine stormwater 
management facility, constructed as part of Stage 4. As per the 2014 SRPS HGL Analysis and 
subsequent detailed design for Stage 4, protection against basement flooding for the future 
Arcadia development is to be provided by this emergency sanitary sewer. The detailed design of 
the sanitary overflow at Paine Pond included an allowance of flows from Stage 5 at 13.36 L/s as 
detailed in Section 3.4. Design flows for Stage 5 are now lower which means that the overflow 
design was conservative. 
 
The sanitary HGL analysis was carried out based on detailed design of Stages 3 and 4 which has 
shown that the design criterion for freeboard was met for these stages. An updated HGL analysis 
will be carried out during detailed design to reflect the addition of the wastewater flows to the 
system from Stage 5 and ensure the freeboard criterion is met for the new units and maintained 
for existing units. 

3.6 Wastewater Conclusions 

Wastewater servicing for Arcadia Stage 5 will be designed based on the City of Ottawa Sewer 
Design Guidelines, associated Technical Bulletins and with the previously approved Site 
Servicing Reports for Arcadia Stages 3 & 4. It is recommended that the sanitary servicing systems 
shown on the Conceptual Servicing Drawing (Drawing CS1) be implemented for the proposed 
development. 
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4.0 Storm Servicing and Stormwater Management 

4.1 Background 

In 2006, the KWMSS was prepared on behalf of the Kanata West Owner’s Group to investigate 
servicing requirements for a large mixed-use community in Kanata West. The KWMSS 
recommended that all stages of the Arcadia development, the Campeau Drive right-of-way (from 
Huntmar to Carp River), and the future transit way be serviced by Pond 1, the largest SWM facility 
in Kanata West.  
 
In August 2016, JLR developed an alternative SWM solution for the Arcadia Development to the 
one presented in the 2006 KWMSS. This solution was presented to the City in the form of a 
Memorandum entitled “Conceptual Alternate Stormwater Servicing and Stormwater Management 
Strategy” dated August 2, 2016. The proposed stormwater management approach consisted of 
two (2) wet ponds supplemented by privately owned water quality units, all of which would serve 
as the dedicated outlets to the Arcadia Development as well as for the future Campeau Drive 
ROW and transit way. The two wet ponds are located immediately west of the Carp River: one at 
Paine Avenue and one south of Campeau Drive to service the Arcadia Development. 
 
Stormwater flows were allocated to the Arcadia Stage 5 land parcel as part of the KWMSS and 
later accounted for as part of both the Campeau and Paine Pond designs. An additional dry pond 
is proposed as part of Stage 5 to control overland flow north of Campeau Drive. The major system 
will direct flow to the dry pond where it will drain at a controlled rate into the minor system. 

4.2 Design Criteria 

The functional design of the storm sewer system was developed for Minto’s Arcadia Stage 5 lands 
depicted in Drawing CS1 was done to respect the flow allocations and drainage boundaries 
allocated during Paine and Campeau pond designs. Detailed design of the stormwater 
management system for Stage 5 will be in accordance with the City of Ottawa 2012 Sewer Design 
Guidelines (OSDG) and Technical Bulletins. Design criteria that will be applied at detailed design 
for both minor and major systems are described below.  

4.2.1 Minor System 

Design Capture and Level of Service 

• Minimum 1:2 year capture for local roads  

• Minimum 1:5 year capture for Winterset Road 

• Maximum allowable release rates from Stage 5 are 800 L/s at the northern minor system 
outlet to MH 116_(P-Stm) and 780 L/s at the southern minor system outlet to MH 
102_(Ex-Stm) 

 
Design Flows 

• Initial sizing of the storm sewers with Rational Method design sheets and final sizing 
confirmed with a HGL analysis; 

• IDF Rainfall statistics as per OSDG; 

• Time of concentration (Tc) based on a minimum inlet time of 10 minutes; 

• Runoff coefficients based on recently approved developments of similar nature as per 
Section 5.4.5.2.2 of the OSDG (to be verified at the detailed design stage). 
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Sewer Design Criteria 
Design Criteria as per the OSDG 

• Minimum velocity 0.80 m/s; 

• Maximum velocity 6.0 m/s; 

• Manning roughness coefficient 0.013; 

• Minimum allowable slopes as per Table 6.1 of the OSDG; 

• Minor losses at maintenance holes set in accordance with Appendix 6B of the OSDG; 

4.2.2 Major System 

Major System Flow Outlets 
Detention of runoff from storm events up to 1:100 year recurrence period is required for 

the site.  

4.3 Proposed Storm Servicing 

4.3.1 Minor System 

The proposed storm sewers for Arcadia Stage 5 will be sized at detailed design to 
provide the minimum 1:2 year capture rate using the Rational Method. Two minor 
system outlets were allocated for Stage 5 as part of the pond designs: 
 

• the existing storm maintenance hole (EX116) located at Natare Place at 
Winterset Road which ultimately discharges to the Paine pond; and 

 

• the existing storm maintenance hole (EX102) located at Campeau Drive at 
Winterset Road which ultimately discharges to the Campeau pond. 

 
The Overall Storm Drainage Plan (Drawing OST) presented in Appendix E depicts 
the minor and major system drainage areas allocated for the Stage 5 land parcels. 
A high level overall drainage plan for Stage 5 is also presented in the conceptual 
storm drainage schematic (Appendix E) that demonstrates how this drainage 
boundary will be respected during detailed design.  
 
The conceptual rational method design sheet calculations show that with capture 
of the 1:2 year return period event peak flow release rates are less than the 
allowable release rates from the site (Table 4-1). The downstream system 
therefore has sufficient capacity for the proposed conceptual site. A copy of the 
Storm Sewer Design Sheet and Conceptual Storm Drainage Plan (Drawing CDST) 
for Arcadia Stage 5 can be found in Appendix E. 
 
In addition, high level PCSWMM modelling has been carried out using the 
modelling completed for Stages 3, 4 and 6. Design sheets and drainage plans 
reflecting the modelling in the previous stages can be found in Appendix E. Copies 
of the model are provided and the release rates from the site’s minor system 
network are provided in Table 4-1. 
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Table 4-1: Minor System Release Rates 

Connection Location 
Allowable Release 

Rate (L/s) 

1:2 year Design 
Sheet Flow Rate 

(L/s) 

Peak 1:100 year 
Modelled Flow Rate 

(L/s) 
116_(P-Stm) – North 
Connection 

800 383 
685 

102_(Ex-Stm) – South 
Connection 

780 402 
545 

 

4.3.2 Major System  

All major system flows up to the 1:100 year return period event are to be detained 
on site.  This will be achieved through the use of street sag storage and grading 
towards a dry pond located at the south corner of the site.  The dry pond will provide 
major system storage and will release via the additional capacity available via the 
south minor system connection.   
 
The grading means that some of the rear yards will not be able to grade towards 
the site and will slope towards the Carp River.  This uncontrolled clean rear yard 
runoff will be in the form of overland sheet flow.  Due to timing of the localized sheet 
flow it will not affect peak flow rates or peak water levels in the Carp River, however 
during detailed design the outlet configuration of the Paine Pond will be assessed 
to ensure that the peak flows in the Carp River continued to be maintained as per 
the 2018 City of Ottawa Modelling results.  

4.3.3 Stormwater Quality 

Stormwater quality control will be provided by the Paine and Campeau Ponds 
respectively.  The ponds were designed to accept flows from these areas for water 
quality treatment and have sufficient capacity to do so. 
 

4.4 Infiltration 

The Carp River Subwatershed Study and the KWMSS recommends that infiltration be maintained 
in the Kanata West area to maintain baseflow to the Carp River.  FIG 5.4 of the KWMSS shows 
infiltration targets within the Kanata West Area. The Arcadia development has a “Low Recharge 
Target” (refer to FIG 5.4, of the KWMSS) due to its soils that are clay material. A target of 50 mm-
70 mm/year is the targeted infiltration in the Arcadia development. Based on the KWMSS, this 
rate is to be increased by 25% to 62.5-87.5 mm/year to compensate for the additional impervious 
surfaces where no infiltration will occur, however this increase does not need to be met if only 
pervious surfaces are considered when demonstrating that the volume is infiltrated. 
 
During detailed design of Stage 3, JLR reached out to Paterson to ascertain the effectiveness of 
soakaway trenches that would promote infiltration on private lots.  Paterson provided a 
Memorandum on the Suitability of Soils for Use of Soakaway Trenches. Based on their 
assessment, the infiltration rate associated with the hard stiff clay is in the order of 1-10 mm/hr 
with hydraulic conductivities ranging between 1.7 x 10-9 and 4.0 x 10-9 m/sec.   
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Based on the MECP SWMPDM, soakaway trenches are recommended when soils have a 
minimum infiltration rate of 15 mm/hr. It is unlikely that the native soil will provide vertical 
groundwater movement and deep groundwater recharge.  Therefore, soakaway trenches are not 
recommended as they will be ineffective due to the native silty clay.  
 
In order to provide infiltration in the range of 50 to 70 mm/year, across pervious surfaces only, a 
300mm deep layer of topsoil will be placed across pervious surfaces in the development.  
According to Table 3.1 of the MECP SWMPDM rates of infiltration for Silt Loam, which is the low 
end of the topsoil quality, are around 182 mm/year. Infiltration provided would then be increased 
beyond the pre-development level required. Table 4-2 below shows that if topsoil is only provided 
across the pervious residential area and above the maximum water surface in the pond then a 
net increase in infiltration is achieved across the site compared to pre-development. 

Table 4-2: Infiltration Assessment 

Land Area Pervious 
Area (ha) 

Average 
Infiltration 
Rate Target 
(mm/year) 

Average Annual 
Infiltration (m³) 

Pre-Development Arcadia Stage 5 7.3 60 4,380 
    

Residential (pervious areas in Stage 5 
residential lots) 

2.7 182 4,914 

 

4.5 Storm Servicing and Stormwater Management Conclusions 

The stormwater servicing and management concept shown on the Conceptual Servicing Plan 
(Drawing CS1) is proposed to provide stormwater servicing for Arcadia Stage 5.  

5.0 Erosion and Sedimentation Control 

Erosion and sediment control measures, as outlined in the Ontario Ministry of Natural 
Resources (MNR) Guidelines on Erosion and Sediment Control for Urban Construction Sites, will 
be implemented to trap sediment on site. The following erosion and sediment control measures 
could be implemented during construction, refer to attached Conceptual Erosion and Sediment 
Control Plan CESC:  
 

• Supply and installation of a silt fence barrier, as per OPSD 219.110. 

• Supply and installation of silt sack between the frame and cover of catch basins and 
maintenance holes adjacent to the project area during construction, to prevent sediment 
from entering the sewer system.  The silt sack is to be inspected regularly and corrected 
as required.  

• Stockpiling of material during construction is to be located along flat areas away from 
drainage paths.  For material placed on sloped areas, stockpiles are to be enclosed with 
a silt fence to protect watercourses. 

• All catch basins are to be equipped with sumps, inspected frequently, and cleaned as 
required. 
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• A mud mat is to be built at each of the site entranceways to prevent the transport of 
sediment onto paved surfaces. The mud mat shall be:   
o Minimum of 20 m in length for the full width of the entrance way (10 m wide minimum).  
o Minimum of 400 mm thick underlain with a geotextile (or graded aggregate filter); and 
o Constructed with 50 mm diameter clear stone for the first 10 m (extending from the 

paved street) and the remainder of the length with 150 mm diameter clear stone.  
 

The proposed removal and reinstatement measures as well as the erosion control measures shall 
conform to the following documents: 
 

• “Guidelines on Erosion and Sediment Control for Urban Construction Sites” published by 
Ontario Ministries of Natural Resources, Environment, Municipal Affairs, and Transportation 
& Communication, Association of Construction Authorities of Ontario and Urban 
Development Institute, Ontario, May 1987.  

• “MTO Drainage Manual”, Chapter F: “Erosion of Materials and Sediment Control”, Ministry 
of Transportation & Communications, 1985. 

• “Erosion and Sediment Control” Training Manual by Ministry of Environment, Spring 1998. 

• Applicable Regulations and Guidelines of the Ministry of Natural Resources.  
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File Number: PC2021-0275 
September 2, 2021 

Pre-application Consultation Meeting Notes 

 

Site Address: 370 Huntmar Drive and 450 Huntmar Drive 

Location: Virtual - Microsoft Teams 

Meeting Date: August 12, 2021 

 

Attendees: Colette Gorni – Planner, City of Ottawa 

  Wendy Tse – Planner, City of Ottawa 

Justin Armstrong – Project Manager (Infrastructure), City of Ottawa 

Mark Young – Planner (Urban Design), City of Ottawa 

Jeff Goettling – Planner (Parks), City of Ottawa 

Mike Russett – Planner (Parks), City of Ottawa 

Jeffrey Ren – Co-op Student, City of Ottawa 

Matt Craig – MVCA  

Erica Ogden – MVCA 

Curtiss Scarlett – Minto Communities Inc. 

Bronwyn Anderson – Minto Communities Inc. 

Kiara Gonzales – Minto Communities Inc. 

Danielle Forget – Minto Communities Inc. 

Alexandre Tourigny – J.L Richards 

Eric Forhan – J.L Richards 

Lucie Dalrymple – J.L Richards 

Andrew Harte – CGH Transportation 

 

Regrets: Mark Richardson – Planning Forester, City of Ottawa 

Mike Giampa – Project Manager (Transportation), City of Ottawa 

Matthew Hayley – Planner (Environmental), City of Ottawa 

 

APPLICANT COMMENTS: 

1. Two separate developments are proposed: 

a. Stage 5 will be a Plan of Subdivision application and a Zoning By-law 

Amendment application: 

• Stage 5 is located east of Arcadia Stages 1-4; it is the last piece north 

of Campeau Drive;  

• Existing infrastructure extends to the boundaries of the site and two 

accesses off of Winterset Road are proposed; 

• A total of 225 low-rise units are proposed in the form of singles, 

townhouses and back-to-back townhouses; and, 
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• The site is designated as General Urban Area in the Official Plan; the 

Carp River Restoration Policy Area Overlay applies; and the site is 

zoned Development Reserve (DR). 

b. Stage 6 will be a Site Plan Control application and a Zoning By-law 

Amendment application: 

- Stage 6 lands are located south of Campeau Drive, the parcel closest 

to the intersection of Huntmar Drive and Campeau Drive was sold by 

Minto to a hotel developer; 

- The site is designated as Mixed-Use Centre in the Official Plan, the 

Kanata West Concept Plan identifies this area as a community core, 

and the site is zoned Development Reserve; 

- Land dedications have been made for the proposed future Campeau 

Station LRT Station; 

- Two accesses, one off of Campeau Drive is proposed and one off of 

Country Glen Way, are proposed; 

- Infrastructure connections are proposed to be made from Country Glen 

Way and Donum Lane; 

- A total of 480 units are proposed in the form of stacked townhouses 

(please note that the submitted plans reference a higher unit count); 

and, 

- 2 communal amenity spaces are proposed. 

2. The separate applications for both developments are expected to be submitted in 

September 2021 (Stage 5) and October 2021 (Stage 6). 

STAFF COMMENTS: 

Planning 

Stage 5 

1. A Major Zoning By-law Amendment application will be required for the Stage 5 lands 

to permit the proposed development. Urban Exception 1932 can removed through 

this application as the Holding Symbol has now been lifted. 

2. A new Plan of Subdivision application will be required to permit the proposed 

development, as Stage was not included in the previous draft approval. 

3. Please note that there is a 30cm reserve along Winterset Road that will need to be 

lifted. 

4. Staff are generally satisfied with the current layout. 
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5. Please consider adding another pedestrian connection between Street 1 and 6; 

please consider providing a pedestrian plan with the application submissions. 

6. Please submit a streetscape plan with your application. The location of trees and 

sidewalks should be considered early in the design process. 

Stage 6  

7. A Major Zoning By-law Amendment application will be required to permit the 

proposed development on the Stage 6 lands. 

8. The Phase 6 lands previously received draft approval through a previous plan of 

subdivision application (File No. D07-16-16-0025).  

9. It is understood that the applicant currently intends to allow the draft approval to 

lapse and pursue Site Plan Control and Plan of Condominium applications to permit 

the proposed development. 

a. The proposed development requires a Complex (Manager Approval, Public 

Consultation) Site Plan Control Application. 

10. Please note that there are 30cm reserves along Country Glen Way, Campeau, and 

Donum Lane.  

11. It is understood that the applicant is interested in straightening the jagged section of 

the Country Glen Way right-of-way. Staff have reach out to the City’s Corporate Real 
Estate Office (CREO) to discuss the possibility of a land swap, and will provide more 

information once a response is received. 

12. Please ensure that adequate bicycle parking is provided both in and outside the 

proposed storage building.  

13. Please review the City’s Urban Design Guidelines for Transit Oriented Development 
to ensure that proposed development conforms to the guidelines 

General 

14. Fees and forms for the above mentioned applications can be found here; please 

note that each planning application fee will be reduced by 10 per cent if two or more 

applications are submitted at the same time and for the same lands. 

15. Please ensure that each submission considers the Official Plan policies that are 

applicable at the time of the submission of the application 

a. If a complete application is received by no later than the day before the new 

Official Plan is adopted (October 2021), it will be processed on the basis of 

existing Official Plan policy provided it is consistent with the 2020 Provincial 

Policy Statement. 

https://ottawa.ca/en/planning-development-and-construction/developing-property/development-application-review-process/development-application-submission/development-application-forms
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b. Applications received after the day before the new Official Plan is adopted 

(October 2021), will be reviewed and evaluated on the basis of the policies of 

the new Official Plan, which is consistent with the 2020 Provincial Policy 

Statement. 

Please contact the Planner, Colette Gorni, at Colette.Gorni@ottawa.ca if you have any 

questions or require additional information relating to the comments above. 

Urban Design 

Stage 5 

1. A design brief is required. A terms of reference is attached.  

2. Please ensure the pathway connections to the Carp River Open Space Lands are 

accessible. This may require co-locating the two blocks in the vicinity of Lot 25 and 

Block 8 to provide additional length for these blocks. 

3. Please consider locations for sidewalks and trees at the time of submission, as it 

relates to utilities and clay soils.  

4. Orientation of units to minimize the need for noise walls on Winterset Road should 

be considered.  

5. A pathway connection should be provided within Block 43 – Dry Pond to provide 

access to Winterset Road. 

Stage 6 

6. A design brief is required. A terms of reference is attached. 

7. The subject lands are located within a design priority area. A high-quality site and 

building design are expected, suitable for a mixed use centre.  

8. Consideration should be given to providing more than one product/dwelling type for 

this site. 

9. Options to eliminate the need for a single loaded private street abutting Campeau 

Drive should be explored. 

10. The current access on Campeau should be considered for a more urban treatment 

vs. a pork chop island. 

11. The units abutting Campeau Drive in the Western Block, should be oriented to be in 

alignment with Campeau Drive vs. being offset.  

12. The treatment of built form abutting Country Glen Way should be reviewed. 

Opportunities to regularize this property line should also be explored if possible. 

13. Connectivity to the MUP along Feedmill Creek should be strengthened at key 

locations. 

mailto:Colette.Gorni@ottawa.ca
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14. Consideration should be given to allowing for live/work arrangements at grade.  

15. Consideration should be given to allowing for a mix of uses on-site. 

Please contact Urban Design Planner Mark Young at Mark.Young@ottawa.ca if you 

have any questions or require additional information relating to the comments above. 

Engineering 

1. The Servicing Study Guidelines for Development Applications are available at the 

following address: http://ottawa.ca/en/development-application-review-process-

0/servicing-study-guidelines-development-applications 

2. Servicing and site works shall be in accordance with the following documents: 

 Ottawa Sewer Design Guidelines (October 2012) 

 Ottawa Design Guidelines – Water Distribution (2010) 

 Geotechnical Investigation and Reporting Guidelines for Development 

Applications in the City of Ottawa (2007) 

 City of Ottawa Slope Stability Guidelines for Development Applications 

(revised 2012) 

 City of Ottawa Environmental Noise Control Guidelines (January, 2016) 

 City of Ottawa Park and Pathway Development Manual (2012) 

 City of Ottawa Accessibility Design Standards (2012) 

 Ottawa Standard Tender Documents (latest version) 

 Ontario Provincial Standards for Roads & Public Works (2013) 

3. Record drawings and utility plans are also available for purchase from the City 

(Contact the City’s Information Centre by email at InformationCentre@ottawa.ca or 

by phone at (613) 580-2424 x.44455). 

4. The Stormwater Management Criteria, for the subject site, is to be based on the 

criteria outlined in the KWMSS. Understanding that deviations have been made to 

the KWMSS in previous phases and that Phases 5 & 6 are the final two phases in 

the Arcadia subdivision area, and that infrastructure and stormwater management 

facilities surrounding the sites have been constructed as part of previous phases of 

development, it will be important to demonstrate that the surrounding infrastructure 

has been designed with enough capacity to support the proposed developments. 

mailto:Mark.Young@ottawa.ca
http://ottawa.ca/en/development-application-review-process-0/servicing-study-guidelines-development-applications
http://ottawa.ca/en/development-application-review-process-0/servicing-study-guidelines-development-applications
mailto:InformationCentre@ottawa.ca
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Deviations from previous design assumption shall be justified in the plans and 

reports. 

5. As was mentioned in the pre-consultation meeting, Phases 5 & 6 are the final two 

phases in the Arcadia subdivision area, and the surrounding infrastructure 

intended to provide servicing for Phases 5 & 6 has been constructed as part of 

previous Phases. The plans and reports that are to be submitted in support of 

Phase 5 & 6 will need to demonstrate that the surrounding/downstream 

infrastructure has been designed with enough capacity to support the proposed 

developments and that any works required by the KWMSS to support the 

proposed developments have been completed. Any deviations within Phase 5 & 6 

from previous design assumptions will need to be clearly justified. 

6. Preference for servicing of Phase 5 would be entirely internal to Phase 5 (i.e., 

individual building service connections to Winterset to be avoided) in order to 

eliminate any potential service disruptions to existing residents. 

7. Water Boundary condition requests must include the location of the service and 

the expected loads required by the proposed development. Please provide the 

following information: 

i. Location of service 

ii. Type of development and the amount of fire flow required (as per FUS, 

1999). 

iii. Average daily demand: ___ l/s. 

iv. Maximum daily demand: ___l/s. 

v. Maximum hourly daily demand: ___ l/s. 

8. As mentioned in the pre-consultation meeting, soil and geotechnical conditions are 

of potential concern for these sites. Sufficient justification should be provided to 

support the feasibility of Phase 5 and 6 proposals from a geotechnical perspective. 

For these proposals, where sensitive marine clays exist, the following information 

must be provided to the City: 

• A map that shows: 

i. Location and depth of sensitive soils 

ii. Location of utilities 
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iii. Location of proposed landscaping 

9. MOECC ECA Requirements 

It is anticipated that an MECP Environmental Compliance Approval(s) (ECA) will 

be needed (or existing will need to be amended) for sewers as well as for any 

deviation from previous ECA approvals. 

10. Phase 1 ESAs and Phase 2 ESAs must conform to clause 4.8.4 of the Official Plan 

that requires that development applications conform to Ontario Regulation 153/04. 

Please contact Infrastructure Project Manager Justin Armstrong at 

Justin.Armstrong@ottawa.ca if you have any questions or require additional information 

relating to the comments above. 

Transportation 

1. A TIA is warranted- proceed to scoping. 

2. The application will not be deemed complete until the submission of the draft step 1-

4, including the functional draft RMA package (if applicable) and/or monitoring report 

(if applicable). Although a full review of the TIA Strategy report (Step 4) is not 

required prior to an application, it is strongly recommended. 

3. Synchro files are required with Step 4. 

4. ROW protection on Campeau is 37.5m. 

5. Geometric Road Design (GRD) drawings will be required with the first submission of 

underground infrastructure and grading drawings.   

6. These drawings should include such items as, but is not limited to: 

a. Road Signage and Pavement Marking for the subdivision; 

b. Intersection control measure at new internal intersections; and  

c. Location of depressed curbs and TWSIs; 

d. Include traffic calming measures on roads within the limits of their subdivision 

to limit vehicular speed to 30 kph and improve pedestrian safety.  These 

measures may include either vertical or horizontal features. 

7. Site triangles at the following locations on the final plan will be required: 

a. Local Road to Local Road: 3 metre x 3 metres 

b. Local Road to Collector Road: 5 metre x 5 metres 

c. Collector Road to Collector Road: 5 metre x 5 metres 

mailto:Justin.Armstrong@ottawa.ca
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d. Collector Road to Arterial Road: 5 metre x 5 metres  

8. A Road Noise Impact Study is required. 

9. Please note that all new applications (pre-consultation meetings dated after March 3, 
2021) must use the NEW TRANS Trip Generation Manual when forecasting site 
generated trips using this manual. The TRANS committee (a joint transportation 
planning committee serving the National Capital region) finalized a new manual early 
in March 2021. The document will be available in French and English on the TRANS 
website http://www.ncr-trans-rcn.ca/surveys/2009-trip-generation. The new manual 
has simplified the conversion from vehicle trips to person trips and then trips by 
modal share.  

10. Any Development Charge road work may be front ended by the applicant, so long as 
the work is listed in the affordable network. Repayment will be based on warrants, as 
determined solely by the Transportation Services Department. A Front Ending 
application is required. 

Please contact Transportation Project Manager Mike Giampa at 

Mike.Giampa@ottawa.ca if you have any questions or require additional information 

relating to the comments above. 

Parks 

1. Staff understand that the applicant intends to provide cash-in-lieu rather than 

dedicate land for parkland for both Stages 5 and 6. 

2. Please confirm lands that are to be dedicated to the City (e.g., corner park 

blocks, dry ponds, open space blocks, etc.) in each application..  

3. Please provide more information on pedestrian pathways to the adjacent park 

and open space blocks for Stage 5. 

4. Please reach out to Councillor Sudds to discuss the cash-in-lieu of parkland 

proposal. 

Please contact Parks Planner Mike Russett at Mike.Russett@ottawa.ca if you have any 

questions or require additional information relating to the comments above. 

Environment 

1. Up-dated EIS, should focus on the transition from the developed lands to the natural 

area/watercourse blocks. 

2. Implementing all recommendations from older EIS if still applicable. 

Please contact Environmental Planner Matthew Hayley at Matthew.Hayley@ottawa.ca if 

you have any questions or require additional information relating to the comments 

above. 

  

https://can01.safelinks.protection.outlook.com/?url=http%3A%2F%2Fwww.ncr-trans-rcn.ca%2Fsurveys%2F2009-trip-generation&data=04%7C01%7Ccolette.gorni%40ottawa.ca%7C4d4455a54e994b8bacd808d95d869d40%7Cdfcc033ddf874c6ea1b88eaa73f1b72e%7C0%7C0%7C637643655005839077%7CUnknown%7CTWFpbGZsb3d8eyJWIjoiMC4wLjAwMDAiLCJQIjoiV2luMzIiLCJBTiI6Ik1haWwiLCJXVCI6Mn0%3D%7C1000&sdata=dLCYCzYEugE3jqI9Wj7JDzVpqQo0eAK60AQOzMWxGYM%3D&reserved=0
mailto:Mike.Giampa@ottawa.ca
mailto:Mike.Russett@ottawa.ca
mailto:Matthew.Hayley@ottawa.ca
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Forestry 

TCR requirements:  

1. A Tree Conservation Report (TCR) must be supplied for review along with the suite 
of other plans/reports required by the City 

a. An approved TCR is a requirement of Site Plan approval.  

b. The TCR may be combined with eh LP provided all information is supplied 

2. As of January 1 2021, any removal of privately-owned trees 10cm or larger in 
diameter, or publicly (City) owned trees of any diameter requires a tree permit issued 
under the Tree Protection Bylaw (Bylaw 2020 – 340); the permit will be based on an 
approved TCR and made available at or near plan approval.  

3. The Planning Forester from Planning and Growth Management as well as foresters 
from Forestry Services will review the submitted TCR 

a. If tree removal is required, both municipal and privately-owned trees will be 
addressed in a single permit issued through the Planning Forester  

b. Compensation may be required for city owned trees – if so, it will need to be 
paid prior to the release of the tree permit  

4. The TCR must list all trees on site, as well as off-site trees if the CRZ extends into 
the developed area, by species, diameter and health condition 

5. Please identify trees by ownership – private onsite, private on adjoining site, city 
owned, co-owned (trees on a property line) 

6. the TCR must list all trees on adjacent sites if they have a critical root zone that 
extends onto the development site 

7. If trees are to be removed, the TCR must clearly show where they are, and 
document the reason they cannot be retained 

8. All retained trees must be shown and all retained trees within the area impacted by 
the development process must be protected as per City guidelines available at Tree 
Protection Specification or by searching Ottawa.ca   

a. The location of tree protection fencing must be shown on a plan; 

b. Show the critical root zone of the retained trees; and, 

c. If excavation will occur within the critical root zone, please show the 
limits of excavation . 

https://documents.ottawa.ca/sites/documents/files/tree_protection_specification_en.pdf
https://documents.ottawa.ca/sites/documents/files/tree_protection_specification_en.pdf
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9. The City encourages the retention of healthy trees; if possible, please seek 
opportunities for retention of trees that will contribute to the design/function of the 
site.  

For more information on the process or help with tree retention options, contact Mark 
Richardson mark.richardson@ottawa.ca or on City of Ottawa 

Landscape Plan Tree Planting requirements: 

10. Minimum Setbacks 

a. Maintain 1.5m from sidewalk or MUP/cycle track.  

b. Maintain 2.5m from curb  

c. Coniferous species require a minimum 4.5m setback from curb, sidewalk or 
MUP/cycle track/pathway. 

d. Maintain 7.5m between large growing trees, and 4m between small growing 
trees. Park or open space planting should consider 10m spacing.  

e. Adhere to Ottawa Hydro’s planting guidelines (species and setbacks) when 
planting around overhead primary conductors.  

11. Tree specifications 

a. Minimum stock size: 50mm tree caliper for deciduous, 200cm height for 
coniferous. 

b. Maximize the use of large deciduous species wherever possible to maximize 
future canopy coverage 

c. Tree planting on city property shall be in accordance with the City of Ottawa’s 
Tree Planting Specification; and include watering and warranty as described 
in the specification (can be provided by Forestry Services).  

d. Plant native trees whenever possible 

e. No root barriers, dead-man anchor systems, or planters are permitted. 

f. No tree stakes unless necessary (and only 1 on the prevailing winds side of 
the tree)  

12. Hard surface planting 

a. Curb style planter is highly recommended  

b. No grates are to be used and if guards are required, City of Ottawa standard 
(which can be provided) shall be used.  

mailto:mark.richardson@ottawa.ca
https://ottawa.ca/en
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c. Trees are to be planted at grade 

13. Soil Volume 

a. Please ensure adequate soil volumes are met: 

Tree 

Type/Size 

Single Tree Soil 

Volume (m3) 

Multiple Tree 

Soil Volume 

(m3/tree) 

Ornamental 15 9 

Columnar 15 9 

Small 20 12 

Medium 25 15 

Large 30 18 

Conifer 25 15 

**Please note that these soil volumes are not applicable in cases with 

Sensitive Marine Clay. 

14. Sensitive Marine Clay  

a. Please follow the City’s 2017 Tree Planting in Sensitive Marine Clay 
guidelines. 

Please contact Adam Palmer at adam.palmer@Ottawa.ca if you have any questions or 

require additional information relating to the landscape plan tree planting requirements. 

MVCA  

1. MVCA staff have recently reviewed permit applications and related documents 

required as part of the Lifting of a Holding Symbol application for the Stage 5 

lands. 

2. Please ensure that the Campeau pond setbacks and LRT alignment are 

considered as the site designs for both applications are further refined. 

3. Please note that the MVCA will be conducting a floodplain mapping update by 

the end of the year. 

4. Please refer to MVCA comments provided for previous stages of the Arcadia 

subdivision. 

Please contact the MVCA’s Planning Manager, Matt Craig, at MCraig@mvc.on.ca if you 

have any questions or require additional information relating to the comments above. 

  

mailto:adam.palmer@Ottawa.ca
mailto:MCraig@mvc.on.ca
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NEXT STEPS: 

Please refer to the links to Guide to preparing studies and plans and fees for further 
information. Additional information is available related to building permits, development 
charges, and the Accessibility Design Standards. Be aware that other fees and permits 
may be required, outside of the development review process. You may obtain 
background drawings by contacting informationcentre@ottawa.ca. 

These pre-con comments are valid for one year. If you submit a development 
application(s) after this time, you may be required to meet for another pre-consultation 
meeting and/or the submission requirements may change. You are as well encouraged 
to contact us for a follow-up meeting if the plan/concept will be further refined.  

Please do not hesitate to Colette Gorni, at Colette.Gorni@ottawa.ca, if you have any 
questions. 

http://ottawa.ca/en/city-hall/planning-and-development/how-develop-property/development-application-review-process-2/guide-preparing-studies-and-plans
https://ottawa.ca/en/city-hall/planning-and-development/information-developers/development-application-review-process/development-application-submission/fees-and-funding-programs/development-application-fees#fees-related-planning-applications
http://ottawa.ca/en/residents/building-and-renovating
http://ottawa.ca/en/city-hall/planning-and-development/how-develop-property/development-charges
http://ottawa.ca/en/city-hall/planning-and-development/how-develop-property/development-charges
https://documents.ottawa.ca/sites/default/files/documents/accessibility_design_standards_en.pdf
file://///DC1FAP004/Groups/Development%20Services/All/)%20PROCEDURES%20MANUAL/Procedures/Pre-Application%20Consultation/informationcentre@ottawa.ca
mailto:Colette.Gorni@ottawa.ca
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J.L. Richards & Associates Limited 2023-11-08

ARCADIA STAGE 6
CITY OF OTTAWA
MINTO COMMUNITIES INC.

COMM INST. PARK

ARCADIA STAGE 5
J-4 19 19 51 0.00 0.00 0.00 0.17 0.00 0.17 0.42 0.00 0.42 0.91 0.00 0.91
J-5 10 11 21 64 0.00 0.00 0.00 0.21 0.00 0.21 0.52 0.00 0.52 1.14 0.00 1.14
J-6 8 7 15 46 0.00 0.00 0.00 0.15 0.00 0.15 0.37 0.00 0.37 0.82 0.00 0.82
J-7 10 10 34 0.00 0.00 0.00 0.11 0.00 0.11 0.28 0.00 0.28 0.61 0.00 0.61
J-8 14 14 48 0.00 0.00 0.00 0.15 0.00 0.15 0.39 0.00 0.39 0.85 0.00 0.85
J-9 10 10 34 0.00 0.00 0.00 0.11 0.00 0.11 0.28 0.00 0.28 0.61 0.00 0.61
J-10 10 10 34 0.00 0.00 0.00 0.11 0.00 0.11 0.28 0.00 0.28 0.61 0.00 0.61
J-11 5 8 13 35 0.00 0.00 0.00 0.11 0.00 0.11 0.28 0.00 0.28 0.63 0.00 0.63
J-12 19 10 29 78 0.00 0.00 0.00 0.25 0.00 0.25 0.63 0.00 0.63 1.40 0.00 1.40
J-13 4 9 13 35 0.00 0.00 0.00 0.11 0.00 0.11 0.28 0.00 0.28 0.63 0.00 0.63
J-14 8 5 13 35 0.00 0.00 0.00 0.11 0.00 0.11 0.28 0.00 0.28 0.63 0.00 0.63
J-15 14 14 38 0.00 0.00 0.00 0.12 0.00 0.12 0.31 0.00 0.31 0.67 0.00 0.67
J-16 17 17 46 0.00 0.00 0.00 0.15 0.00 0.15 0.37 0.00 0.37 0.82 0.00 0.82
J-17 13 13 35 0.00 0.00 0.00 0.11 0.00 0.11 0.28 0.00 0.28 0.63 0.00 0.63
J-18 11 11 30 0.00 0.00 0.00 0.10 0.00 0.10 0.24 0.00 0.24 0.53 0.00 0.53

TOTALS 62 86 74 222 643 0.00 0.00 0.00 2.09 0.00 2.09 5.21 0.00 5.21 11.46 0.00 11.46

AVG. DAILY DEMAND
SINGLES 3.4 p / p / u - Residential 280 l / cap / day - Residential 1,540 l / cap / day

- Institutional 28,000 l / ha / day - Institutional 75,600 l / ha / day
TOWNHOUSE UNITS (AVENUE/B2B AND EXECUTIVE/ROW) 2.7 p / p / u - Commercial 28,000 l / ha / day - Commercial 75,600 l / ha / day

- Residential 700 l / cap / day
- Institutional 42,000 l / ha / day
- Commercial 42,000 l / ha / day

ASSUMPTIONS

MAX. DAILY DEMAND

MAX. HOURLY DEMAND

Non-res. Total Res. Non-res. Total Res. Non-res.

RESIDENTIAL DENSITIES

PEAK HOUR

POP'N
DEMAND   (l/s) DEMAND   (l/s) DEMAND   (l/s)

Total

Demand for public parkette assumed to be 4.0 l/s for avg. day, max 
day, and peak hour

WATERMAIN DEMAND CALCULATION SHEET

NODE

RESIDENTIAL NON-RESIDENTIAL AVERAGE DAILY MAXIMUM DAILY

Res.
AVENUE (B2B) 
TOWNHOUSE

EXECUTIVE 
(ROW) 

TOWNHOUSE (ha.) (ha.) (ha.)UNIT COUNTSINGLES

V:\26000\26299-005 - Arcadia Stage 5\2-Design\1-Civil\Watermain\Water Demands\26299-005 Detailed Water Demands_Oct2023.xlsx
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Unit Type Stage 5 Total
Units Units

Singles 62 27.9 % 62 27.9 %
28' 14 22.6 % 14 22.6 %
30' Corner 1 1.6 % 1 1.6 %
36' 32 51.6 % 32 51.6 %
43' 15 24.2 % 15 24.2 %

Executive Towns 86 38.7 % 86 38.7 %
Avenue Towns 74 33.3 % 74 33.3 %

Total 222 100.0 222 100.0 %
Required Parkland @1ha per 600 units 0.37 ha 0.91 ac
Provided Parkland 0.00 ha 0.00 ac

Parkland Balance -0.37 ha -0.91 ac

Title:
Concept Plan 23

Project:
Arcadia - Stage 5

Legend

Drawn By: M.M.
Checked By: C.S.

Minto Communities Inc
180 Kent Street,
Ottawa, ON
K1P 0B6

North

Scale: NTS

Revisions
No. Description Date By

0 Issued For Review 2023-08-09 M.M.
1 Addition of 28' Singles 2023-08-25 K.G.

2
Change hatch colour Lots 7 &
8 from 28' Single to 36' Single 2023-10-26 K.G.

3
Edited sidewalk along St. No. 1
and 5m sight triangles along
Winterset

2023-11-01 M.M.

4 Update Block numbers to
match draft MPlan 2023-11-07 K.G.

30' Single Corner

Executive Town Homes

Condo Lands

Rear Lane Town Homes

Parkland

Storm Water Management

Open Space

Avenue (B2B) Town Homes

Stage Limits

36' Singles

43' Singles

Sidewalks

28' Singles

Critical Fire Area 3
RFF= 14,000 L/min (233 L/s)

Critical Fire Area 2
RFF= 15,000 L/min (250 L/s)

Critical Fire Area 1 
RFF= 10,000 L/min (167 L/s)

Arcadia Stage 5 Required Fire Flow (RFF)

Connection #1

Connection #2

Critical Fire Area 4
RFF= 13,000 L/min (217 L/s) Critical Fire Area 5

RFF= 13,000 L/min (217 L/s)

Critical Fire Area 6
RFF= 13,000 L/min (217 L/s)

Critical Fire Area 7
RFF= 13,000 L/min (217 L/s)

Critical Fire Area 8
RFF= 14,000 L/min (233 L/s)
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Step Parameter Value Note
A Type of Construction Wood Frame

Coefficient (C) 1.5
B Ground Floor Area 511.67 m2 6 units
C Height in storeys 3 storeys Basements are excluded.

Total Floor Area 1535.01 m2

D Fire Flow Formula F=220C√A
Fire Flow 12929 L/min
Rounded Fire Flow 13000 L/min Flow rounded to nearest 1000 L/min.

E Occupancy Class Limited Combustible Residential units have a limited combustible occupancy.

Occupancy Charge -15%
Occupancy Increase or 
Decrease

-1950

Fire Flow 11050 L/min No rounding applied.
F Sprinkler Protection None No sprinkler.

Sprinkler Credit 0%
Decrease for Sprinkler 0 L/min

G North Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 31.1 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 93.4 m-storeys
Separation Distance 31.35 m
North Side Exposure 
Charge

5%

East Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 13.9 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 41.7 m-storeys
Separation Distance 6.36 m

East Side Exposure Charge 18%

South Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 30.9 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 92.6 m-storeys
Separation Distance 14.03 m
South Side Exposure 
Charge

15%

West Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 13.9 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 41.7 m-storeys
Separation Distance 8.22 m
West Side Exposure 
Charge

18%

Total Exposure Charge 56% The total exposure charge is below the maximum value 
of 75%.

Increase for Exposures 6188 L/min
H Fire Flow 17238 L/min

Rounded Fire Flow 17000 L/min Flow rounded to nearest 1000 L/min.

City Cap Required Fire Flow
(RFF) 10000 L/min City Cap Does Apply

167 L/s

Fire Underwriters Survey (FUS) Fire Flow Calculations
In accordance with City of Ottawa Technical Bulletin ISTB-2018-02 dated March 21, 2018

FUS Fire Flow Calculations
ARCADIA STAGE 5 - Block 77 - Row Townhouse

(JLR 26299-005)

V:\26000\26299-005 - Arcadia Stage 5\2-Design\1-Civil\Watermain\Boundary Conditions Request\BC Request - Oct 11, 2023\Arcadia Stage 5 - FUS RFF Calcs_TR_Oct_2023.xlsx
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Step Parameter Value Note
A Type of Construction Wood Frame

Coefficient (C) 1.5
B Ground Floor Area 423.64 m2 8 units
C Height in storeys 3 storeys Basements are excluded.

Total Floor Area 1270.92 m2

D Fire Flow Formula F=220C√A
Fire Flow 11764 L/min
Rounded Fire Flow 12000 L/min Flow rounded to nearest 1000 L/min.

E Occupancy Class Limited Combustible Residential units have a limited combustible occupancy.

Occupancy Charge -15%
Occupancy Increase or 
Decrease

-1800

Fire Flow 10200 L/min No rounding applied.
F Sprinkler Protection None No sprinkler.

Sprinkler Credit 0%
Decrease for Sprinkler 0 L/min

G North Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 14.9 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 44.8 m-storeys
Separation Distance 31.81 m
North Side Exposure 
Charge

5%

East Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 17.1 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 51.3 m-storeys
Separation Distance 3.5 m

East Side Exposure Charge 18%

South Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 19.0 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 57.1 m-storeys
Separation Distance 29.72 m
South Side Exposure 
Charge

8%

West Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 15.3 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 46.0 m-storeys
Separation Distance 8.45 m
West Side Exposure 
Charge

18%

Total Exposure Charge 49% The total exposure charge is below the maximum value 
of 75%.

Increase for Exposures 4998 L/min
H Fire Flow 15198 L/min

Rounded Fire Flow 15000 L/min Flow rounded to nearest 1000 L/min.

City Cap Required Fire Flow
(RFF) 15000 L/min City Cap Does Not Apply

250 L/s

Fire Underwriters Survey (FUS) Fire Flow Calculations
In accordance with City of Ottawa Technical Bulletin ISTB-2018-02 dated March 21, 2018

FUS Fire Flow Calculations
ARCADIA STAGE 5 - Block 81 - Back-to-Back Townhouse

(JLR 26299-005)

V:\26000\26299-005 - Arcadia Stage 5\2-Design\1-Civil\Watermain\Boundary Conditions Request\BC Request - Oct 11, 2023\Arcadia Stage 5 - FUS RFF Calcs_TR_Oct_2023.xlsx
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Step Parameter Value Note
A Type of Construction Wood Frame

Coefficient (C) 1.5
B Ground Floor Area 424 m2 8 units
C Height in storeys 3 storeys Basements are excluded.

Total Floor Area 1272 m2

D Fire Flow Formula F=220C√A
Fire Flow 11769 L/min
Rounded Fire Flow 12000 L/min Flow rounded to nearest 1000 L/min.

E Occupancy Class Limited Combustible Residential units have a limited combustible occupancy.

Occupancy Charge -15%
Occupancy Increase or 
Decrease

-1800

Fire Flow 10200 L/min No rounding applied.
F Sprinkler Protection None No sprinkler.

Sprinkler Credit 0%
Decrease for Sprinkler 0 L/min

G North Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 26.3 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 78.9 m-storeys
Separation Distance 31.44 m
North Side Exposure 
Charge

5%

East Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 15.3 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 46.0 m-storeys
Separation Distance 27.12 m

East Side Exposure Charge 8%

South Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 26.1 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 78.3 m-storeys
Separation Distance 30.61 m
South Side Exposure 
Charge

5%

West Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 17.1 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 51.3 m-storeys
Separation Distance 3.3 m
West Side Exposure 
Charge

18%

Total Exposure Charge 36% The total exposure charge is below the maximum value 
of 75%.

Increase for Exposures 3672 L/min
H Fire Flow 13872 L/min

Rounded Fire Flow 14000 L/min Flow rounded to nearest 1000 L/min.

City Cap Required Fire Flow
(RFF) 14000 L/min City Cap Does Not Apply

233 L/s

Fire Underwriters Survey (FUS) Fire Flow Calculations
In accordance with City of Ottawa Technical Bulletin ISTB-2018-02 dated March 21, 2018

FUS Fire Flow Calculations
ARCADIA STAGE 5 - Block 84 - Back-to-Back Townhouse

(JLR 26299-005)

V:\26000\26299-005 - Arcadia Stage 5\2-Design\1-Civil\Watermain\Boundary Conditions Request\BC Request - Oct 11, 2023\Arcadia Stage 5 - FUS RFF Calcs_TR_Oct_2023.xlsx



J.L. RICHARDS & ASSOCIATES LIMITED 2023-11-08

Step Parameter Value Note
A Type of Construction Wood Frame

Coefficient (C) 1.5

B Ground Floor Area 1139.01 m2
5 houses counted as 1. 28" single home area = 83.85 m2 
with 3 storeys. 30" single home area= 96.09 m2 with 2 
storeys

C Height in storeys 1 storeys Basements are excluded.
Total Floor Area 1139.01 m2

D Fire Flow Formula F=220C√A
Fire Flow 11137 L/min
Rounded Fire Flow 11000 L/min Flow rounded to nearest 1000 L/min.

E Occupancy Class Limited Combustible Residential units have a limited combustible occupancy.

Occupancy Charge -15%
Occupancy Increase or 
Decrease

-1650

Fire Flow 9350 L/min No rounding applied.
F Sprinkler Protection None No sprinkler.

Sprinkler Credit 0%
Decrease for Sprinkler 0 L/min

G North Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 29.0 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 87.1 m-storeys
Separation Distance 8.2 m
North Side Exposure 
Charge

19%

East Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 15.0 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 45.0 m-storeys
Separation Distance 20.07 m

East Side Exposure Charge 13%

South Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 50.0 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 150.0 m-storeys
Separation Distance 31.44 m
South Side Exposure 
Charge

5%

West Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 15.0 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 45.0 m-storeys
Separation Distance 34.71 m
West Side Exposure 
Charge

5%

Total Exposure Charge 42% The total exposure charge is below the maximum value 
of 75%.

Increase for Exposures 3927 L/min
H Fire Flow 13277 L/min

Rounded Fire Flow 13000 L/min Flow rounded to nearest 1000 L/min.

City Cap Required Fire Flow
(RFF)

13000 L/min City Cap Does Not Apply

217 L/s

Fire Underwriters Survey (FUS) Fire Flow Calculations
In accordance with City of Ottawa Technical Bulletin ISTB-2018-02 dated March 21, 2018

FUS Fire Flow Calculations
ARCADIA STAGE 5 - Singles 1-5 - Single Family Dwelling

(JLR 26299-005)

V:\26000\26299-005 - Arcadia Stage 5\2-Design\1-Civil\Watermain\Boundary Conditions Request\BC Request - Oct 11, 2023\Arcadia Stage 5 - FUS RFF Calcs_TR_Oct_2023.xlsx



J.L. RICHARDS & ASSOCIATES LIMITED 2023-11-08

Step Parameter Value Note
A Type of Construction Wood Frame

Coefficient (C) 1.5

B Ground Floor Area 887.46 m2
4 houses counted as 1. 28" single home area = 83.85 m2 
with 3 storeys. 30" single home area= 96.09 m2 with 2 
storeys

C Height in storeys 1 storeys Basements are excluded.
Total Floor Area 887.46 m2

D Fire Flow Formula F=220C√A
Fire Flow 9831 L/min
Rounded Fire Flow 10000 L/min Flow rounded to nearest 1000 L/min.

E Occupancy Class Limited Combustible Residential units have a limited combustible occupancy.

Occupancy Charge -15%
Occupancy Increase or 
Decrease

-1500

Fire Flow 8500 L/min No rounding applied.
F Sprinkler Protection None No sprinkler.

Sprinkler Credit 0%
Decrease for Sprinkler 0 L/min

G North Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 13.9 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 41.7 m-storeys
Separation Distance 7.95 m
North Side Exposure 
Charge

18%

East Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 15.0 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 45.0 m-storeys
Separation Distance 19.62 m

East Side Exposure Charge 13%

South Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 13.8 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 41.5 m-storeys
Separation Distance 34.8 m
South Side Exposure 
Charge

5%

West Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 15.0 m
Height of Exposed Wall: 2 storeys
Length-Height Factor 30.0 m-storeys
Separation Distance 20.07 m
West Side Exposure 
Charge

12%

Total Exposure Charge 48% The total exposure charge is below the maximum value 
of 75%.

Increase for Exposures 4080 L/min
H Fire Flow 12580 L/min

Rounded Fire Flow 13000 L/min Flow rounded to nearest 1000 L/min.

City Cap Required Fire Flow
(RFF)

13000 L/min City Cap Does Not Apply

217 L/s

Fire Underwriters Survey (FUS) Fire Flow Calculations
In accordance with City of Ottawa Technical Bulletin ISTB-2018-02 dated March 21, 2018

FUS Fire Flow Calculations
ARCADIA STAGE 5 - Singles 6-9 - Single Family Dwelling

(JLR 26299-005)

V:\26000\26299-005 - Arcadia Stage 5\2-Design\1-Civil\Watermain\Boundary Conditions Request\BC Request - Oct 11, 2023\Arcadia Stage 5 - FUS RFF Calcs_TR_Oct_2023.xlsx



J.L. RICHARDS & ASSOCIATES LIMITED 2023-11-08

Step Parameter Value Note
A Type of Construction Wood Frame

Coefficient (C) 1.5

B Ground Floor Area 1139.01 m2
5 houses counted as 1. 28" single home area = 83.85 m2 
with 3 storeys. 30" single home area= 96.09 m2 with 2 
storeys

C Height in storeys 1 storeys Basements are excluded.
Total Floor Area 1139.01 m2

D Fire Flow Formula F=220C√A
Fire Flow 11137 L/min
Rounded Fire Flow 11000 L/min Flow rounded to nearest 1000 L/min.

E Occupancy Class Limited Combustible Residential units have a limited combustible occupancy.

Occupancy Charge -15%
Occupancy Increase or 
Decrease

-1650

Fire Flow 9350 L/min No rounding applied.
F Sprinkler Protection None No sprinkler.

Sprinkler Credit 0%
Decrease for Sprinkler 0 L/min

G North Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 50.0 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 150.0 m-storeys
Separation Distance 31.44 m
North Side Exposure 
Charge

5%

East Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 9.9 m
Height of Exposed Wall: 2 storeys
Length-Height Factor 19.8 m-storeys
Separation Distance 22.97 m

East Side Exposure Charge 8%

South Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 28.8 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 86.5 m-storeys
Separation Distance 8.77 m
South Side Exposure 
Charge

19%

West Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 15.0 m
Height of Exposed Wall: 2 storeys
Length-Height Factor 30.0 m-storeys
Separation Distance 34.39 m
West Side Exposure 
Charge

5%

Total Exposure Charge 37% The total exposure charge is below the maximum value 
of 75%.

Increase for Exposures 3460 L/min
H Fire Flow 12810 L/min

Rounded Fire Flow 13000 L/min Flow rounded to nearest 1000 L/min.

City Cap Required Fire Flow
(RFF)

13000 L/min City Cap Does Not Apply

217 L/s

Fire Underwriters Survey (FUS) Fire Flow Calculations
In accordance with City of Ottawa Technical Bulletin ISTB-2018-02 dated March 21, 2018

FUS Fire Flow Calculations
ARCADIA STAGE 5 - Singles 58-62 - Single Family Dwelling

(JLR 26299-005)

V:\26000\26299-005 - Arcadia Stage 5\2-Design\1-Civil\Watermain\Boundary Conditions Request\BC Request - Oct 11, 2023\Arcadia Stage 5 - FUS RFF Calcs_TR_Oct_2023.xlsx



J.L. RICHARDS & ASSOCIATES LIMITED 2023-11-08

Step Parameter Value Note
A Type of Construction Wood Frame

Coefficient (C) 1.5
B Ground Floor Area 347.31 m2 6 units
C Height in storeys 3 storeys Basements are excluded.

Total Floor Area 1041.93 m2

D Fire Flow Formula F=220C√A
Fire Flow 10652 L/min
Rounded Fire Flow 11000 L/min Flow rounded to nearest 1000 L/min.

E Occupancy Class Limited Combustible Residential units have a limited combustible occupancy.

Occupancy Charge -15%
Occupancy Increase or 
Decrease

-1650

Fire Flow 9350 L/min No rounding applied.
F Sprinkler Protection None No sprinkler.

Sprinkler Credit 0%
Decrease for Sprinkler 0 L/min

G North Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 14.4 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 43.3 m-storeys
Separation Distance 28.58 m
North Side Exposure 
Charge

8%

East Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 13.8 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 41.4 m-storeys
Separation Distance 7.91 m

East Side Exposure Charge 18%

South Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 14.0 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 42.0 m-storeys
Separation Distance 3.21 m
South Side Exposure 
Charge

18%

West Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 0.0 m
Height of Exposed Wall: 0 storeys
Length-Height Factor 0.0 m-storeys
Separation Distance 50 m
West Side Exposure 
Charge

0%

Total Exposure Charge 44% The total exposure charge is below the maximum value 
of 75%.

Increase for Exposures 4114 L/min
H Fire Flow 13464 L/min

Rounded Fire Flow 13000 L/min Flow rounded to nearest 1000 L/min.

City Cap Required Fire Flow
(RFF) 13000 L/min City Cap Does Apply

217 L/s

Fire Underwriters Survey (FUS) Fire Flow Calculations
In accordance with City of Ottawa Technical Bulletin ISTB-2018-02 dated March 21, 2018

FUS Fire Flow Calculations
ARCADIA STAGE 5 - Block 79 - Row Townhouse

(JLR 26299-005)

V:\26000\26299-005 - Arcadia Stage 5\2-Design\1-Civil\Watermain\Boundary Conditions Request\BC Request - Oct 11, 2023\Arcadia Stage 5 - FUS RFF Calcs_TR_Oct_2023.xlsx



J.L. RICHARDS & ASSOCIATES LIMITED 2023-11-08

Step Parameter Value Note
A Type of Construction Wood Frame

Coefficient (C) 1.5
B Ground Floor Area 534 m2 6 units
C Height in storeys 3 storeys Basements are excluded.

Total Floor Area 1602 m2

D Fire Flow Formula F=220C√A
Fire Flow 13208 L/min
Rounded Fire Flow 13000 L/min Flow rounded to nearest 1000 L/min.

E Occupancy Class Limited Combustible Residential units have a limited combustible occupancy.

Occupancy Charge -15%
Occupancy Increase or 
Decrease

-1950

Fire Flow 11050 L/min No rounding applied.
F Sprinkler Protection None No sprinkler.

Sprinkler Credit 0%
Decrease for Sprinkler 0 L/min

G North Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 28.3 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 85.0 m-storeys
Separation Distance 30.06 m
North Side Exposure 
Charge

9%

East Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 17.3 m
Height of Exposed Wall: 3 storeys
Length-Height Factor 51.9 m-storeys
Separation Distance 9.31 m

East Side Exposure Charge 18%

South Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 0.0 m
Height of Exposed Wall: 0 storeys
Length-Height Factor 0.0 m-storeys
Separation Distance 50 m
South Side Exposure 
Charge

0%

West Side Exposure
Exposing Wall: Wood Frame
Exposed Wall: Wood Frame
Length of Exposed Wall: 0.0 m
Height of Exposed Wall: 0 storeys
Length-Height Factor 0.0 m-storeys
Separation Distance 50 m
West Side Exposure 
Charge

0%

Total Exposure Charge 27% The total exposure charge is below the maximum value 
of 75%.

Increase for Exposures 2984 L/min
H Fire Flow 14034 L/min

Rounded Fire Flow 14000 L/min Flow rounded to nearest 1000 L/min.

City Cap Required Fire Flow
(RFF) 14000 L/min City Cap Does Apply

233 L/s

Fire Underwriters Survey (FUS) Fire Flow Calculations
In accordance with City of Ottawa Technical Bulletin ISTB-2018-02 dated March 21, 2018

FUS Fire Flow Calculations
ARCADIA STAGE 5 - Block 86 - Row Townhouse

(JLR 26299-005)

V:\26000\26299-005 - Arcadia Stage 5\2-Design\1-Civil\Watermain\Boundary Conditions Request\BC Request - Oct 11, 2023\Arcadia Stage 5 - FUS RFF Calcs_TR_Oct_2023.xlsx



Boundary Conditions 
 8370 Campeau Drive 

 
Provided Information 

Scenario Demand 

L/min  L/s 

Average Daily Demand 125 2.08 
Maximum Daily Demand 313 5.21 
Peak Hour 688 11.46 
Fire Flow Demand #1 10,020 167 
Fire Flow Demand #2 15,000 250 
Fire Flow Demand #3 18,000 300 

 
Location 
 

 
 
Results 
 
Connection 1 – Winterset Road South 

Demand Scenario Head (m) Pressure1 (psi) 

Maximum HGL 161.3 91.9 

Peak Hour 156.3 84.8 

Max Day plus Fire Flow #1 153.3 80.5 

Max Day plus Fire Flow #2 149.3 74.9 

Max Day plus Fire Flow #3 146.4 70.8 

1 Ground Elevation = 96.6 m   

Connection 2 – Winterset Road North 

Demand Scenario Head (m) Pressure1 (psi) 

Maximum HGL 161.3 88.8 

Peak Hour 156.3 81.8 

Max Day plus Fire Flow #1 152.6 76.5 

Max Day plus Fire Flow #2 148.0 70.0 



Max Day plus Fire Flow #3 144.6 65.1 

1 Ground Elevation = 98.8 m   

 

Notes  

 
1. As per the Ontario Building Code in areas that may be occupied, the static pressure at any fixture 

shall not exceed 552 kPa (80 psi.) Pressure control measures to be considered are as follows, in 
order of preference: 

a. If possible, systems to be designed to residual pressures of 345 to 552 kPa (50 to 80 psi) 
in all occupied areas outside of the public right-of-way without special pressure control 
equipment. 

b. Pressure reducing valves to be installed immediately downstream of the isolation valve in 
the home/ building, located downstream of the meter so it is owner maintained. 

Disclaimer 
The boundary condition information is based on current operation of the city water distribution system. The 
computer model simulation is based on the best information available at the time. The operation of the 
water distribution system can change on a regular basis, resulting in a variation in boundary conditions. 
The physical properties of watermains deteriorate over time, as such must be assumed in the absence of 
actual field test data. The variation in physical watermain properties can therefore alter the results of the 
computer model simulation. Fire Flow analysis is a reflection of available flow in the watermain; there may 
be additional restrictions that occur between the watermain and the hydrant that the model cannot take into 
account.  
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Annie Williams

From: Armstrong, Justin <justin.armstrong@ottawa.ca>

Sent: November 2, 2023 1:03 PM

To: Tatyana Roumie

Cc: Kiara Gonzales; Connor Joy; Karla Ferrey; Mahad Musse; Annie Williams

Subject: RE: 26299-005 Arcadia Stage 5 - Boundary Condition Request

[CAUTION] This email originated from outside JLR. Do not click links or open attachments unless you 

recognize the sender and know the content is safe. Do not forward suspicious emails, if you are unsure, 
please send a separate message to Helpdesk. 

Hi Tatyana, 

  

I reached out to our Water Services Group to confirm, and it seems that there have been some discussions that resulted in 

the agreement internally that 300L/s would now be acceptable as the upper limit for RFF, with the caveat that the local 

system and hydrant network must be able to support the RFF as well. So, note the addi'onal challenge iden'fied for 

hydrant coverage requirements within 75m/150m of the 300L/s RFF as per City guidelines, while s'll respec'ng the City’s 

hydrant spacing requirements so as to not overburden the City with addi'onal hydrants from a maintenance perspec've. 

As well as local main sizing requirement of 200mm. 

  

So, it seems that for Arcadia Stage 5, as long as hydrant coverage allows, and the mains remain 200mm in diameter while 

maintaining adequate pressures, 300L/s would be acceptable. 

  

Thank you, 

Jus'n 

  

  

Justin Armstrong, P.Eng. 

Project Manager 

Planning, Real Estate and Economic Development Department – Direction générale de la planification, des biens 

immobiliers et du développement économique 

Development Review - West Branch 

City of Ottawa | Ville d'Ottawa 

110 Laurier Avenue West Ottawa, ON | 110, avenue. Laurier Ouest. Ottawa (Ontario) K1P 1J1 

613.580.2424 ext./poste 21746, justin.armstrong@ottawa.ca 

  

  

  

From: Tatyana Roumie <troumie@jlrichards.ca>  

Sent: October 31, 2023 2:30 PM 

To: Armstrong, Justin <justin.armstrong@ottawa.ca> 

Cc: Kiara Gonzales <Kiara.Gonzales@minto.com>; Connor Joy <cjoy@jlrichards.ca>; Karla Ferrey <kferrey@jlrichards.ca>; 

Mahad Musse <mmusse@jlrichards.ca>; Annie Williams <awilliams@jlrichards.ca> 

Subject: FW: 26299-005 Arcadia Stage 5 - Boundary Condition Request 

  

  
CAUTION: This email originated from an External Sender. Please do not click links or open a(achments unless you recognize the 

source. 
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Hello Justin, 
  
Thank you for sending the attached boundary conditions in support of Minto’s Arcadia Stage 5. 
  
We wanted to ask you about the available fire flow for this subdivision. When we were designing Arcadia Stage 6 (located 
near Stage 5 just south of Campeau), the City had informed us that our maximum available fire flow should be limited to 250 
L/s based on their master planning. As such, Minto proceeded with adding firewalls to certain townhouse blocks in order to 
limit the required fire flow to 250 L/s. For the current Arcadia Stage 5, the City has provided a boundary condition for 300 L/s 
of fire flow without any requirement to limit this value to 250 L/s. It is clear from the boundary conditions that both of these 
Stages have more than adequate water pressure from the nearby feedermain, and it appears from the attached boundary 
conditions that a fire flow of 300 L/s is available. 
  
Can the City comment on why we were limited in available fire flow for Arcadia Stage 6 but are not limited for Arcadia Stage 
5? 
  
Thank you, 
Tatyana 
  

 

 
Tatyana Roumie, EIT, M.Eng.  
Civil Engineering Intern  
 
J.L. Richards & Associates Limited 
1000-343 Preston Street, Ottawa, ON K1S 1N4 
Direct: 343-804-9370  

  

From: Armstrong, Justin <justin.armstrong@ottawa.ca>  

Sent: Friday, October 20, 2023 9:13 AM 

To: Tatyana Roumie <troumie@jlrichards.ca> 

Cc: Kiara Gonzales <Kiara.Gonzales@minto.com>; Connor Joy <cjoy@jlrichards.ca>; Karla Ferrey <kferrey@jlrichards.ca>; 

Mahad Musse <mmusse@jlrichards.ca> 

Subject: RE: 26299-005 Arcadia Stage 5 - Boundary Condition Request 

  

[CAUTION] This email originated from outside JLR. Do not click links or open attachments unless you 

recognize the sender and know the content is safe. Do not forward suspicious emails, if you are unsure, 
please send a separate message to Helpdesk. 

Hello Tatyana, 

  

See aMached for the requested boundary condi'ons. 

  

Thanks, 

Jus'n 

  

ATTENTION : Ce courriel provient d’un expéditeur externe. Ne cliquez sur aucun lien et n’ouvrez pas de pièce jointe, 

excepté si vous connaissez l’expéditeur. 
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From: Armstrong, Justin  

Sent: October 13, 2023 1:55 PM 

To: 'Tatyana Roumie' <troumie@jlrichards.ca> 

Cc: Kiara Gonzales <Kiara.Gonzales@minto.com>; Connor Joy <cjoy@jlrichards.ca>; Karla Ferrey <kferrey@jlrichards.ca>; 

Mahad Musse <mmusse@jlrichards.ca> 

Subject: RE: 26299-005 Arcadia Stage 5 - Boundary Condition Request 

  

Thanks Tatyana. 

  

I have forwarded the request to our boundary condi'ons group and will let you know once I have received the results. 

  

One thing I will note from the figure in the aMached is that there are loca'ons where the backs of some lots/blocks abut the 

sides of other lots/blocks. In these situa'ons where there is not 10-metres of separa'on between the back of the first 

dwelling to the side of the second dwelling, the first dwelling would not qualify for the FUS 10,000L/min cap, and all 

adjacent dwellings with less than 3.0m separa'on will need to be considered a singular fire area. To mi'gate the high 

demand for these loca'ons, the City’s posi'on is to request 3.0m fire-break easements to split up the con'nuous fire area. 

  

Thanks, and have a great weekend. 

  

Jus'n  

  

  

Justin Armstrong, P.Eng. 

Project Manager 

Planning, Real Estate and Economic Development Department – Direction générale de la planification, des biens 

immobiliers et du développement économique 

Development Review - West Branch 

City of Ottawa | Ville d'Ottawa 

110 Laurier Avenue West Ottawa, ON | 110, avenue. Laurier Ouest. Ottawa (Ontario) K1P 1J1 

613.580.2424 ext./poste 21746, justin.armstrong@ottawa.ca 

  

  

From: Tatyana Roumie <troumie@jlrichards.ca>  

Sent: October 12, 2023 8:26 AM 

To: Armstrong, Justin <justin.armstrong@ottawa.ca> 

Cc: Kiara Gonzales <Kiara.Gonzales@minto.com>; Connor Joy <cjoy@jlrichards.ca>; Karla Ferrey <kferrey@jlrichards.ca>; 

Mahad Musse <mmusse@jlrichards.ca> 

Subject: 26299-005 Arcadia Stage 5 - Boundary Condition Request 

  

Hello Justin,  
  
We have been retained by Minto Communities to proceed with a Functional Design Resubmission for the Arcadia Stage 5 
development.  

  

We are requesting water boundary conditions for Minto Communities’ proposed subdivision development at 8370 Campeau 
Drive (Arcadia Stage 5). The subject property consists of single homes, back-to-back townhouses, and row townhouses, for a 
total of 222 units.  
  

  

CAUTION: This email originated from an External Sender. Please do not click links or open a(achments unless you recognize the 

source. 

ATTENTION : Ce courriel provient d’un expéditeur externe. Ne cliquez sur aucun lien et n’ouvrez pas de pièce jointe, 

excepté si vous connaissez l’expéditeur. 
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Based on the 2020 FUS guidelines, the Ottawa Design Guidelines for Water Distribution, and the site plan, the estimated 
water demands and required fire flows (RFF) are as follows: 
  

• Average Day Demand = 2.08 L/s 

• Maximum Day Demand = 5.21 L/s 

• Peak Hour Demand = 11.46 L/s 

• FUS 1 RFF = 167 L/s 

• FUS 2 RFF = 250 L/s 

• FUS 3 RFF = 300 L/s 
  
It is requested that the water boundary conditions are provided on Winterset Road as shown in the attached BC 
Request. Note the site will have a 200 mm looped watermain supply. If the requested fire flow is not available on the 
existing watermain on Winterset Road, we ask that the maximum available fire flow be provided. 
  
We kindly ask that the City provide boundary conditions for the demand scenarios listed above, at your earliest convenience. 
   
Should you have any questions or require anything further, please do not hesitate to contact us. 
  
Thank you,  
Tatyana 
  

 

 

Tatyana Roumie, EIT, M.Eng.  
Civil Engineering Intern  
 
J.L. Richards & Associates Limited 
1000-343 Preston Street, Ottawa, ON K1S 1N4 
Direct: 343-804-9370  

  

'  

This e-mail originates from the City of Ottawa e-mail system. Any distribution, use or copying of this e-mail or the 

information it contains by other than the intended recipient(s) is unauthorized. Thank you. 

Le présent courriel a été expédié par le système de courriels de la Ville d'Ottawa. Toute distribution, utilisation ou 

reproduction du courriel ou des renseignements qui s'y trouvent par une personne autre que son destinataire prévu est 

interdite. Je vous remercie de votre collaboration. 

'  

'  

This e-mail originates from the City of Ottawa e-mail system. Any distribution, use or copying of this e-mail or the 

information it contains by other than the intended recipient(s) is unauthorized. Thank you. 

Le présent courriel a été expédié par le système de courriels de la Ville d'Ottawa. Toute distribution, utilisation ou 

reproduction du courriel ou des renseignements qui s'y trouvent par une personne autre que son destinataire prévu est 

interdite. Je vous remercie de votre collaboration. 

'  
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Elevation Model
Model Schematic
Arcadia Stage 5

Page 1 of 176 Watertown Road, Suite 2D  Thomaston, CT 
06787  USA  +1-203-755-1666

2023-11-08

WaterCAD
[10.04.00.108]

Bentley Systems, Inc.  Haestad Methods Solution  
CenterArcadia Stage 5 - Oct2023.wtg



Existing Condition
Peak Hour Demand

Arcadia Stage 5
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Junction Table
Existing Condition
Peak Hour Demand

Arcadia Stage 5

Pressure
(kPa)

Hydraulic Grade
(m)

Demand
(L/s)

Elevation
(m)

IDLabel

589156.280.8596.1544J-8
590156.280.6196.0546J-9
590156.280.6196.0542J-7
590156.281.4095.9555J-12
590156.290.8295.9540J-6
591156.300.9195.9536J-4
591156.280.6395.9057J-13
591156.280.6395.8559J-14
591156.280.6195.8550J-10
592156.291.1495.8538J-5
592156.290.6395.7566J-17
593156.280.6395.6553J-11
594156.280.6795.6061J-15
594156.280.5395.6069J-18
595156.280.8295.5063J-16
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WaterCAD
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Pipe Table
Existing Condition
Peak Hour Demand

Arcadia Stage 5

Velocity
(m/s)

Flow
(L/s)

Hydraulic 
Grade 
(Stop)
(m)

Hydraulic 
Grade (Start)

(m)

Hazen-Williams 
C

MaterialDiameter
(mm)

Length 
(Scaled)

(m)

Label

0.010.25156.28156.28110.0PVC20448P-14
0.01-0.42156.28156.28110.0PVC20413P-15
0.030.88156.28156.28110.0PVC20414P-13
0.020.64156.28156.28110.0PVC20414P-12
0.030.87156.28156.28110.0PVC20429P-16(2)
0.062.04156.28156.28110.0PVC20427P-11
0.04-1.24156.28156.28110.0PVC20423P-16(1)
0.051.64156.28156.28110.0PVC20422P-10
0.08-2.64156.28156.28110.0PVC20414P-19
0.020.66156.28156.28110.0PVC20422P-6
0.01-0.19156.28156.28110.0PVC20434P-7
0.041.27156.28156.29110.0PVC20430P-5
0.02-0.80156.28156.28110.0PVC20418P-8(1)
0.165.14156.29156.29110.0PVC20423P-4
0.09-3.05156.29156.28110.0PVC2045P-8(2)
0.11-3.67156.29156.28110.0PVC20421P-17
0.123.84156.29156.30110.0PVC20434P-3
0.13-4.30156.29156.29110.0PVC20423P-18
0.154.75156.30156.30110.0PVC20422P-2
0.21-6.74156.30156.29110.0PVC20424P-9

Page 1 of 176 Watertown Road, Suite 2D  Thomaston, CT 
06787  USA  +1-203-755-1666

2023-11-08

WaterCAD
[10.04.00.108]

Bentley Systems, Inc.  Haestad Methods Solution  
CenterArcadia Stage 5 - Oct2023.wtg



Maximum Day Fire Flow (RFF= 250 L/s)
Arcadia Stage 5
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Maximum Day Fire Flow (RFF= 250 L/s)
Arcadia Stage 5

Junction w/ 
Minimum 
Pressure 
(System)

Pressure 
(Calculated 
Residual)

(kPa)

Pressure 
(Calculated 

System Lower 
Limit)
(kPa)

Pressure 
(Residual 

Lower Limit)
(kPa)

Satisfies Fire 
Flow 

Constraints?

Flow (Total 
Available)

(L/s)

Fire Flow 
(Available)

(L/s)

Label

J-16391406140True250250J-15
J-15399404140True250250J-16
J-15401421140True250250J-14
J-7409429140True250250J-8
J-8416426140True250250J-7
J-13418428140True251250J-12
J-14418420140True250250J-13
J-8425436140True250250J-9
J-15428430140True250250J-18
J-12449446140True250250J-11
J-9453452140True250250J-10
J-8454453140True250250J-6
J-12457464140True250250J-17
J-8485504140True250250J-4
J-8487484140True251250J-5
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Existing Condition
Maximum HGL Analysis

Arcadia Stage 5
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Junction Table
Existing Condition

Maximum HGL Analysis
Arcadia Stage 5

Pressure
(kPa)

Hydraulic Grade
(m)

Demand
(L/s)

Elevation
(m)

IDLabel

638161.30096.1544J-8
639161.30096.0542J-7
639161.30096.0546J-9
640161.30095.9536J-4
640161.30095.9540J-6
640161.30095.9555J-12
640161.30095.9057J-13
641161.30095.8538J-5
641161.30095.8550J-10
641161.30095.8559J-14
642161.30095.7566J-17
643161.30095.6553J-11
643161.30095.6061J-15
643161.30095.6069J-18
644161.30095.5063J-16
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Pipe Table
Existing Condition

Maximum HGL Analysis
Arcadia Stage 5

Velocity
(m/s)

Flow
(L/s)

Hydraulic 
Grade 
(Stop)
(m)

Hydraulic 
Grade (Start)

(m)

Hazen-Williams 
C

MaterialDiameter
(mm)

Length 
(Scaled)

(m)

Label

0.000161.30161.30110.0PVC20422P-2
0.000161.30161.30110.0PVC20434P-3
0.000161.30161.30110.0PVC20423P-4
0.000161.30161.30110.0PVC20430P-5
0.000161.30161.30110.0PVC20422P-6
0.000161.30161.30110.0PVC20434P-7
0.000161.30161.30110.0PVC20424P-9
0.000161.30161.30110.0PVC20418P-8(1)
0.000161.30161.30110.0PVC2045P-8(2)
0.000161.30161.30110.0PVC20422P-10
0.000161.30161.30110.0PVC20427P-11
0.000161.30161.30110.0PVC20414P-12
0.000161.30161.30110.0PVC20414P-13
0.000161.30161.30110.0PVC20448P-14
0.000161.30161.30110.0PVC20413P-15
0.000161.30161.30110.0PVC20421P-17
0.000161.30161.30110.0PVC20423P-18
0.000161.30161.30110.0PVC20423P-16(1)
0.000161.30161.30110.0PVC20429P-16(2)
0.000161.30161.30110.0PVC20414P-19
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Servicing Brief 
Arcadia Stage 5 
 

 
 

Appendix D 
Wastewater Servicing 



MINTO COMMUNITIES INC.
ARCADIA STAGE 5

CONCEPTUAL SANITARY SEWER DESIGN SHEET
JLR NO. 26299-005

DESIGNED BY: TR
CHECKED BY: KF

Rev 1: December 2021
Rev 2: November  2023

Street Name

From To Singles Multiples Area
(ha) Pop. Cum.

Pop.

Cum.
Area
(ha)

Peaking
Factor

Residential
Flow
(L/s)

Area
(ha)

Cum.
Area
(ha)

Peaking
Factor

Inst.
Flow
(L/s)

Area
(ha)

Cum.
Area
(ha)

Area
(ha)

Cum.
Area
(ha)

Peak Extr.
Flow
L/s

Dia
Actual 

Diamete
r

Slope Q Full
(L/s) V Full Length Residual 

Capacity % Full TG From Obvert Invert Cover TG TO Drop Obvert Invert Cover

Winterset Road (Stage 3B) EX.18 EX16 7 0.31 19 630 9.89 3.34 6.81 2.45 0.31 12.34 4.07 10.88

STREET 3 24A 25 11 0.32 30 30 0.32 3.68 0.36 0.00 1.50 0.00 0.00 0.32 0.32 0.11 0.46 200 203.20 0.35% 20.24 0.64 76.30 19.78 2% 96.028 93.938 93.735 2.090 96.095 93.671 93.468 2.424
STREET 3 25 26 2 0.09 5 35 0.41 3.67 0.42 0.00 1.50 0.00 0.00 0.09 0.41 0.14 0.55 200 203.20 0.35% 20.24 0.64 8.40 19.69 3% 96.095 93.671 93.468 2.424 96.082 93.642 93.439 2.441
STREET 3 26 22 6 0.27 16 51 0.68 3.65 0.60 0.00 1.50 0.00 0.00 0.27 0.68 0.22 0.83 200 203.20 0.35% 20.24 0.64 38.75 19.42 4% 96.082 93.642 93.439 2.441 95.900 93.506 93.303 2.394

STREET 3 24A 24 9 0.25 24 24 0.25 3.70 0.29 0.00 1.50 0.00 0.00 0.25 0.25 0.08 0.37 200 203.20 0.35% 20.24 0.64 75.78 19.87 2% 96.028 93.896 93.692 2.133 95.547 93.630 93.427 1.917
STREET 3 24 23 0.02 0 24 0.27 3.70 0.29 0.00 1.50 0.00 0.00 0.02 0.27 0.09 0.38 200 203.20 0.35% 20.24 0.64 9.44 19.87 2% 95.547 93.630 93.427 1.917 95.504 93.597 93.394 1.906
STREET 3 23 21 0.29 0 24 0.56 3.70 0.29 0.00 1.50 0.00 0.00 0.29 0.56 0.18 0.47 200 203.20 0.35% 20.24 0.64 32.23 19.77 2% 95.504 93.597 93.394 1.906 95.449 93.485 93.281 1.965
STREET 3 21 20 0.02 0 24 0.58 3.70 0.29 0.00 1.50 0.00 0.00 0.02 0.58 0.19 0.48 200 203.20 0.35% 20.24 0.64 7.82 19.76 2% 95.449 93.485 93.281 1.965 95.427 93.457 93.254 1.970
STREET 3 20 20A 17 0.34 46 70 0.92 3.63 0.82 0.00 1.50 0.00 0.00 0.34 0.92 0.30 1.13 200 203.20 0.35% 20.24 0.64 75.19 19.12 6% 95.427 93.457 93.254 1.970 95.589 93.194 92.991 2.395

STREET 3 22 20A 20 0.37 54 54 0.37 3.65 0.64 0.00 1.50 0.00 0.00 0.37 0.37 0.12 0.76 200 203.20 0.35% 20.24 0.64 89.94 19.48 4% 95.900 93.509 93.306 2.391 95.589 93.194 92.991 2.395

STREET 5 20A 18A 0 124 1.29 3.57 1.44 0.00 1.50 0.00 0.00 0.00 1.29 0.43 1.86 200 203.20 0.35% 20.24 0.64 47.01 18.38 9% 95.589 93.194 92.991 2.395 95.945 93.030 92.826 2.915

STREET 3 22 19 6 0.21 16 67 0.89 3.63 0.79 0.00 1.50 0.00 0.00 0.21 0.89 0.29 1.08 200 203.20 0.35% 20.24 0.64 39.85 19.16 5% 95.900 93.506 93.303 2.394 96.184 93.367 93.163 2.817
STREET 3 19 18 3 0.14 8 75 1.03 3.62 0.88 0.00 1.50 0.00 0.00 0.14 1.03 0.34 1.22 200 203.20 0.35% 20.24 0.64 9.62 19.02 6% 96.184 93.367 93.163 2.817 96.148 93.333 93.130 2.815
STREET 3 18 18A 23 0.56 62 137 1.59 3.56 1.58 0.00 1.50 0.00 0.00 0.56 0.56 0.18 1.77 200 203.20 0.35% 20.24 0.64 86.70 18.48 9% 96.148 93.333 93.130 2.815 95.945 93.030 92.826 2.915

STREET 3 18A 17 12 0.31 32 293 3.19 3.47 3.29 0.00 1.50 0.00 0.00 0.31 2.16 0.71 4.00 200 203.20 0.35% 20.24 0.64 64.02 16.24 20% 95.945 93.030 92.826 2.915 95.703 92.805 92.602 2.897
STREET 3 17 16 4 0.15 11 304 3.34 3.46 3.41 0.00 1.50 0.00 0.00 0.15 2.31 0.76 4.17 200 203.20 0.35% 20.24 0.64 11.88 16.07 21% 95.703 92.805 92.602 2.897 95.696 92.764 92.561 2.932
STREET 3 16 5 11 0.33 30 334 3.67 3.45 3.73 0.00 1.50 0.00 0.00 0.33 2.64 0.87 4.60 200 203.20 0.35% 20.24 0.64 63.88 15.64 23% 95.696 92.764 92.561 2.932 95.850 92.540 92.337 3.310

STREET 1 11 10 2 0.18 7 7 0.18 3.74 0.08 0.00 1.50 0.00 0.00 0.18 0.18 0.06 0.14 200 203.20 0.35% 20.24 0.64 7.75 20.10 1% 96.041 93.492 93.288 2.549 96.120 93.465 93.261 2.656
STREET 1 10 9 17 0.94 58 65 1.12 3.63 0.77 0.00 1.50 0.00 0.00 0.94 1.12 0.37 1.13 200 203.20 0.35% 20.24 0.64 108.99 19.11 6% 96.120 93.465 93.261 2.656 96.011 93.083 92.880 2.928
STREET 1 9 8 1 0.17 3 68 1.29 3.63 0.80 0.00 1.50 0.00 0.00 0.17 1.29 0.43 1.23 200 203.20 0.35% 20.24 0.64 9.44 19.02 6% 96.011 93.083 92.880 2.928 95.993 93.050 92.847 2.943
STREET 1 8 7 7 0.36 24 92 1.65 3.60 1.07 0.00 1.50 0.00 0.00 0.36 1.65 0.54 1.62 200 203.20 0.35% 20.24 0.64 69.48 18.62 8% 95.993 93.050 92.847 2.943 95.949 92.807 92.604 3.143

STREET 1 11 12 5 0.26 17 17 0.26 3.71 0.20 0.00 1.50 0.00 0.00 0.26 0.26 0.09 0.29 200 203.20 0.35% 20.24 0.64 58.28 19.95 1% 96.041 93.379 93.176 2.662 95.946 93.175 92.972 2.771
STREET 1 12 13 1 0.11 3 20 0.37 3.70 0.24 0.00 1.50 0.00 0.00 0.11 0.37 0.12 0.36 200 203.20 0.35% 20.24 0.64 10.03 19.88 2% 95.946 93.175 92.972 2.771 96.011 93.140 92.937 2.872
STREET 1 13 7 12 0.69 41 61 1.06 3.64 0.72 0.00 1.50 0.00 0.00 0.69 1.06 0.35 1.07 200 203.20 0.35% 20.24 0.64 95.14 19.17 5% 96.011 93.140 92.937 2.872 95.949 92.807 92.604 3.143

STREET 1 7 6 4 0.21 14 167 2.92 3.54 1.92 0.00 1.50 0.00 0.00 0.21 2.92 0.96 2.88 200 203.20 0.35% 20.24 0.64 43.85 17.36 14% 95.949 92.807 92.604 3.143 95.600 92.653 92.450 2.947
STREET 1 6 5 3 0.17 10 177 3.09 3.53 2.03 0.00 1.50 0.00 0.00 0.17 3.09 1.02 3.05 200 203.20 0.35% 20.24 0.64 32.29 17.20 15% 95.600 92.653 92.450 2.947 95.850 92.540 92.337 3.310

STREET 1 14 15 6 0.24 20 20 0.24 3.70 0.24 0.00 1.50 0.00 0.00 0.24 0.24 0.08 0.32 200 203.20 0.35% 20.24 0.64 30.73 19.92 2% 95.426 92.765 92.562 2.660 95.611 92.658 92.455 2.953
STREET 1 15 5 4 0.18 14 34 0.42 3.68 0.41 0.00 1.50 0.00 0.00 0.18 0.42 0.14 0.54 200 203.20 0.35% 20.24 0.64 33.58 19.70 3% 95.611 92.658 92.455 2.953 95.850 92.540 92.337 3.310

STREET 2 5 4 0.04 0 545 7.22 3.36 5.94 0.00 1.50 0.00 0.00 0.04 6.19 2.04 7.98 200 203.20 0.35% 20.24 0.64 23.60 12.26 39% 95.850 92.540 92.337 3.310 95.730 92.458 92.255 3.273
STREET 2 4 3 18 0.51 49 594 7.73 3.35 6.44 0.00 1.50 0.00 0.00 0.51 6.70 2.21 8.66 200 203.20 0.35% 20.24 0.64 88.85 11.59 43% 95.730 92.458 92.255 3.273 95.836 92.147 91.944 3.689
STREET 2 3 2 0.02 0 594 7.75 3.35 6.44 0.00 1.50 0.00 0.00 0.02 6.72 2.22 8.66 200 203.20 0.35% 20.24 0.64 8.72 11.58 43% 95.836 92.147 91.944 3.689 95.882 92.116 91.913 3.766
STREET 2 2 1 7 0.29 19 613 8.04 3.34 6.64 0.00 1.50 0.00 0.00 0.29 7.01 2.31 8.95 200 203.20 0.35% 20.24 0.64 54.86 11.29 44% 95.882 92.116 91.913 3.766 95.696 91.924 91.721 3.772
STREET 2 1 EX16 0 613 8.04 3.34 6.64 0.00 1.50 0.00 0.00 0.00 7.01 2.31 8.95 200 203.20 0.35% 20.24 0.64 16.97 11.29 44% 95.696 91.924 91.721 3.772 95.858 0.600 91.865 91.662 3.993

Winterset Road EX16 EX14 19 0.71 51 1294 18.64 3.18 13.34 2.45 0.71 20.06 6.62 19.96 300 304.80 0.26% 51.48 0.73 119.04 31.53 39% 95.890 91.265 90.960 4.625 95.440 90.955 90.650 4.638
Winterset Road EX14 EX13 14 0.43 38 1332 19.07 3.17 13.70 2.45 0.43 20.49 6.76 20.46 300 304.80 0.20% 45.28 0.64 50.64 24.82 45% 95.440 90.945 90.640 4.495 95.320 90.843 90.538 4.630
Winterset Road EX13 EX2 4 0.18 11 1343 19.25 3.17 13.80 2.45 0.18 20.67 6.82 20.62 300 304.80 0.32% 57.46 0.81 43.46 36.84 36% 95.320 90.843 90.538 4.477 94.860 90.702 90.397 4.311

Speedvale EX30A EX2 0.20 0 0 0.20 3.80 0.00 0.20 0.20 0.40 0.40 0.13 0.13 200 203.20 0.32% 19.26 0.61 44.81 11.14 42% 95.700 91.925 91.722 3.775 94.860 1.083 91.783 91.580 3.178

Winterset Road EX2 EX2A 0.18 0 1343 19.63 3.17 13.80 0.18 2.83 0.36 21.43 7.07 20.87 300 304.80 0.60% 77.88 1.10 42.12 46.62 40% 94.860 90.702 90.397 4.158 94.860 90.298 90.146 4.562
25.92 1892 2.87 28.79

Design Parameters
Single Family Population 3.4 Cap/Unit
Semi-Detached/Townhouse Population 2.7 Cap/Unit
Residential Flows 280 L/Cap/Day
Infiltration Flows 0.33 L/s/ha
Manning Coefficient 0.013

Legend
Existing/Proposed Infrastructure

89.232 Existing (As-Built Information)

Upstream Geometry Downstream GeometryPipe DataMaintenace Hole No. Peak
Design
Flow
L/s

Commercial/Institutional Park/RoadsResidential Infiltration
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ARCADIA STAGES 3 & 4 

CITY OF OTTAWA

MINTO COMMUNITIES INC. 

Single Family 3.4 pers/unit q = 280 L/cap/day JLR NO. 26299-03
Semi-Detached/Townhouse (row) 2.7 pers/unit I = 0.330 L/s/ha

*Future Stage 5 Unit Density 44.0 units/ha Inst. = 28000 L/ha/day

Manning's Coeff. N = 0.013

Denotes Existing Sanitary Sewers from Arcadia Stage 2 Development as per JLR's design sheet dated July 2015

Sanitary Drainage Areas/population for future Arcadia Stages 4 and 5

Sanitary Drainage Areas/population for Arcadia Stage 3

CUMULATIVE PEAKING POPUL. CUMM. PEAKING INST. CUMM. CUMM. PEAK EXTR.

STREET AREA POPUL.  POPUL. AREA FACTOR FLOW AREA AREA FACTOR FLOW AREA AREA AREA AREA FLOW

FROM TO SING. MULT. ha peop. peop. ha l/s ha ha l/s ha ha ha ha l/s

Eramosa Crescent (Stage 3B) 90 91 14.0 0.65 48 48 0.65 3.65 0.57 0.0 1.5 0.0 0.00 0.65 0.65 0.21 0.78

Eramosa Crescent (Stage 3B) 91 92 2.0 0.18 7 55 0.83 3.64 0.65 0.0 1.5 0.0 0.00 0.18 0.83 0.27 0.92

Eramosa Crescent (Stage 3B) 92 93 4.0 0.28 14 69 1.11 3.63 0.81 0.0 1.5 0.0 0.00 0.28 1.11 0.37 1.18

Eramosa Crescent (Stage 3B) 93 94 2.0 0.17 7 76 1.28 3.62 0.89 0.0 1.5 0.0 0.00 0.17 1.28 0.42 1.31

Eramosa Crescent (Stage 3B) 94 81 14.0 0.65 48 124 1.93 3.57 1.44 0.0 1.5 0.0 0.00 0.65 1.93 0.64 2.07

Paine Avenue (Stage 3B) EX.9 81 6.0 0.28 20 20 0.28 3.70 0.24 0.0 1.5 0.0 0.00 0.28 0.28 0.09 0.33

Paine Avenue (Stage 3B) 81 80 12.0 0.52 41 185 2.73 3.53 2.12 0.0 1.5 0.0 0.00 0.52 2.73 0.90 3.02

Coco (Stage 3B) 27 E 23 5.0 0.30 17 17 0.30 3.71 0.20 0.0 1.5 0.0 0.00 0.30 0.30 0.10 0.30

Winterset Road (Stage 3B) 24 23 2.0 0.15 7 7 0.15 3.74 0.08 0.0 1.5 0.0 0.00 0.15 0.15 0.05 0.13

Winterset Road (Stage 3B) 23 22 17.0 0.83 58 82 1.28 3.61 0.96 0.0 1.5 0.0 0.00 0.83 1.28 0.42 1.38

Coco (Stage 3B) 27 28 2.0 0.18 7 7 0.18 3.74 0.08 0.0 1.5 0.0 0.00 0.18 0.18 0.06 0.14

Coco (Stage 3B) 28 80 15.0 0.69 51 58 0.87 3.64 0.68 0.0 1.5 0.0 0.00 0.69 0.87 0.29 0.97

Paine Avenue (Stage 3B) 80 22 5.0 0.33 17 260 3.93 3.48 2.94 0.0 1.5 0.0 0.00 0.33 3.93 1.30 4.23

Winterset Road (Stage 3B) 22 22B 1.0 0.16 3 345 5.37 3.44 3.85 0.0 1.5 0.0 0.00 0.16 5.37 1.77 5.62

Winterset Road (Stage 3B) 22B 21 5.0 0.32 17 362 5.69 3.43 4.03 0.0 1.5 0.0 0.00 0.32 5.69 1.88 5.91

Parabolica 72 71 2.0 0.17 7 7 0.17 3.74 0.08 0.0 1.5 0.0 0.00 0.17 0.17 0.06 0.14

Parabolica 71 21 14.0 0.67 48 55 0.84 3.64 0.65 0.0 1.5 0.0 0.00 0.67 0.84 0.28 0.93

Riverchase Drive (Stage 4) 21 20 11 0.56 37 454 7.09 3.40 5.00 0.0 1.5 0.0 0.00 0.56 7.09 2.34 7.34

Parabolica 73 S 61 5 0.30 17 17 0.30 3.71 0.20 0.0 1.5 0.0 0.00 0.30 0.30 0.10 0.30

Parabolica 72 S 73 7 0.33 24 24 0.33 3.70 0.29 0.0 1.5 0.0 0.00 0.33 0.33 0.11 0.40

Basalt 73 20 6 9 0.60 45 69 0.93 3.63 0.81 0.0 1.5 0.0 0.00 0.60 0.93 0.31 1.12

Winterset Road (Stage 4) 20 19 4 0.17 11 534 8.19 3.37 5.83 0.0 1.5 0.0 0.00 0.17 8.19 2.70 8.53

Winterset Road (Stage 4) 19 18 3 0.15 8 542 8.34 3.36 5.91 0.0 1.5 0.0 0.00 0.15 8.34 2.75 8.66

Calvington Avenue (Stage 3B) 62 61 6 0.31 20 20 0.31 3.70 0.24 0.0 1.5 0.0 0.00 0.31 0.31 0.10 0.34

Calvington Avenue (Stage 3B) 61 60 5 7 0.44 36 73 1.05 3.62 0.86 0.0 1.5 0.0 0.00 0.44 1.05 0.35 1.20

Calvington Avenue (Stage 3B) 60 18 2 2 0.22 12 85 1.27 3.61 0.99 0.0 1.5 0.0 0.00 0.22 1.27 0.42 1.41

Park (Stage 3B) Stub 18 0 0 0.00 0.0 1.5 0.0 2.46 2.46 2.46 2.46 0.81 0.81

Winterset Road (Stage 3B) 18 16 5 0.30 17 644 9.91 3.33 6.95 0.0 1.5 0.0 2.46 0.30 12.37 4.08 11.04

Stage 5* Stub 16 180 4.10 486 486 4.10 3.38 5.33 0.0 1.5 0.0 0.00 4.10 4.10 1.35 6.68

RESIDENTIAL COMMERCIAL PARK/ROAD INFILTRATION
PEAK DESIGN 

FLOW

L/s

M.H. #
NUMBER OF 

UNITS
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Single Family 3.4 pers/unit

Semi-Detached/Townhouse (row) 2.7 pers/unit

*Future Stage 5 Unit Density 44.0 units/ha

Manning's Coeff. N = 0.013

STREET

FROM TO

Eramosa Crescent (Stage 3B) 90 91

Eramosa Crescent (Stage 3B) 91 92

Eramosa Crescent (Stage 3B) 92 93

Eramosa Crescent (Stage 3B) 93 94

Eramosa Crescent (Stage 3B) 94 81

Paine Avenue (Stage 3B) EX.9 81

Paine Avenue (Stage 3B) 81 80

Coco (Stage 3B) 27 E 23

Winterset Road (Stage 3B) 24 23

Winterset Road (Stage 3B) 23 22

Coco (Stage 3B) 27 28

Coco (Stage 3B) 28 80

Paine Avenue (Stage 3B) 80 22

Winterset Road (Stage 3B) 22 22B

Winterset Road (Stage 3B) 22B 21

Parabolica 72 71

Parabolica 71 21

Riverchase Drive (Stage 4) 21 20

Parabolica 73 S 61

Parabolica 72 S 73

Basalt 73 20

Winterset Road (Stage 4) 20 19

Winterset Road (Stage 4) 19 18

Calvington Avenue (Stage 3B) 62 61

Calvington Avenue (Stage 3B) 61 60

Calvington Avenue (Stage 3B) 60 18

Park (Stage 3B) Stub 18

Winterset Road (Stage 3B) 18 16

Stage 5* Stub 16

M.H. #

SANITARY  SEWER  DESIGN  SHEET 

ARCADIA STAGES 3 & 4 

CITY OF OTTAWA Designed by:  NG

MINTO COMMUNITIES INC. Checked by: TC

JLR NO. 26299-03

Date : April  2019

Denotes Existing Sanitary Sewers from Arcadia Stage 2 Development as per JLR's design sheet dated July 2015

Sanitary Drainage Areas/population for future Arcadia Stages 4 and 5

Sanitary Drainage Areas/population for Arcadia Stage 3

Actual SEWER DATA RESIDUAL

DIA. DIA. SLOPE CAPAC. VEL. LENGTH CAP. Center Obvert Obvert Invert Cover Center Obvert Obvert Invert Cover Angle Depth Area Flow Flow (L/s) Velocity Q/Qmax

mm mm % l/s m/s m l/s Line Drop Line Drop (m) (m
2
) (L/s)

203 200 0.35 20.2 0.62 79.430 19.46 96.710 94.573 94.370 2.137 96.780 94.295 94.092 2.485 86.9263 0.027 0.003 0.152 0.001 0.783 0.3 0.302

203 200 0.35 20.2 0.62 7.951 19.32 96.780 94.295 94.092 2.485 96.750 94.268 94.064 2.482 90.6673 0.030 0.003 0.158 0.001 0.924 0.3 0.317

203 200 0.35 20.2 0.62 61.890 19.07 96.750 94.268 94.064 2.482 96.550 94.051 93.848 2.499 96.5054 0.033 0.003 0.168 0.001 1.178 0.3 0.341
203 200 0.35 20.2 0.62 10.750 18.93 96.550 94.051 93.848 2.499 96.550 94.013 93.810 2.537 99.2827 0.035 0.004 0.173 0.001 1.313 0.4 0.352
203 200 0.35 20.2 0.62 116.510 18.17 96.550 94.013 93.810 2.537 96.060 93.606 93.402 2.454 112.088 0.044 0.005 0.196 0.002 2.073 0.4 0.403

203 200 0.77 30.0 0.92 48.060 29.64 96.060 93.974 93.771 2.086 96.627 93.606 93.402 3.021 63.8425 0.015 0.001 0.111 0.000 0.333 0.3 0.307

203 200 0.35 20.2 0.62 72.060 17.23 96.060 93.606 93.402 2.454 95.850 93.353 93.150 2.497 124.328 0.053 0.007 0.217 0.003 3.016 0.4 0.449

203 200 0.65 27.6 0.85 70.240 27.28 96.000 93.938 93.734 2.062 95.550 93.481 93.278 2.069 63.7538 0.015 0.001 0.111 0.000 0.304 0.3 0.282

254 250 0.25 31.0 0.61 23.320 30.88 95.340 93.539 93.285 1.801 95.550 93.481 93.227 2.069 50.9399 0.012 0.001 0.111 0.000 0.134 0.2 0.153

254 250 0.25 31.0 0.61 116.700 29.64 95.550 93.481 93.227 2.069 95.250 0.102 93.189 92.935 2.061 90.1089 0.037 0.004 0.197 0.001 1.382 0.3 0.309

203 200 0.65 27.6 0.85 7.560 27.44 95.960 93.894 93.691 2.066 95.980 0.030 93.845 93.642 2.135 53.2136 0.011 0.001 0.093 0.000 0.144 0.2 0.224

203 200 0.35 20.2 0.62 114.710 19.27 95.980 93.815 93.612 2.165 95.850 0.060 93.413 93.210 2.437 91.8319 0.030 0.003 0.160 0.001 0.971 0.3 0.322

203 200 0.35 20.2 0.62 76.040 16.01 95.850 93.353 93.150 2.497 95.250 93.087 92.884 2.163 137.121 0.063 0.009 0.239 0.004 4.232 0.5 0.494

254 250 0.35 36.7 0.72 5.420 31.08 95.300 93.087 92.833 2.213 95.480 0.870 93.068 92.814 2.412 125.29 0.068 0.011 0.273 0.006 5.620 0.5 0.525

254 250 0.35 36.7 0.72 70.600 30.80 95.250 92.198 91.944 3.052 95.350 91.951 91.697 3.399 127.072 0.069 0.011 0.277 0.006 5.906 0.5 0.532

203 200 0.65 27.6 0.85 11.700 27.45 95.470 92.579 92.376 2.891 95.480 0.030 92.503 92.300 2.977 52.9392 0.010 0.001 0.092 0.000 0.140 0.2 0.223

203 200 0.35 20.2 0.62 110.810 19.32 95.480 92.473 92.270 3.007 95.350 0.134 92.085 91.882 3.265 90.7404 0.030 0.003 0.158 0.001 0.927 0.3 0.318

254 250 0.35 36.7 0.72 77.580 29.37 95.350 91.951 91.697 3.399 95.450 91.680 91.426 3.770 135.315 0.077 0.013 0.295 0.007 7.337 0.6 0.566

203 200 1.00 34.2 1.06 74.370 33.91 96.200 92.738 92.535 3.462 96.800 91.994 91.791 4.806 60.4855 0.014 0.001 0.106 0.000 0.304 0.3 0.327

203 200 0.65 27.6 0.85 68.200 27.19 95.500 92.582 92.379 2.918 96.200 92.138 91.935 4.062 67.9896 0.017 0.001 0.119 0.000 0.396 0.3 0.306

203 200 0.35 20.2 0.62 116.810 19.12 96.200 92.138 91.935 4.062 95.450 0.050 91.730 91.526 3.720 95.2179 0.033 0.003 0.166 0.001 1.118 0.3 0.336

254 250 0.35 36.7 0.72 42.140 28.17 95.450 91.680 91.426 3.770 95.370 91.532 91.278 3.838 141.532 0.084 0.014 0.309 0.009 8.528 0.6 0.591
254 250 0.35 36.7 0.72 32.390 28.04 95.370 91.532 91.278 3.838 95.550 91.419 91.165 4.131 142.197 0.085 0.015 0.310 0.009 8.661 0.6 0.593

91.403

203 200 0.65 27.6 0.85 58.210 27.24 96.750 92.372 92.169 4.378 96.800 91.994 91.791 4.806 65.6322 0.016 0.001 0.115 0.000 0.343 0.3 0.292

203 200 0.35 20.2 0.62 61.700 19.04 96.800 91.994 91.791 4.806 95.680 91.778 91.575 3.902 97.0541 0.034 0.004 0.169 0.001 1.204 0.3 0.343
203 200 0.35 20.2 0.62 64.400 18.83 95.680 91.778 91.575 3.902 95.550 0.134 91.553 91.350 3.997 101.213 0.037 0.004 0.177 0.001 1.414 0.4 0.360

203 200 0.65 27.6 0.85 15.340 26.77 94.018 91.518 91.315 2.500 95.550 91.419 91.216 4.131 81.1472 0.024 0.002 0.142 0.001 0.812 0.4 0.379

305 300 0.25 50.4 0.69 62.820 39.41 95.550 91.419 91.114 4.131 95.690 91.262 90.957 4.428 138.987 0.097 0.020 0.364 0.011 11.035 0.6 0.554

203 200 0.35 20.2 0.62 15.350 13.56 94.288 91.788 91.585 2.500 95.690 0.473 91.735 91.532 3.955 158.051 0.081 0.012 0.276 0.007 6.683 0.6 0.561

SELF-CLEANSING VELOCITIES

Wetted 

Perimeter

UPSTREAM DOWNSTREAM
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ARCADIA STAGES 3 & 4 

CITY OF OTTAWA

MINTO COMMUNITIES INC. 

Single Family 3.4 pers/unit q = 280 L/cap/day JLR NO. 26299-03
Semi-Detached/Townhouse (row) 2.7 pers/unit I = 0.330 L/s/ha

*Future Stage 5 Unit Density 44.0 units/ha Inst. = 28000 L/ha/day

Manning's Coeff. N = 0.013

Denotes Existing Sanitary Sewers from Arcadia Stage 2 Development as per JLR's design sheet dated July 2015

Sanitary Drainage Areas/population for future Arcadia Stages 4 and 5

Sanitary Drainage Areas/population for Arcadia Stage 3

CUMULATIVE PEAKING POPUL. CUMM. PEAKING INST. CUMM. CUMM. PEAK EXTR.

STREET AREA POPUL.  POPUL. AREA FACTOR FLOW AREA AREA FACTOR FLOW AREA AREA AREA AREA FLOW

FROM TO SING. MULT. ha peop. peop. ha l/s ha ha l/s ha ha ha ha l/s

RESIDENTIAL COMMERCIAL PARK/ROAD INFILTRATION
PEAK DESIGN 

FLOW

L/s

M.H. #
NUMBER OF 

UNITS

Winterset Road 16 14 14 0.60 38 1168 14.61 3.20 12.13 0.0 1.5 0.0 2.46 0.60 17.07 5.63 17.76

Winterset Road 14 13 8 0.29 22 1189 14.90 3.20 12.33 0.0 1.5 0.0 2.46 0.29 17.36 5.73 18.06

Winterset Road 13 2 4 0.18 11 1200 15.08 3.20 12.44 0.0 1.5 0.0 2.46 0.18 17.54 5.79 18.23

Natare 45 E 46 17 0.48 46 46 0.48 3.66 0.54 0.0 1.5 0.0 0.00 0.48 0.48 0.16 0.70

Natare 47 46 3 0.13 8 8 0.13 3.74 0.10 0.0 1.5 0.0 0.00 0.13 0.13 0.04 0.14

Speedvale 46 39 0 54 0.61 3.65 0.64 0.0 1.5 0.0 0.03 0.03 0.03 0.64 0.21 0.85

Speedvale 39 38 16 0.48 43 97 1.09 3.60 1.13 0.0 1.5 0.0 0.03 0.48 1.12 0.37 1.50

Speedvale 38 37 12 0.31 32 130 1.40 3.57 1.50 0.0 1.5 0.0 0.03 0.31 1.43 0.47 1.97

Speedvale 37 36 9 0.24 24 154 1.64 3.55 1.77 0.0 1.5 0.0 0.03 0.24 1.67 0.55 2.32

Speedvale 36 30 7 0.24 19 173 1.88 3.54 1.98 0.0 1.5 0.0 0.03 0.24 1.91 0.63 2.61

Natare 45 44 4 0.19 11 11 0.19 3.73 0.13 0.0 1.5 0.0 0.00 0.19 0.19 0.06 0.19

Natare 44 43 6 0.18 16 27 0.37 3.69 0.32 0.0 1.5 0.0 0.00 0.18 0.37 0.12 0.44

Natare 43 42 10 0.31 27 54 0.68 3.65 0.64 0.0 1.5 0.0 0.00 0.31 0.68 0.22 0.86

Sweet Pea 54 53 17 0.80 58 58 0.80 3.64 0.68 0.0 1.5 0.0 0.00 0.80 0.80 0.26 0.95

Sweet Pea 53 52 2 0.15 7 65 0.95 3.63 0.77 0.0 1.5 0.0 0.00 0.15 0.95 0.31 1.08

Sweet Pea 52 51 10 0.44 34 99 1.39 3.60 1.15 0.0 1.5 0.0 0.00 0.44 1.39 0.46 1.61

Sweet Pea 51 50 1 0.10 3 102 1.49 3.59 1.19 0.0 1.5 0.0 0.00 0.10 1.49 0.49 1.68

Sweet Pea 50 42 0.01 0 102 1.50 3.59 1.19 0.0 1.5 0.0 0.01 0.01 0.02 1.51 0.50 1.69

Natare 42 40 16 0.48 43 199 2.66 3.52 2.27 0.0 1.5 0.0 0.01 0.48 2.67 0.88 3.15

Natare 40 31 5 0.18 14 213 2.84 3.51 2.42 0.0 1.5 0.0 0.01 0.18 2.85 0.94 3.36

Speedvale 34 33 6 0.27 16 16 0.27 3.71 0.19 0.0 1.5 0.0 0.00 0.27 0.27 0.09 0.28

Speedvale 33 32 29 0.68 78 95 0.95 3.60 1.10 0.0 1.5 0.0 0.00 0.68 0.95 0.31 1.42

Speedvale 32 31 12 0.30 32 127 1.25 3.57 1.47 0.0 1.5 0.0 0.00 0.30 1.25 0.41 1.88

Speedvale 31 30 14 0.32 38 377 4.41 3.43 4.19 0.0 1.5 0.0 0.01 0.32 4.42 1.46 5.65

30 30A 0 550 6.29 3.36 5.99 0.0 1.5 0.0 0.04 6.33 2.09 8.08

Speedvale 30A 2 0.20 0 550 6.49 3.36 5.99 0.0 1.5 0.0 0.20 0.24 0.40 6.73 2.22 8.22

Stage 5* Stub 2 180 4.10 486 486 4.10 3.38 5.33 0.0 1.5 0.0 0.00 4.10 4.10 1.35 6.68

Winterset Road 2 2A 0.18 0 2236 25.85 3.04 22.02 0.0 1.5 0.0 0.18 2.88 0.36 28.73 9.48 31.50

Winterset Road 2A ex. 307A 0 2236 25.85 3.04 22.02 0.0 1.5 0.0 2.88 0.00 28.73 9.48 31.50

Campeau Drive ex.306A ex. 307A 23.00 1700 1700 23.00 3.11 17.14 95.58 95.6 1.5 46.5 5.10 5.10 123.68 123.68 40.81 104.42

Donum Lane South Stub 1A 0 0.00 24.28 24.3 1.5 11.8 0.37 0.37 24.65 24.65 8.13 19.94

Donum Lane 1A ex. 307A 0 0.00 24.3 1.5 11.8 0.37 0.37 0.37 25.02 8.26 20.06

Campeau Drive ex. 307A ex. 308A 3936 48.85 2.87 36.63 119.9 1.5 58.3 8.35 0.00 177.43 58.55 153.45

V:\16761.LD\DESIGN\Final Stm San Design Sheets\26299-03 Sanitary Design Sheet - NG.xlsm
Page 3 of 4

Sheet Name: SANITARY - Stage 3 & 4



Printed: 2019-05-01 at 12:16 PM

Single Family 3.4 pers/unit

Semi-Detached/Townhouse (row) 2.7 pers/unit

*Future Stage 5 Unit Density 44.0 units/ha

Manning's Coeff. N = 0.013

STREET

FROM TO

M.H. #

Winterset Road 16 14

Winterset Road 14 13

Winterset Road 13 2

Natare 45 E 46

Natare 47 46

Speedvale 46 39

Speedvale 39 38

Speedvale 38 37

Speedvale 37 36

Speedvale 36 30

Natare 45 44

Natare 44 43

Natare 43 42

Sweet Pea 54 53

Sweet Pea 53 52

Sweet Pea 52 51

Sweet Pea 51 50

Sweet Pea 50 42

Natare 42 40

Natare 40 31

Speedvale 34 33

Speedvale 33 32

Speedvale 32 31

Speedvale 31 30

30 30A

Speedvale 30A 2

Stage 5* Stub 2

Winterset Road 2 2A

Winterset Road 2A ex. 307A

Campeau Drive ex.306A ex. 307A

Donum Lane South Stub 1A

Donum Lane 1A ex. 307A

Campeau Drive ex. 307A ex. 308A

SANITARY  SEWER  DESIGN  SHEET 

ARCADIA STAGES 3 & 4 

CITY OF OTTAWA Designed by:  NG

MINTO COMMUNITIES INC. Checked by: TC

JLR NO. 26299-03

Date : April  2019

Denotes Existing Sanitary Sewers from Arcadia Stage 2 Development as per JLR's design sheet dated July 2015

Sanitary Drainage Areas/population for future Arcadia Stages 4 and 5

Sanitary Drainage Areas/population for Arcadia Stage 3

Actual SEWER DATA RESIDUAL

DIA. DIA. SLOPE CAPAC. VEL. LENGTH CAP. Center Obvert Obvert Invert Cover Center Obvert Obvert Invert Cover Angle Depth Area Flow Flow (L/s) Velocity Q/Qmax

mm mm % l/s m/s m l/s Line Drop Line Drop (m) (m
2
) (L/s)

SELF-CLEANSING VELOCITIES

Wetted 

Perimeter

UPSTREAM DOWNSTREAM

305 300 0.25 50.4 0.69 119.600 32.68 95.690 91.262 90.957 4.428 95.440 90.963 90.658 4.477 161.429 0.126 0.028 0.423 0.018 17.752 0.6 0.631
305 300 0.25 50.4 0.69 50.600 32.38 95.440 90.963 90.658 4.477 95.320 90.836 90.531 4.484 162.348 0.127 0.028 0.425 0.018 18.056 0.6 0.634
305 300 0.25 50.2 0.69 43.200 32.01 95.320 90.836 90.531 4.484 94.860 90.729 90.424 4.131 162.839 0.128 0.029 0.426 0.018 18.146 0.6 0.633

203 200 0.96 33.6 1.03 60.200 32.86 96.430 93.626 93.423 2.804 96.100 0.237 93.047 92.843 3.053 75.2809 0.021 0.002 0.131 0.001 0.730 0.4 0.421

203 200 0.65 27.5 0.85 18.900 27.34 95.790 93.009 92.805 2.781 96.100 0.077 92.887 92.683 3.213 53.0113 0.011 0.001 0.093 0.000 0.141 0.2 0.222

203 200 0.35 20.2 0.62 9.800 19.34 96.100 92.810 92.606 3.290 95.940 0.030 92.776 92.572 3.164 88.7314 0.029 0.003 0.155 0.001 0.847 0.3 0.308
203 200 0.35 20.2 0.62 74.800 18.71 95.940 92.746 92.542 3.194 95.600 92.484 92.281 3.116 102.859 0.038 0.004 0.180 0.002 1.501 0.4 0.366
203 200 0.35 20.2 0.62 45.100 18.21 95.600 92.484 92.281 3.116 95.660 92.328 92.124 3.332 110.571 0.043 0.005 0.193 0.002 1.965 0.4 0.396
203 200 0.35 20.2 0.62 32.000 17.92 95.660 92.328 92.124 3.332 95.700 92.216 92.012 3.484 115.603 0.047 0.006 0.202 0.002 2.322 0.4 0.416
203 200 0.35 20.2 0.62 33.900 17.60 95.700 92.216 92.012 3.484 95.700 92.097 91.894 3.603 119.404 0.050 0.006 0.208 0.003 2.607 0.4 0.430

203 200 0.65 27.6 0.85 16.900 27.39 96.430 93.787 93.583 2.643 96.460 0.030 93.677 93.473 2.783 57.1272 0.012 0.001 0.100 0.000 0.193 0.2 0.246
203 200 0.33 19.5 0.60 35.300 19.09 96.460 93.647 93.443 2.813 96.160 93.532 93.328 2.628 75.4648 0.021 0.002 0.132 0.000 0.429 0.2 0.246
203 200 0.35 20.2 0.62 47.900 19.38 96.160 93.532 93.328 2.628 96.400 0.300 93.364 93.161 3.036 89.0885 0.029 0.003 0.155 0.001 0.862 0.3 0.311

203 200 0.35 20.2 0.62 105.982 19.29 97.070 93.956 93.753 3.114 96.770 0.030 93.585 93.382 3.185 91.1911 0.030 0.003 0.159 0.001 0.945 0.3 0.319
203 200 0.35 20.2 0.62 10.580 19.16 96.770 93.555 93.352 3.215 96.750 0.030 93.518 93.315 3.232 94.1148 0.032 0.003 0.164 0.001 1.069 0.3 0.331
203 200 0.35 20.2 0.62 70.071 18.63 96.750 93.488 93.285 3.262 96.130 93.243 93.040 2.887 104.734 0.039 0.004 0.183 0.002 1.609 0.4 0.374
203 200 0.35 20.2 0.62 25.280 18.56 96.130 93.243 93.040 2.887 96.320 93.154 92.951 3.166 105.874 0.040 0.004 0.185 0.002 1.676 0.4 0.378
203 200 0.35 20.2 0.62 8.680 18.56 96.320 93.154 92.951 3.166 96.400 0.060 93.124 92.921 3.276 105.985 0.040 0.004 0.185 0.002 1.683 0.4 0.379

203 200 0.35 20.2 0.62 63.600 17.03 96.400 93.064 92.861 3.336 95.730 0.030 92.843 92.639 2.887 125.856 0.054 0.007 0.220 0.003 3.140 0.5 0.453
203 200 0.35 20.2 0.62 34.300 16.82 95.730 92.813 92.609 2.917 96.000 0.060 92.693 92.490 3.307 128.167 0.056 0.007 0.224 0.003 3.347 0.5 0.461

203 200 0.65 27.6 0.85 17.100 27.30 97.430 93.410 93.206 4.020 97.220 0.050 93.299 93.095 3.921 62.926 0.015 0.001 0.110 0.000 0.288 0.3 0.277
203 200 0.36 20.4 0.63 100.900 19.03 97.220 93.249 93.045 3.971 96.680 0.031 92.888 92.685 3.792 101.258 0.037 0.004 0.177 0.001 1.430 0.4 0.364
203 200 0.34 20.0 0.62 65.500 18.13 96.680 92.857 92.654 3.823 96.000 92.633 92.430 3.367 109.186 0.042 0.005 0.191 0.002 1.859 0.4 0.387

203 200 0.35 20.2 0.62 74.300 14.59 96.000 92.633 92.430 3.367 95.700 0.276 92.373 92.170 3.327 149.732 0.074 0.011 0.261 0.006 5.647 0.5 0.535

203 200 0.35 20.2 0.62 39.890 12.16 95.700 92.097 91.894 3.603 95.700 91.958 91.754 3.742 168.505 0.090 0.014 0.294 0.008 8.080 0.6 0.589
203 200 0.33 19.7 0.61 44.100 11.44 95.700 91.958 91.754 3.742 94.860 1.083 91.812 91.609 3.048 168.984 0.090 0.014 0.295 0.008 7.910 0.6 0.574

305 300 0.35 59.7 0.82 19.200 53.00 93.493 90.993 90.688 2.500 94.860 0.197 90.926 90.621 3.934 114.846 0.069 0.012 0.301 0.007 6.683 0.5 0.542

305 300 0.34 58.7 0.80 42.100 27.15 94.860 90.729 90.424 4.131 94.860 90.587 90.282 4.273 186.472 0.158 0.038 0.488 0.031 30.821 0.8 0.814
457 450 1.04 303.3 1.85 13.460 271.83 94.860 90.587 90.130 4.273 95.500 -0.229 90.447 89.990 5.053 112.381 0.100 0.026 0.441 0.031 31.363 1.2 1.195

533 525 0.24 219.8 0.98 120.080 115.38 95.500 90.817 90.284 4.683 95.500 90.529 89.996 4.971 179.408 0.261 0.108 0.822 0.104 104.420 1.0 0.971

381 375 0.40 115.8 1.02 67.970 95.89 94.740 90.891 90.510 3.849 95.290 90.618 90.237 4.672 103.197 0.071 0.015 0.338 0.009 8.707 0.6 0.599

381 375 0.24 89.6 0.79 8.800 69.55 95.290 90.618 90.237 4.672 95.500 90.537 90.156 4.963 103.197 0.071 0.015 0.338 0.007 6.736 0.5 0.463

686 675 0.25 438.5 1.19 118.960 285.02 95.500 90.676 89.990 4.824 94.400 90.379 89.693 4.021 156.838 0.270 0.133 0.924 0.141 141.389 1.1 1.059
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MINTO COMMUNITIES INC.

ARCADIA STAGE 4

450 HUNTMAR DRIVE

SANITARY SEWER DESIGN SHEET
JLR NO. 26299-004

DESIGNED BY: AR

CHECKED BY: AT

(Rev)2020-02-28

Street Name

From To Singles Multiples
Area

(ha)
Pop.

Cum.

Pop.

Cum.

Area

(ha)

Peaking

Factor

Residential

Flow

(L/s)

Area

(ha)

Cum.

Area

(ha)

Area

(ha)

Cum.

Area

(ha)

Peak Extr.

Flow

L/s

Dia Slope
Q Full

(L/s)
V Full Length Residual Capacity Centerline Obvert Invert Cover Centerline Drop Obvert Invert Cover

Eramosa Crescent 90 91 14 0.65 48 48 0.65 3.65 0.57 0.00 0.65 0.65 0.21 0.78 200 0.55% 25.28 0.80 79.43 24.50 97.000 94.675 94.472 2.325 97.300 94.242 94.039 3.058

Eramosa Crescent 91 92 2 0.18 7 55 0.83 3.64 0.65 0.00 0.18 0.83 0.27 0.92 200 0.35% 20.24 0.64 7.95 19.32 97.300 94.242 94.039 3.058 97.300 94.214 94.011 3.086

Eramosa Crescent 92 93 4 0.28 14 69 1.11 3.63 0.81 0.00 0.28 1.11 0.37 1.18 200 0.35% 20.24 0.64 61.89 19.07 97.300 94.214 94.011 3.086 97.100 93.997 93.794 3.103

Eramosa Crescent 93 94 2 0.18 7 76 1.29 3.62 0.89 0.00 0.18 1.29 0.43 1.32 200 0.35% 20.24 0.64 11.42 18.93 97.100 93.997 93.794 3.103 97.100 93.957 93.754 3.143

Eramosa Crescent 94 81 14 0.65 48 124 1.94 3.57 1.44 0.00 0.65 1.94 0.64 2.08 200 0.35% 20.24 0.64 115.53 18.17 97.100 93.957 93.754 3.143 96.150 93.553 93.350 2.597

Paine Avenue EX. 8 EX. 9 0 0 0.00 3.80 0.00 0.00 0.00 0.00 0.00 0.00 250 0.25% 31.05 0.63 27.94 31.05 97.100 94.144 93.890 2.956 97.100 93.719 93.820 3.381

Paine Avenue EX. 9 81 7 0.29 24 24 0.29 3.70 0.29 0.00 0.29 0.29 0.10 0.38 200 0.35% 20.24 0.64 47.35 19.86 97.100 93.719 93.515 3.381 96.150 93.553 93.350 2.597

Paine Avenue 81 80 10 0.50 34 182 2.73 3.53 2.08 0.00 0.50 2.73 0.90 2.98 200 0.35% 20.24 0.64 72.77 17.26 96.150 93.553 93.350 2.597 95.850 0.200 93.298 93.095 2.552

Coco 27 23 5 0.30 17 17 0.30 3.71 0.20 0.00 0.30 0.30 0.10 0.30 200 0.65% 27.59 0.88 70.24 27.28 96.110 93.697 93.494 2.413 95.550 93.241 93.037 2.309

Winterset Road 24 23 2 0.15 7 7 0.15 3.74 0.08 0.00 0.15 0.15 0.05 0.14 250 0.35% 36.70 0.75 37.01 36.57 95.450 93.370 93.116 2.080 95.550 93.241 92.987 2.309

Winterset Road 23 22 16 0.83 54 78 1.28 3.62 0.91 0.00 0.83 1.28 0.42 1.34 250 0.35% 36.70 0.75 116.70 35.36 95.550 93.241 92.987 2.309 95.220 92.832 92.578 2.388

Coco 27 28 2 0.18 7 7 0.18 3.74 0.08 0.00 0.18 0.18 0.06 0.14 200 0.65% 27.59 0.88 7.56 27.44 96.110 93.649 93.446 2.461 96.150 0.100 93.600 93.397 2.550

Coco 28 80 15 0.69 51 58 0.87 3.64 0.68 0.00 0.69 0.87 0.29 0.97 200 0.35% 20.24 0.64 114.71 19.27 96.150 93.500 93.297 2.650 95.850 93.098 92.895 2.752

Paine Avenue 80 22 6 0.35 20 260 3.94 3.48 2.94 0.00 0.35 3.94 1.30 4.24 200 0.35% 20.24 0.64 76.04 16.01 95.850 93.098 92.895 2.752 95.220 92.832 92.629 2.388

Winterset Road 22 22B 0 0.09 0 338 5.31 3.44 3.77 0.00 0.09 5.31 1.75 5.53 250 0.50% 43.87 0.89 15.02 38.34 95.220 92.832 92.578 2.388 95.210 0.590 92.757 92.503 2.453

Winterset Road 22B 21 5 0.32 17 355 5.63 3.44 3.95 0.00 0.32 5.63 1.86 5.81 300 0.25% 50.44 0.71 61.00 44.63 95.210 91.954 91.649 3.256 95.350 91.802 91.497 3.548

Pond Block 22B 22C 0 0 0 0.00 3.80 0.00 0.00 0.00 0.00 0.00 0.00 600 1.17% 692.87 2.45 50.56 692.87 95.250 93.980 93.370 1.270 94.400 1.574 93.388 92.778 1.012

Pond Block 22C Overflow 0 0 0 0.00 3.80 0.00 0.00 0.00 0.00 0.00 600 1.13% 680.92 2.41 9.77 680.92 95.350 93.388 92.778 93.850 93.278 92.668 0.572

Parabolica 72 71 2 0.18 7 7 0.18 3.74 0.08 0.00 0.18 0.18 0.06 0.14 200 0.65% 27.59 0.88 11.70 27.44 99.210 92.598 92.395 6.612 96.120 92.522 92.319 3.598

Parabolica 71 21 14 0.67 48 55 0.85 3.64 0.65 0.00 0.67 0.85 0.28 0.93 200 0.65% 27.59 0.88 110.81 26.66 96.120 92.522 92.319 3.598 95.350 91.802 91.598 3.548

Winterset Road 21 20 10 0.56 34 444 7.04 3.40 4.89 0.00 0.56 7.04 2.32 7.22 300 0.25% 50.44 0.71 77.58 43.23 95.350 91.802 91.497 3.548 95.700 91.608 91.303 4.092

Parabolica 61 73 5 0.28 17 17 0.28 3.71 0.20 0.00 0.28 0.28 0.09 0.30 200 0.65% 27.59 0.88 74.02 27.29 96.600 92.998 92.794 3.602 96.600 92.517 92.313 4.083

Parabolica 72 73 7 0.33 24 24 0.33 3.70 0.29 0.00 0.33 0.33 0.11 0.40 200 0.65% 27.59 0.88 68.20 27.19 96.110 92.960 92.757 3.150 96.600 92.517 92.313 4.083

Basalt 73 20 6 9 0.60 45 86 1.21 3.61 1.01 0.00 0.60 1.21 0.40 1.40 200 0.35% 20.24 0.64 116.81 18.84 96.600 92.517 92.313 4.083 95.700 0.500 92.108 91.905 3.592

Winterset Road 20 19 3 0.19 10 540 8.44 3.37 5.89 0.00 0.19 8.44 2.78 8.67 300 0.25% 50.44 0.71 42.14 41.77 95.700 91.608 91.303 4.092 95.638 91.502 91.198 4.136

Park 19B 19 0 0 0.00 3.80 0.00 2.45 2.45 2.45 2.45 0.81 0.81 200 0.35% 20.24 0.64 15.38 19.43 95.710 91.556 91.353 4.154 95.638 91.502 91.299 4.136

Winterset Road 19 18 2 0.15 7 547 8.58 3.36 5.96 2.45 0.15 11.03 3.64 9.60 300 0.25% 50.44 0.71 32.40 40.84 95.638 91.502 91.198 4.136 95.787 91.421 91.117 4.366

Calvington Avenue 62 61 6 0.32 20 20 0.32 3.70 0.24 0.00 0.32 0.32 0.11 0.35 200 0.65% 27.59 0.88 59.64 27.24 96.700 93.368 93.164 3.332 96.800 0.150 92.980 92.777 3.820

Calvington Avenue 61 60 5 6 0.43 33 53 0.75 3.65 0.63 0.00 0.43 0.75 0.25 0.87 200 0.65% 27.59 0.88 61.68 26.71 96.800 92.830 92.627 3.970 96.800 92.429 92.226 4.371

Calvington Avenue 60 18 2 3 0.23 15 68 0.98 3.63 0.80 0.00 0.23 0.98 0.32 1.12 200 0.65% 27.59 0.88 64.24 26.46 96.800 92.429 92.226 4.371 95.787 0.590 92.011 91.808 3.776

Winterset Road 18 Winterset Stub 7 0.31 19 634 9.87 3.34 6.85 2.45 0.31 12.32 4.07 10.92 300 0.25% 50.44 0.71 50.64 39.52 95.787 91.421 91.117 4.366 95.787 91.295 90.990 4.492

Winterset Road Winterset Stub 16 0 634 9.87 3.34 6.85 2.45 0.00 12.32 4.07 10.92 300 0.24% 48.98 0.69 12.73 38.06 95.787 91.295 90.990 4.492 95.890 91.112 90.960 4.778

Stage 5* Stage 5 16 180 4.10 486 486 4.10 3.38 5.33 0.00 4.10 4.10 1.35 6.68 250 0.14% 22.85 0.47 22.12 16.16 97.820 91.244 90.990 6.576 95.890 91.265 90.960 4.625

Winterset Road 16 14 14 0.60 38 1158 14.57 3.21 12.03 2.45 0.60 17.02 5.62 17.65 300 0.26% 51.36 0.73 119.59 33.71 95.890 91.265 90.960 4.625 95.440 90.802 90.650 4.638

Winterset Road 14 13 8 0.31 22 1180 14.88 3.20 12.24 2.45 0.31 17.33 5.72 17.97 300 0.20% 45.28 0.64 50.62 27.32 95.440 90.945 90.640 4.495 95.320 90.690 90.538 4.630

Winterset Road 13 02 4 0.18 11 1191 15.06 3.20 12.35 2.45 0.18 17.51 5.78 18.13 300 0.33% 57.61 0.81 43.24 39.48 95.320 90.843 90.538 4.477 94.860 90.549 90.397 4.311

Natare 45 46 17 0.48 46 46 0.48 3.66 0.55 0.00 0.48 0.48 0.16 0.70 200 1.03% 34.66 1.10 60.23 33.96 96.430 93.641 93.438 2.789 96.100 0.237 92.922 92.820 3.178

Natare 47 46 3 0.13 8 8 0.13 3.74 0.10 0.00 0.13 0.13 0.04 0.14 200 1.53% 42.34 1.35 18.94 42.20 95.790 93.153 92.950 2.637 96.100 0.077 92.762 92.660 3.338

Speedvale 46 39 0 54 0.61 3.65 0.64 0.00 0.00 0.61 0.20 0.84 200 0.31% 18.94 0.60 9.79 18.10 96.100 92.783 92.580 3.317 95.940 0.030 92.652 92.550 3.288

Speedvale 39 38 16 0.48 43 97 1.09 3.60 1.13 0.00 0.48 1.09 0.36 1.49 200 0.35% 20.17 0.64 74.79 18.68 95.940 92.733 92.530 3.207 95.600 92.372 92.270 3.228

Speedvale 38 37 12 0.31 32 129 1.40 3.57 1.49 0.00 0.31 1.40 0.46 1.95 200 0.33% 19.74 0.63 45.09 17.78 95.600 92.463 92.260 3.137 95.660 92.212 92.110 3.448

Speedvale 37 36 9 0.24 24 153 1.64 3.55 1.76 0.00 0.24 1.64 0.54 2.30 200 0.34% 20.07 0.64 31.99 17.76 95.660 92.313 92.110 3.347 95.700 92.102 92.000 3.598

Speedvale 36 30 7 0.24 19 172 1.88 3.54 1.97 0.00 0.24 1.88 0.62 2.59 200 0.35% 20.36 0.65 33.90 17.77 95.700 92.193 91.990 3.507 95.700 91.972 91.870 3.728

Natare 45 44 4 0.19 11 11 0.19 3.73 0.13 0.00 0.19 0.19 0.06 0.20 200 0.70% 28.61 0.91 16.88 28.41 96.430 93.796 93.593 2.634 96.460 0.030 93.577 93.475 2.883

Natare 44 43 6 0.18 16 27 0.37 3.69 0.32 0.00 0.18 0.37 0.12 0.44 200 0.27% 17.65 0.56 35.33 17.20 96.460 93.643 93.440 2.817 96.160 93.448 93.346 2.712

Natare 43 42 10 0.31 27 54 0.68 3.65 0.64 0.00 0.31 0.68 0.22 0.86 200 0.37% 20.69 0.66 47.88 19.82 96.160 93.549 93.346 2.611 96.400 0.300 93.273 93.171 3.127

Sweet Pea 54 53 17 0.80 58 58 0.80 3.64 0.68 0.00 0.80 0.80 0.26 0.95 200 0.34% 19.94 0.63 107.78 18.99 97.070 93.951 93.748 3.119 96.770 0.030 93.484 93.382 3.286

Sweet Pea 53 52 2 0.15 7 65 0.95 3.63 0.77 0.00 0.15 0.95 0.31 1.08 200 0.44% 22.60 0.72 9.16 21.53 96.770 93.563 93.360 3.207 96.750 0.030 93.422 93.320 3.328

Sweet Pea 52 51 10 0.44 34 99 1.39 3.60 1.15 0.00 0.44 1.39 0.46 1.61 200 0.35% 20.19 0.64 70.07 18.58 96.750 93.513 93.310 3.237 96.130 93.168 93.066 2.962

Sweet Pea 51 50 1 0.10 3 102 1.49 3.59 1.19 0.00 0.10 1.49 0.49 1.68 200 0.35% 20.19 0.64 25.28 18.51 96.130 93.259 93.056 2.871 96.320 93.070 92.968 3.250

Sweet Pea 50 42 0.01 0 102 1.50 3.59 1.19 0.00 0.01 1.50 0.50 1.68 200 0.40% 21.52 0.68 7.59 19.83 96.320 93.154 92.951 3.166 96.400 0.060 93.023 92.921 3.377

Natare 42 40 16 0.48 43 199 2.66 3.52 2.27 0.00 0.48 2.66 0.88 3.15 200 0.33% 19.61 0.62 63.65 16.46 96.400 93.063 92.860 3.337 95.730 0.030 92.753 92.651 2.977

Natare 40 31 5 0.18 14 213 2.84 3.51 2.42 0.00 0.18 2.84 0.94 3.36 200 0.29% 18.38 0.59 34.32 15.02 95.730 92.804 92.601 2.926 96.000 0.060 92.604 92.502 3.396

Speedvale 34 33 6 0.27 16 16 0.27 3.71 0.19 0.00 0.27 0.27 0.09 0.28 200 0.70% 28.67 0.91 17.09 28.39 97.430 93.719 93.516 3.711 97.220 0.050 93.498 93.396 3.722

Speedvale 33 32 29 0.68 78 94 0.95 3.60 1.10 0.00 0.68 0.95 0.31 1.41 200 0.60% 26.52 0.84 100.89 25.11 97.220 93.534 93.331 3.686 96.680 0.031 92.827 92.725 3.853

Speedvale 32 31 12 0.30 32 126 1.25 3.57 1.46 0.00 0.30 1.25 0.41 1.87 200 0.35% 20.28 0.65 65.48 18.41 96.680 92.893 92.690 3.787 96.000 92.562 92.460 3.438

Speedvale 31 30 14 0.32 38 377 4.41 3.43 4.19 0.00 0.32 4.41 1.46 5.64 200 0.36% 20.50 0.65 74.35 14.86 96.000 92.640 92.437 3.360 95.700 0.276 92.272 92.170 3.428

Speedvale 30 30A 0 549 6.29 3.36 5.98 0.00 0.00 6.29 2.08 8.06 200 0.34% 19.94 0.63 39.77 11.88 95.700 92.070 91.867 3.630 95.700 91.834 91.732 3.866

Speedvale 30A 02 0.20 0 549 6.49 3.36 5.98 0.00 0.20 6.49 2.14 8.12 200 0.32% 19.41 0.62 44.12 11.29 95.700 91.925 91.722 3.775 94.860 1.083 91.682 91.580 3.178

Stage 5* Stage 5S 02 180 4.10 486 486 4.10 3.38 5.33 0.00 4.10 4.10 1.35 6.68 250 1.13% 65.90 1.34 30.13 59.22 93.493 92.174 91.920 1.319 94.860 0.197 90.899 91.580 3.961

Winterset Road 02 02A 0.18 0 2226 25.83 3.04 21.93 2.45 0.18 28.28 9.33 31.26 300 0.60% 77.88 1.10 42.12 46.62 94.860 90.702 90.397 4.158 94.860 90.298 90.146 4.562

Winterset Road 02A EX. 307A 0 2226 25.83 3.04 21.93 2.45 0.00 28.28 9.33 31.26 450 0.17% 122.12 0.77 11.27 90.86 94.860 90.466 90.009 4.394 95.500 -0.229 90.219 89.990 5.281

Campeau Drive ex.306A EX. 307A 23.00 0 0 23.00 3.80 0.00 0.00 23.00 23.00 7.59 7.59 525 0.24% 219.72 1.02 120.08 212.13 95.500 90.817 90.284 4.683 95.500 -0.147 90.263 89.996 5.237

Donum Lane South Stub 01 0 0 0.00 3.80 0.00 0.00 0.00 0.00 0.00 0.00 375 0.39% 114.62 1.04 16.30 114.62 94.740 90.921 90.540 3.819 94.740 90.667 90.476 4.074

Donume Lane Commercial Stub 01 0 0 0.00 3.80 0.00 0.00 0.00 0.00 0.00 0.00 250 0.35% 36.75 0.75 26.51 36.75 94.740 90.917 90.663 3.823 94.740 90.697 90.570 4.043

Donum Lane 01 01A 0 0 0.00 3.80 0.00 0.00 0.00 0.00 0.00 0.00 375 0.40% 116.06 1.05 51.67 116.06 94.740 90.827 90.446 3.913 95.290 90.429 90.238 4.862

Donum Lane 01A Ex. 307A 0 0 0.00 3.80 0.00 0.00 0.00 0.00 0.00 0.00 375 0.21% 84.37 0.76 33.84 84.37 95.290 90.609 90.228 4.681 95.500 -0.139 90.347 90.156 5.153

Campeau Drive Ex. 307A Ex. 308A 0 2226 48.83 3.04 21.93 2.45 0.00 51.28 16.92 38.85 675 0.25% 438.19 1.22 118.95 399.34 95.500 90.676 89.990 4.824 95.500 90.036 89.693 5.464

Design Parameters

Single Family Population 3.4 Cap/Unit

Semi-Detached/Townhouse Population 2.7 Cap/Unit

Residential Flows 280 L/Cap/Day

Infiltration Flows 0.33 L/s/ha

Manning Coefficient 0.013

Legend

Existing/Proposed Infrastructure

89.232 Existing (As-Built Information)

Upstream Geometry Downstream GeometryPipe DataMaintenace Hole No. Peak

Design

Flow

L/s

Park/RoadsResidential Infiltration
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MINTO COMMUNITIES INC.
ARCADIA STAGE 5

450 HUNTMAR DRIVE
STORM SEWER DESIGN SHEET

JLR NO. 26299-005

DESIGNED BY: KT
CHECKED BY: KF

Rev 1: December 2021
Rev 2: November 2023

From To 0.20 0.61 0.67 0.67 0.8 1:2 Yr 1:5 Yr 1:10 Yr 2.78AR Cum. 
2.78AR

1:2 Yr 
Intensity

Peak 
Flow 2.78AR Cum. 

2.78AR
1:5 Yr 

Intensity
Peak 
Flow 2.78AR Cum. 

2.78AR
1:10 Yr 

Intensity
Peak 
Flow Dia Type

Actual 
Diamete

r
Slope Q Full

(L/s) V Full Length Residual 
Capacity % Full TG From Obvert Invert Cover TG To Drop Obvert Invert Cover

 
TO PAINE POND:
STREET 1 111 110 0.00 0.00 0.00 0.00 0.00 10.00 0.18 10.18 0.00 0.00 76.81 0.00 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 0.00 300 Circular 304.80 0.35% 59.68 0.84 8.88 59.68 0% 96.043 94.139 93.834 1.905 96.124 94.108 93.803 2.017
STREET 1 110 109 0.550 0.55 0.00 0.00 0.55 0.55 10.18 2.23 12.41 1.02 1.02 76.14 78.00 0.00 0.00 103.28 0.00 0.00 0.00 121.06 0.00 78.00 375 Circular 381.00 0.25% 91.46 0.83 110.93 13.46 85% 96.124 94.108 93.727 2.017 96.006 93.830 93.449 2.176
STREET 1 109 108 0.00 0.00 0.00 0.00 0.55 12.41 0.21 12.62 0.00 1.02 68.65 70.33 0.00 0.00 92.99 0.00 0.00 0.00 108.95 0.00 70.33 450 Circular 457.20 0.20% 133.02 0.84 10.63 62.69 53% 96.006 93.830 93.373 2.176 95.987 93.809 93.352 2.178
STREET 1 108 107 0.212 0.322 0.53 0.00 0.00 0.53 1.08 12.62 1.37 13.99 0.96 1.98 68.02 134.94 0.00 0.00 92.13 0.00 0.00 0.00 107.94 0.00 134.94 600 Circular 609.60 0.15% 248.09 0.88 71.93 113.15 54% 95.987 93.809 93.199 2.178 95.969 93.701 93.091 2.268

STREET 1 111 112 0.342 0.375 0.72 0.00 0.00 0.72 0.72 10.00 1.01 11.01 1.28 1.28 76.81 98.19 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 98.19 375 Circular 381.00 0.35% 108.21 0.98 59.29 10.02 91% 96.043 94.142 93.761 1.901 95.946 93.935 93.554 2.011
STREET 1 112 113 0.00 0.00 0.00 0.00 0.72 11.01 0.19 11.20 0.00 1.28 73.14 93.50 0.00 0.00 99.15 0.00 0.00 0.00 116.20 0.00 93.50 375 Circular 381.00 0.35% 108.21 0.98 11.41 14.71 86% 95.946 93.935 93.554 2.011 95.996 93.895 93.514 2.102
STREET 1 113 107 0.228 0.342 0.57 0.00 0.00 0.57 1.29 11.20 1.93 13.13 1.02 2.30 72.48 166.85 0.00 0.00 98.24 0.00 0.00 0.00 115.13 0.00 166.85 450 Circular 457.20 0.20% 133.02 0.84 96.78 -33.83 125% 95.996 93.895 93.437 2.102 95.969 93.701 93.244 2.268

STREET 1 107 106 0.00 0.00 0.00 0.00 2.37 13.99 0.74 14.73 0.00 4.29 64.27 275.44 0.00 0.00 86.98 0.00 0.00 0.00 101.88 0.00 275.44 675 Circular 685.80 0.15% 339.63 0.95 42.35 64.19 81% 95.969 93.701 93.015 2.268 95.605 93.638 92.952 1.967
STREET 1 106 105 0.265 0.27 0.00 0.00 0.27 2.64 14.73 0.45 15.18 0.49 4.78 62.41 298.29 0.00 0.00 84.44 0.00 0.00 0.00 98.89 0.00 298.29 825 Circular 838.20 0.15% 579.98 1.08 29.25 281.69 51% 95.605 93.638 92.799 1.967 95.765 93.594 92.755 2.171

STREET 1 114 115 0.00 0.00 0.00 0.00 0.00 10.00 0.65 10.65 0.00 0.00 76.81 0.00 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 0.00 375 Circular 381.00 0.25% 91.46 0.83 32.22 91.46 0% 95.428 93.762 93.381 1.666 95.581 93.681 93.300 1.900
STREET 1 115 105 0.250 0.25 0.00 0.00 0.25 0.25 10.65 0.70 11.35 0.47 0.47 74.40 34.65 0.00 0.00 100.89 0.00 0.00 0.00 118.25 0.00 34.65 375 Circular 381.00 0.25% 91.46 0.83 34.96 56.81 38% 95.581 93.681 93.300 1.900 95.765 93.594 93.213 2.171

0.00 0.00
STREET 2 105 104 0.00 0.00 0.00 0.00 2.89 15.18 0.40 15.58 0.00 5.25 61.35 321.77 0.00 0.00 82.98 0.00 0.00 0.00 97.18 0.00 321.77 825 Circular 838.20 0.15% 579.98 1.08 26.21 258.21 55% 95.765 93.594 92.755 2.171 95.737 93.554 92.716 2.182
STREET 2 104 103 0.587 0.59 0.00 0.00 0.59 3.47 15.58 1.30 16.88 1.09 6.34 60.43 383.01 0.00 0.00 81.72 0.00 0.00 0.00 95.70 0.00 383.01 900 Circular 914.40 0.15% 731.45 1.15 89.45 348.43 52% 95.737 93.554 92.640 2.182 95.850 93.420 92.506 2.430
STREET 2 103 102 0.00 0.00 0.00 0.00 3.47 16.88 0.14 17.02 0.00 6.34 57.66 365.49 0.00 0.00 77.94 0.00 0.00 0.00 91.25 0.00 365.49 900 Circular 914.40 0.15% 731.45 1.15 9.92 365.96 50% 95.850 93.420 92.506 2.430 96.022 93.405 92.491 2.617
STREET 2 102 101 0.283 0.28 0.00 0.00 0.28 3.76 17.02 0.80 17.82 0.53 6.87 57.37 393.90 0.00 0.00 77.55 0.00 0.00 0.00 90.78 0.00 393.90 900 Circular 914.40 0.15% 731.45 1.15 55.23 337.55 54% 96.022 93.405 92.491 2.617 95.694 93.322 92.408 2.372
STREET 2 101 EX116 0.00 0.00 0.00 0.00 3.76 17.82 0.22 18.04 0.00 6.87 55.82 383.23 0.00 0.00 75.42 0.00 0.00 0.00 88.29 0.00 383.23 900 Circular 914.40 0.15% 731.45 1.15 15.24 348.22 52% 95.694 93.322 92.408 2.372 95.741 93.300 92.385 2.442

Winterset EX116 EX118 0.24 0.00 0.24 0.00 0.24 4.00 18.04 0.76 18.81 0.00 6.87 55.41 380.40 0.45 0.45 74.86 33.46 0.00 0.00 87.63 0.00 413.86 600 Circular 609.60 0.35% 378.96 1.34 61.27 -34.90 109% 95.741 93.300 92.690 2.442 95.877 93.085 92.475 2.793

4.00 6.87 0.45 0.00

Block 73 EX130A EX102 5.64 5.64 16.58 0.53 17.10 10.11 10.11 58.28 589.23 0.00 0.00 589.23 1200 Circular 1219.20 0.17% 1676.99 1.48 45.30 1087.76 35% 95.128 93.526 92.307 1.602 95.280 93.623 92.230 1.657

Winterset Road EX115 EX114 0.52 0.00 0.52 0.00 0.52 0.52 10.00 1.98 11.98 0.98 0.98 104.19 101.69 0.00 101.69 600 Circular 609.60 0.15% 248.09 0.88 99.41 146.40 41% 95.780 93.600 92.990 2.180 95.507 93.472 92.845 2.035
Winterset Road EX114 EX113 0.00 0.00 0.00 0.00 0.52 11.98 0.92 12.89 0.00 0.98 94.80 92.52 0.00 92.52 750 Circular 762.00 0.17% 478.86 1.08 58.05 386.34 19% 95.507 93.472 92.710 2.035 95.415 93.385 92.610 2.030
Winterset Road EX113 EX102 0.460 0.32 0.46 0.32 0.00 0.78 1.31 12.89 0.66 13.55 0.86 0.86 67.24 57.61 0.60 1.58 91.05 143.81 0.00 201.42 900 Circular 914.40 0.16% 755.43 1.19 44.95 554.01 27% 95.415 93.385 92.471 2.030 95.280 93.623 92.400 1.657

STREET 3 116A 116 0.219 0.256 0.48 0.00 0.00 0.48 0.48 10.00 0.85 10.85 0.85 0.85 76.81 65.15 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 65.15 375 Circular 381.00 0.35% 108.21 0.98 50.08 43.07 60% 95.694 93.901 93.520 1.793 95.646 93.726 93.345 1.920
STREET 3 116 117 0.00 0.00 0.00 0.00 0.48 10.85 0.20 11.05 0.00 0.85 73.68 62.50 0.00 0.00 99.90 0.00 0.00 0.00 117.08 0.00 62.50 375 Circular 381.00 0.30% 100.18 0.91 10.81 37.69 62% 95.646 93.726 93.345 1.920 95.649 93.694 93.313 1.956
STREET 3 117 118A 0.219 0.296 0.52 0.00 0.00 0.52 0.99 11.05 0.98 12.03 0.92 1.77 72.99 129.27 0.00 0.00 98.95 0.00 0.00 0.00 115.97 0.00 129.27 450 Circular 457.20 0.35% 175.96 1.11 65.13 46.70 73% 95.649 93.694 93.236 1.956 95.590 93.466 93.008 2.125

STREET 3 118 118A 0.288 0.406 0.69 0.00 0.00 0.69 0.69 10.00 1.46 11.46 1.24 1.24 76.81 95.59 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 95.59 375 Circular 381.00 0.35% 108.21 0.98 86.08 12.62 88% 95.799 93.767 93.386 2.032 95.590 93.466 93.085 2.125

STREET 3 118A 120A 0.00 0.00 0.00 0.00 1.68 12.03 0.69 12.72 0.00 3.02 69.80 210.47 0.00 0.00 94.56 0.00 0.00 0.00 110.80 0.00 210.47 525 Circular 533.40 0.30% 245.74 1.14 47.07 35.27 86% 95.590 93.466 92.932 2.125 95.501 93.324 92.791 2.177

STREET 3 118 119 0.00 0.00 0.00 0.00 0.00 10.00 0.25 10.25 0.00 0.00 76.81 0.00 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 0.00 300 Circular 304.80 0.25% 50.44 0.71 10.91 50.44 0% 95.799 93.674 93.369 2.125 95.838 93.647 93.342 2.191
STREET 3 119 122 0.193 0.19 0.00 0.00 0.19 0.19 10.25 0.91 11.16 0.36 0.36 75.84 27.26 0.00 0.00 102.87 0.00 0.00 0.00 120.58 0.00 27.26 300 Circular 304.80 0.25% 50.44 0.71 38.77 23.18 54% 95.838 93.647 93.342 2.191 95.837 93.550 93.245 2.287

STREET 4 122 120A 0.391 0.39 0.00 0.00 0.39 0.58 11.16 1.61 12.77 0.73 1.09 72.62 78.99 0.00 0.00 98.44 0.00 0.00 0.00 115.36 0.00 78.99 450 Circular 457.20 0.25% 148.72 0.94 90.26 69.72 53% 95.837 93.550 93.093 2.287 95.501 93.324 92.867 2.177

STREET 4 120A 120 0.330 0.33 0.00 0.00 0.33 2.60 12.77 1.18 13.95 0.61 4.72 67.59 318.88 0.00 0.00 91.53 0.00 0.00 0.00 107.24 0.00 318.88 675 Circular 685.80 0.20% 392.18 1.10 77.35 73.30 81% 95.501 93.324 92.639 2.177 95.381 93.170 92.484 2.211
STREET 4 120 121 0.00 0.00 0.00 0.00 2.60 13.95 0.14 14.08 0.00 4.72 64.37 303.71 0.00 0.00 87.13 0.00 0.00 0.00 102.05 0.00 303.71 675 Circular 685.80 0.20% 392.18 1.10 9.05 88.46 77% 95.381 93.170 92.484 2.211 95.398 93.152 92.466 2.246

STREET 3 122 126 0.138 0.14 0.00 0.00 0.14 0.14 11.16 0.86 12.02 0.26 0.62 72.62 44.77 0.00 0.00 98.44 0.00 0.00 0.00 115.36 0.00 44.77 300 Circular 304.80 0.35% 59.68 0.84 43.34 14.91 75% 95.837 93.824 93.519 2.013 95.723 93.672 93.367 2.051
STREET 3 126 125 0.00 0.00 0.00 0.00 0.14 12.02 0.12 12.14 0.00 0.62 69.84 43.06 0.00 0.00 94.63 0.00 0.00 0.00 110.88 0.00 43.06 300 Circular 304.80 0.35% 59.68 0.84 6.09 16.62 72% 95.723 93.672 93.367 2.051 95.728 93.651 93.346 2.078
STREET 3 125 124A 0.321 0.32 0.00 0.00 0.32 0.46 12.14 1.45 13.58 0.60 1.21 69.47 84.37 0.00 0.00 94.12 0.00 0.00 0.00 110.28 0.00 84.37 450 Circular 457.20 0.25% 148.72 0.94 81.24 64.35 57% 95.728 93.651 93.193 2.078 95.695 93.447 92.990 2.247
STREET 3 124A 124 0.226 0.23 0.00 0.00 0.23 0.69 13.58 1.32 14.91 0.42 1.64 65.32 106.83 0.00 0.00 88.43 0.00 0.00 0.00 103.58 0.00 106.83 450 Circular 457.20 0.25% 148.72 0.94 74.20 41.89 72% 95.695 93.447 92.990 2.247 95.497 93.262 92.805 2.235
STREET 3 124 123 0.00 0.00 0.00 0.00 0.69 14.91 0.19 15.10 0.00 1.64 61.99 101.37 0.00 0.00 83.86 0.00 0.00 0.00 98.21 0.00 101.37 450 Circular 457.20 0.25% 148.72 0.94 10.68 47.34 68% 95.497 93.262 92.805 2.235 95.455 93.235 92.778 2.219
STREET 3 123 121 0.086 0.09 0.00 0.00 0.09 0.77 15.10 0.49 15.59 0.16 1.80 61.54 110.50 0.00 0.00 83.24 0.00 0.00 0.00 97.48 0.00 110.50 600 Circular 609.60 0.25% 320.28 1.13 33.46 209.78 35% 95.455 93.235 92.626 2.219 95.398 93.152 92.542 2.246

BLOCK 89 121 EX102 0.244 0.24 0.00 0.00 0.24 3.61 15.59 0.85 16.44 0.14 6.65 60.41 401.68 0.00 0.00 81.70 0.00 0.00 0.00 95.67 0.00 401.68 825 Circular 838.20 0.15% 579.98 1.08 55.61 178.30 69% 95.398 93.152 92.313 2.246 95.280 93.623 92.230 1.657

Winterset Road EX102 EX101 0.20 0.00 0.00 0.20 0.20 10.76 17.10 0.57 17.67 0.00 17.62 57.21 1007.89 0.00 1.58 77.33 122.14 0.16 0.16 90.53 14.48 1144.51 1500 Circular 1524.00 0.17% 3040.59 1.72 59.17 1896.07 38% 95.280 93.623 92.099 1.657 96.071 93.522 91.998 2.549
10.76 17.26 1.58 0.16

14.20 Denotes existing Sewers (As-Constructed Information from Stage 3 - Dec 2019)
61.27 Denotes existing Sewers (As-Constructed Information from Stage 4 - Fall 2020)

Upstream Geometry Downstream Geometry1:5 Year Peak Flow 1:10 Year Peak Flow
Total 
Peak 
Flow

Pipe Data1:2 Year Peak Flow1:2 Year Storm 1:5 Year 
Storm

1:10 Year 
Storm Total Areas

Total 
Area
(ha)

Cum. 
Total Area

(ha)
Total TimeStreet Name

Maintenace Hole No.
Inlet Time 

(min.)

In Pipe 
Flow Time

(min)

TO CAMPEAU POND:
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STORM SEWER DESIGN SHEET

Designed by: AT

Checked by: LD

Manning's Coefficient  n = 0.013

year Date: April 2019

Denotes Sewers for Future Arcadia Stages 3B,4, and 5

Denotes Existing Sewers from Arcadia Stage 2 Development as per JLR's Design Sheet Dated July 2015

Denotes Proposed Sewers for Arcadia Stage 3A

In Pipe TOTAL Residual

Total Cum. Inlet Flow Cum. 2 Yr Peak Cum. 5 Yr Peak Cum. 10 Yr Peak Peak Capacity

STREET Area Area Time Time 2.78AR 2.78AR Intensity Flow 2.78AR 2.78AR Intensity Flow 2.78AR 2.78AR Intensity Flow Flow Dia H W Slope Q full V full Length Qcap - Qd Center Drop Obvert Invert Cover Center Drop Obvert Invert Cover

FROM TO (ha) (ha) (min.) (min.) (mm/hr) (L/s) (mm/hr) (L/s) (mm/hr) (L/s) (L/s) (mm) (mm) (mm) (%) (L/s) (m/s) (m) (L/s) Line Line

Stage 3 Outlet to

Campeau Pond

Sweet Pea Way 154 153 0.20 0.54 0.74 0.00 0.00 0.74 0.74 10.00 2.31 1.34 1.34 76.81 103.30 0.00 0.00 103.30 450 0.20 132.0 0.80 111.60 28.7 78% 97.09 94.498 94.041 2.59 96.77 94.278 93.821 2.49

Sweet Pea Way 153 152 0.00 0.00 0.00 0.00 0.74 12.31 0.24 1.34 68.93 92.71 0.00 0.00 92.71 450 0.21 136.3 0.83 12.20 43.6 68% 96.77 94.278 93.821 2.49 96.74 94.252 93.795 2.49

Sweet Pea Way 152 151 0.29 0.40 0.69 0.00 0.00 0.69 1.43 12.56 1.22 1.24 2.58 68.20 176.09 0.00 0.00 176.09 600 0.20 285.8 0.98 71.54 109.7 62% 96.74 94.252 93.643 2.49 96.14 94.110 93.500 2.03

Sweet Pea Way 151 150 0.39 0.39 0.00 0.00 0.39 1.82 13.78 0.40 0.66 3.24 64.82 210.21 0.00 0.00 210.21 600 0.20 286.5 0.98 23.40 76.3 73% 96.14 94.110 93.500 2.03 96.33 94.063 93.454 2.27

Sweet Pea Way 150 142 0.00 0.00 0.00 0.00 1.82 14.17 0.11 3.24 63.79 206.88 0.00 0.00 206.88 675 0.23 423.3 1.15 7.50 216.4 49% 96.33 94.063 93.377 2.27 96.30 94.046 93.360 2.25

14.28

Natare Place 145 144 0.00 0.00 0.00 0.00 0.00 10.00 0.37 0.00 0.00 0.00 0.00 300 0.35 59.7 0.82 18.30 59.7 0% 96.43 94.411 94.106 2.02 96.46 94.347 94.042 2.11

Natare Place 144 143 0.00 0.00 0.00 0.00 0.00 10.37 0.77 0.00 0.00 0.00 0.00 300 0.35 59.7 0.82 38.00 59.7 0% 96.46 94.347 94.042 2.11 96.15 94.214 93.909 1.94

Natare Place 143 142 0.36 0.36 0.00 0.00 0.36 0.36 11.15 0.76 0.67 0.67 72.66 48.72 0.00 0.00 48.72 450 0.35 175.2 1.07 48.50 126.5 28% 96.15 94.214 93.757 1.94 96.30 94.046 93.588 2.25

11.90

Natare Place 142 140 0.42 0.42 0.00 0.00 0.42 2.60 14.28 0.64 0.78 4.70 63.51 298.26 0.00 0.00 298.26 825 0.35 887.2 1.61 61.40 588.9 34% 96.30 94.046 93.207 2.25 95.73 93.830 92.992 1.90

Natare Place 140 131 0.00 0.00 0.00 0.00 2.60 14.92 0.35 4.70 61.96 290.96 0.00 0.00 290.96 900 0.34 1106.1 1.68 35.64 815.1 26% 95.73 93.830 92.916 1.90 96.01 93.708 92.794 2.30

15.27

Natare Place 145 E 146 0.34 0.34 0.00 0.00 0.34 0.34 10.00 1.10 0.63 0.63 76.81 48.64 0.00 0.00 48.64 375 0.37 111.9 0.98 64.60 63.2 43% 96.43 94.135 93.754 2.29 96.05 93.894 93.513 2.16

11.10

Natare Place 147 146 0.22 0.22 0.00 0.00 0.22 0.22 10.00 0.34 0.41 0.41 76.81 31.47 0.00 0.00 31.47 375 0.35 108.2 0.95 19.61 76.7 29% 95.41 93.962 93.581 1.45 96.05 93.894 93.513 2.16

10.34

Speedvale Street 146 139 0.00 0.00 0.00 0.00 0.56 11.10 0.24 1.04 72.83 75.97 0.00 0.00 75.97 525 0.19 197.6 0.88 12.64 121.6 38% 96.05 93.894 93.360 2.16 95.91 93.869 93.336 2.04

Speedvale Street 139 138 0.47 0.47 0.00 0.00 0.47 1.03 11.34 1.21 0.88 1.92 72.03 138.19 0.00 0.00 138.19 750 0.15 449.8 0.99 71.46 311.6 31% 95.91 93.869 93.107 2.04 95.60 93.762 93.000 1.84

Speedvale Street 138 137 0.00 0.00 0.00 0.00 1.03 12.54 0.77 1.92 68.25 130.93 0.00 0.00 130.93 750 0.15 451.3 0.99 45.60 320.4 29% 95.60 93.762 93.000 1.84 95.69 93.693 92.931 2.00

Speedvale Street 137 136 0.35 0.35 0.00 0.00 0.35 1.38 13.31 0.69 0.65 2.57 66.06 169.81 0.00 0.00 169.81 750 0.12 402.3 0.88 36.40 232.5 42% 95.69 93.693 92.931 2.00 95.23 93.649 92.887 1.58

Speedvale Street 136 130 0.00 0.00 0.00 0.00 1.38 14.00 0.51 2.57 64.24 165.11 0.00 0.00 165.11 750 0.18 491.4 1.08 32.90 326.3 34% 95.23 93.649 92.887 1.58 95.64 93.591 92.829 2.05

14.00

Speedvale Street 134 133 0.00 0.00 0.00 0.00 0.00 10.00 0.31 0.00 0.00 0.00 0.00 300 0.35 59.7 0.82 15.10 59.7 0% 97.41 94.089 93.784 3.32 97.22 94.036 93.731 3.18

Speedvale Street 133 132 0.38 0.38 0.00 0.00 0.38 0.38 10.31 2.11 0.71 0.71 75.64 53.54 0.00 0.00 53.54 450 0.20 133.0 0.81 102.80 79.5 40% 97.22 94.036 93.579 3.18 96.66 93.830 93.373 2.83

Speedvale Street 132 131 0.00 0.00 0.00 0.00 0.38 12.42 1.14 0.71 68.61 48.56 0.00 0.00 48.56 525 0.20 200.1 0.90 61.40 151.6 24% 96.66 93.830 93.297 2.83 96.01 93.708 93.175 2.30

13.56

Speedvale Street 131 130 1.09 1.09 0.00 0.00 1.09 4.07 15.27 1.05 2.03 7.43 61.13 454.47 0.00 0.00 454.47 1050 0.15 1107.0 1.24 77.76 652.5 41% 96.01 93.708 92.641 2.30 95.64 93.591 92.524 2.05

16.32

Block 73 130 130A 0.19 0.19 0.00 0.00 0.19 5.64 16.32 0.49 0.11 10.11 58.82 594.70 0.00 0.00 594.70 1200 0.15 1575.3 1.35 39.70 980.6 38% 95.64 93.591 92.371 2.05 95.23 93.531 92.312 1.70

Block 73 130A 102 0.00 0.00 0.00 0.00 5.64 16.81 0.57 10.11 57.80 584.41 0.00 0.00 584.41 1200 0.15 1575.3 1.35 46.33 990.9 37% 95.23 93.531 92.312 1.70 95.02 -0.15 93.461 92.242 1.56

17.38

Stage 5 Stub 102 4.20 0.00 4.20 0.00 4.20 4.20 12.00 0.21 0.00 8.17 8.17 94.70 773.97 0.00 773.97 1050 0.15 1103.3 1.23 15.29 329.4 70% 95.41 93.410 92.344 2.00 95.02 -0.23 93.387 92.321 1.63

12.21

Winterset Road 115 114 0.48 0.00 0.48 0.00 0.48 0.48 10.00 1.94 0.00 0.89 0.89 104.19 93.15 0.00 93.15 600 0.15 248.1 0.85 98.84 154.9 38% 95.64 93.612 93.002 2.03 95.44 93.464 92.854 1.98

Winterset Road 114 113 0.00 0.00 0.00 0.00 0.48 11.94 0.99 0.00 0.89 94.96 84.90 0.00 84.90 750 0.15 449.8 0.99 58.81 364.9 19% 95.44 93.464 92.702 1.98 95.31 93.375 92.613 1.93

Winterset Road 113 102 0.46 0.27 0.46 0.27 0.00 0.73 1.21 12.93 0.67 0.86 0.86 67.12 57.51 0.50 1.40 90.90 126.98 0.00 184.49 900 0.15 731.4 1.11 44.55 547.0 25% 95.31 93.375 92.461 1.93 95.02 -0.31 93.308 92.394 1.71

13.60

Winterset Road 102 101 0.20 0.00 0.00 0.20 0.20 11.25 17.38 0.63 10.97 56.67 621.44 9.57 76.58 732.88 0.44 0.44 89.65 39.88 1394.20 1500 0.15 2856.1 1.57 59.64 1461.9 49% 95.02 93.613 92.089 1.41 95.52 93.524 92.000 2.00

18.02

Campeau Drive 103 101 1.19 0.00 0.00 1.19 1.19 1.19 11.86 2.20 0.00 0.00 2.65 2.65 111.67 295.53 295.53 900 0.10 597.2 0.91 120.10 301.7 49% 95.34 93.337 92.423 2.00 95.52 -0.31 93.217 92.303 2.31

14.06

Campeau Drive 104 101 1.17 0.00 0.00 1.17 1.17 1.17 10.00 2.46 0.00 0.00 2.60 2.60 122.14 317.82 317.82 750 0.10 367.3 0.81 119.00 49.4 87% 94.30 92.881 92.119 1.42 94.76 -0.76 92.762 92.000 2.00

12.46

Donum Lane 101 100 0.30  0.00 0.30 0.30 13.91 18.02 0.45 0.00 10.97 55.46 608.21 9.57 74.93 717.11 0.67 6.36 87.71 557.89 1883.21 1500 0.15 2856.1 1.57 42.61 972.9 66% 95.52 93.524 92.000 2.00 95.46 93.460 91.936 2.00

18.47

Donum Lane CAP 99 1.68  0.00 1.68 1.68 1.68 10.00 0.07 0.00 0.00 0.00 3.74 3.74 122.14 456.36 456.36 825 0.15 580.0 1.05 4.60 123.6 79% 95.28 93.565 92.727 1.71 95.51 93.558 92.720 1.95

10.07

CL Future Commercial Stub 99 2.45 0.00 2.45 0.00 2.45 2.45 10.00 0.28 0.00 5.45 5.45 104.19 567.73 0.00 567.73 825 0.49 1048.3 1.90 31.90 480.5 54% 94.90 93.715 92.877 1.19 95.51 93.558 92.720 1.95

10.28

Donum Lane 99 100 0.00 0.00 0.00 4.13 10.28 0.33 0.00 5.45 102.74 559.80 3.74 120.43 449.95 1009.75 975 0.30 1280.5 1.66 32.80 270.8 79% 95.51 93.558 92.568 1.95 95.46 93.460 92.469 2.00

Donum Lane 100 Campeau Pond 0.00 0.00 0.00 0.00 18.04 18.47 0.14 10.97 54.63 599.14 15.02 73.80 1108.42 10.10 86.38 872.20 2579.76 1800 0.20 5322.5 2.03 17.53 2742.8 48% 95.46 93.460 91.631 2.00 95.43 93.426 91.597 2.00

18.61

UPSTREAM DOWNSTREAM

% Full

2 Yr. 5 Yr.

0.20 0.54 0.610.20 0.30 0.52 0.54 0.61 0.67 0.70 0.80

Red denotes as-built information

Maintenance Hole Number

2 YR PEAK FLOW 

2 Yr 5 Yr 10
0.80

Total Area

0.70 0.67 0.71 0.750.57 0.65 0.67

 ARCADIA STAGES 3

CITY OF OTTAWA

MINTO COMMUNITIES INC.
JLR NO. 26299-003

10 YR PEAK FLOW SEWER DATA5 YR PEAK FLOW 

0.80

10 Yr.

PIPE

V:\26000\26299-03  Arcadia - Stage 3 and Campeau Pond\2-Design\1-Civil\Design Sheets\3rd submission Design Sheets\26299-03 Storm Design Sheet - NG.xlsx

Page 1 of 1

Sheet Name: STORM -Stage 3,4





MINTO COMMUNITIES INC.

ARCADIA STAGE 4

450 HUNTMAR DRIVE

STORM SEWER DESIGN 

SHEET
JLR NO. 26299-004

DESIGNED BY: AR

CHECKED BY: AT

2019-12-08

From To 0.58 0.62 0.65 0.67 0.52 0.30 0.61 0.65 0.67 0.70 0.72 0.57 0.61 0.66 1:2 Yr 1:5 Yr1:10 Yr 2.78AR

Addition

al 

2.78AR

Cum. 

2.78AR

1:2 Yr 

Intensity

Peak 

Flow
2.78AR

Addition

al 

2.78AR

Cum. 

2.78A

R

1:5 Yr 

Intensit

y

Peak 

Flow
2.78AR

Addition

al 

2.78AR

Cum. 

2.78A

R

1:10 Yr 

Intensity

Peak 

Flow
Dia HeightWidth Type Slope

Q Full

(L/s)
V Full Length

Residu

al 

Capacit

TG From Obvert Invert Cover TG To Drop Obvert Invert Cover

 

Eramosa 191 NS01 0.44 0.44 0.00 0.00 0.44 0.44 10.00 1.73 11.73 0.82 0.82 76.81 62.95 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 62.95 375 Circular 0.40% 115.68 1.05 108.80 52.74 97.207 93.976 93.595 3.231 - 93.541 93.160 -

Eramosa NS01 Ex. 508 0.00 0.00 0.00 0.00 0.44 11.73 0.19 11.92 0.00 0.82 70.74 57.98 0.00 0.00 95.86 0.00 0.00 0.00 112.33 0.00 57.98 375 Circular 0.46% 124.58 1.13 12.93 66.60 - 93.541 93.160 - 96.610 93.481 93.100 3.129

Paine Ex. 506 Ex. 507 0.17 0.46 0.00 0.63 0.00 0.63 7.65 8.28 14.29 0.73 15.02 0.00 0.00 63.50 0.00 1.10 10.60 11.71 85.92 1005.83 0.00 3.39 3.39 100.64 341.15 1346.98 1350 Circular 0.17% 2261.80 1.53 66.63 914.82 96.850 92.522 91.150 4.328 96.570 0.010 92.412 91.040 4.158

Paine Ex. 507 Ex. 508 0.00 0.00 0.00 0.00 8.28 15.02 0.04 15.06 0.00 0.00 61.73 0.00 0.00 11.71 83.51 977.54 0.00 3.39 97.79 331.52 1309.06 1350 Circular 0.23% 2670.40 1.81 4.32 1361.34 96.570 93.402 92.030 3.168 96.630 0.010 93.392 92.020 3.238

Paine Ex. 508 Ex. 509 0.00 0.00 0.00 0.00 8.72 15.06 0.28 15.33 0.00 0.82 61.64 50.51 0.00 11.71 83.38 976.04 0.00 3.39 97.64 331.01 1357.56 1350 Circular 0.21% 2545.58 1.72 28.85 1188.01 96.630 93.382 92.010 3.248 96.750 0.099 93.322 91.950 3.428

Clonrush Ex. 541 Ex. 509 0.24 0.00 0.24 0.00 0.24 28.63 28.87 17.61 0.61 18.22 0.00 0.00 56.22 0.00 0.48 47.12 47.60 75.97 3616.39 0.00 7.12 7.12 88.94 633.23 4249.62 2100 Circular 0.14% 6853.07 1.92 69.67 2603.45 96.900 93.734 91.600 3.166 96.750 0.411 93.634 91.500 3.116

Paine Ex. 509 Ex. 510 0.16 0.00 0.16 0.00 0.16 37.75 18.22 0.27 18.48 0.00 0.82 55.09 45.15 0.30 59.60 74.43 4436.17 0.00 10.51 87.12 915.61 5396.93 1725 2690 Elliptical 0.16% 7352.57 3.05 48.54 1955.64 96.750 93.223 91.470 3.527 96.062 93.143 91.390 2.920

Eramosa 191 192 0.00 0.00 0.00 0.00 0.00 10.00 0.18 10.18 0.00 0.00 76.81 0.00 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 0.00 300 Circular 0.35% 59.68 0.84 9.05 59.68 97.207 93.632 93.327 3.575 97.175 93.600 93.295 3.574

Eramosa 192 193 0.04 0.26 0.30 0.00 0.00 0.30 0.30 10.18 0.93 11.11 0.55 0.55 76.13 41.78 0.00 0.00 103.26 0.00 0.00 0.00 121.04 0.00 41.78 450 Circular 0.35% 175.96 1.11 61.70 134.19 97.175 93.600 93.143 3.574 96.981 93.384 92.927 3.597

Eramosa 193 194 0.00 0.00 0.00 0.00 0.30 11.11 0.15 11.26 0.00 0.55 72.80 39.95 0.00 0.00 98.68 0.00 0.00 0.00 115.65 0.00 39.95 450 Circular 0.35% 175.96 1.11 10.21 136.02 96.981 93.384 92.927 3.597 97.027 93.348 92.891 3.679

Eramosa 194 Ex. 510 0.25 0.45 0.70 0.00 0.00 0.70 1.00 11.26 1.42 12.68 1.24 1.79 72.28 129.38 0.00 0.00 97.97 0.00 0.00 0.00 114.81 0.00 129.38 675 Circular 0.35% 518.06 1.45 122.98 388.68 97.027 93.348 92.663 3.679 96.062 92.919 92.233 3.143

Paine Ex. 510 180 0.37 0.00 0.37 0.00 0.37 39.12 18.48 0.97 19.45 0.00 2.61 54.61 142.51 0.69 60.29 73.77 4447.90 0.00 10.51 86.35 907.50 5497.91 2690 1727 2692 Elliptical 0.15% 7032.78 1.24 71.94 1534.86 96.062 92.919 91.165 3.143 95.778 0.369 92.811 91.057 2.967

Coco 127 128 0.00 0.00 0.00 0.00 0.00 10.00 0.11 10.11 0.00 0.00 76.81 0.00 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 0.00 300 Circular 0.65% 81.33 1.15 7.45 81.33 96.058 93.276 92.971 2.782 96.112 93.227 92.922 2.884

Coco 128 180 0.23 0.50 0.73 0.00 0.00 0.73 0.73 10.11 1.62 11.73 1.30 1.30 76.39 99.48 0.00 0.00 103.63 0.00 0.00 0.00 121.47 0.00 99.48 525 Circular 0.35% 265.43 1.23 119.16 165.95 96.112 93.227 92.694 2.884 95.778 0.368 92.810 92.277 2.968

Paine 180 122 0.28 0.23 0.00 0.51 0.00 0.51 40.36 19.45 0.70 20.15 0.00 3.91 52.93 207.06 0.83 61.13 71.48 4369.42 0.00 10.51 83.66 879.23 5455.70 2690 1727 2692 Elliptical 0.37% 11036.31 1.94 81.20 5580.61 95.778 92.442 90.688 3.336 95.229 92.142 90.388 3.086

Coco 127 123 0.24 0.24 0.00 0.00 0.24 0.24 10.00 1.06 11.06 0.45 0.45 76.81 34.33 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 34.33 300 Circular 0.65% 81.33 1.15 73.32 47.00 96.058 93.145 92.840 2.913 95.493 -0.103 92.669 92.364 2.824

Winterset 124 123 0.12 0.00 0.12 0.00 0.12 0.12 10.00 0.45 10.45 0.00 0.00 76.81 0.00 0.22 0.22 104.19 23.29 0.00 0.00 122.14 0.00 23.29 300 Circular 0.36% 60.75 0.86 23.46 37.46 95.281 92.857 92.552 2.425 95.493 92.771 92.467 2.721

Winterset 123 122 0.56 0.00 0.56 0.00 0.56 0.92 11.06 1.65 12.71 0.00 0.45 72.95 32.61 1.04 1.27 98.90 125.26 0.00 0.00 115.91 0.00 157.88 675 Circular 0.25% 438.47 1.23 121.17 280.59 95.493 92.771 92.086 2.721 95.229 0.326 92.469 91.783 2.760

Calvinton 162 160 0.19 0.23 0.42 0.00 0.00 0.42 0.42 10.00 1.36 11.36 0.76 0.76 76.81 58.06 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 58.06 450 Circular 0.65% 239.80 1.51 123.27 181.74 96.777 94.429 93.971 2.348 96.011 93.627 93.170 2.383

Calvinton 160 118 0.34 0.45 0.79 0.00 0.00 0.79 1.21 11.36 0.61 11.98 1.42 2.18 71.94 156.84 0.00 0.00 97.51 0.00 0.00 0.00 114.27 0.00 156.84 900 Circular 0.35% 1117.30 1.76 64.74 960.46 96.011 93.627 92.713 2.383 95.877 93.401 92.486 2.477

0.00 0.00

Winterset Stage5 116 4.20 0.00 4.20 0.00 4.20 4.20 12.00 0.19 12.19 0.00 0.00 69.89 0.00 8.17 8.17 94.70 773.97 0.00 0.00 110.96 0.00 773.97 900 Circular 0.35% 1117.30 1.76 19.88 343.33 94.295 93.687 92.773 0.608 95.741 93.618 92.703 2.124

Winterset 116 118 0.24 0.00 0.24 0.00 0.24 4.44 12.19 0.59 12.78 0.00 0.00 69.31 0.00 0.45 8.62 93.90 809.42 0.00 0.00 110.02 0.00 809.42 900 Circular 0.35% 1117.30 1.76 62.02 307.88 95.741 93.618 92.703 2.124 95.877 93.401 92.486 2.477

Winterset 118 119 0.00 0.00 0.00 0.00 5.65 12.78 0.37 13.15 0.00 2.18 67.57 147.30 0.00 8.62 91.50 788.77 0.00 0.00 107.20 0.00 936.06 1200 Circular 0.15% 1575.26 1.39 31.33 639.19 95.877 93.401 92.182 2.477 95.535 93.354 92.135 2.181

Park Park 119 1.23 0.00 1.23 0.00 1.23 1.23 15.00 0.23 15.23 0.00 0.00 61.77 0.00 1.03 1.03 83.56 85.71 0.00 0.00 97.85 0.00 85.71 375 Circular 0.50% 129.34 1.17 16.45 43.62 94.700 93.017 92.636 1.683 95.535 -0.419 92.935 92.554 2.601

Winterset 119 120 0.24 0.00 0.24 0.00 0.24 7.12 13.15 0.50 13.66 0.00 2.18 66.50 144.98 0.45 10.09 90.05 908.83 0.00 0.00 105.48 0.00 1053.82 1200 Circular 0.15% 1575.26 1.39 42.06 521.44 95.535 93.354 92.135 2.181 95.619 93.291 92.072 2.328

Parabolica 161 173 0.21 0.21 0.00 0.00 0.21 0.21 10.00 0.72 10.72 0.39 0.39 76.81 30.04 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 30.04 450 Circular 0.65% 239.80 1.51 65.25 209.76 96.560 94.486 94.028 2.074 96.574 0.350 94.062 93.604 2.512

Parabolica 172 173 0.28 0.27 0.55 0.00 0.00 0.55 0.55 10.00 0.85 10.85 0.99 0.99 76.81 75.69 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 75.69 375 Circular 0.65% 147.47 1.34 68.22 71.78 96.159 94.155 93.774 2.004 96.574 93.712 93.331 2.862

Basalt 173 120 0.27 0.40 0.67 0.00 0.00 0.67 1.43 10.85 1.29 12.14 1.23 2.61 73.68 192.28 0.00 0.00 99.90 0.00 0.00 0.00 117.09 0.00 192.28 750 Circular 0.35% 687.10 1.56 120.24 494.82 96.574 93.712 92.950 2.862 95.619 93.291 92.529 2.328

Winterset 120 121 0.35 0.00 0.35 0.00 0.35 8.90 13.66 0.80 14.45 0.00 4.79 65.13 311.97 0.65 10.74 88.17 947.37 0.00 0.00 103.28 0.00 1259.35 1500 Circular 0.15% 2856.14 1.62 77.39 1596.79 95.619 93.291 91.767 2.328 95.317 93.175 91.651 2.143

Parabolica 172 171 0.00 0.00 0.00 0.00 0.00 10.00 0.12 10.12 0.00 0.00 76.81 0.00 0.00 0.00 104.19 0.00 0.00 0.00 122.14 0.00 0.00 525 Circular 0.65% 361.72 1.67 11.61 361.72 96.159 93.897 93.363 2.262 96.152 93.821 93.288 2.331

Parabolica 171 121 0.57 0.46 1.03 0.00 0.00 1.03 1.03 10.12 0.90 11.02 1.78 1.78 76.36 135.61 0.00 0.00 103.59 0.00 0.00 0.00 121.43 0.00 135.61 750 Circular 0.65% 936.36 2.12 114.88 800.75 96.152 93.821 93.059 2.331 95.317 -0.100 93.075 92.313 2.243

Winterset 121 122 0.18 0.30 0.18 0.30 0.00 0.48 10.41 14.45 0.36 14.82 0.29 6.86 63.09 432.52 0.56 11.30 85.37 964.95 0.00 0.00 99.98 0.00 1397.47 1800 Circular 0.49% 8351.30 3.28 71.22 6953.82 95.317 93.175 91.346 2.143 95.229 0.687 92.829 91.000 2.399

Paine 122 Pond Bottom 0.00 0.00 0.00 0.00 51.69 20.15 0.83 20.97 0.00 11.21 51.80 580.87 0.00 73.70 69.93 5153.62 0.00 10.51 81.83 860.07 6594.55 2692 1727 2692 Elliptical 0.15% 7032.78 1.24 61.21 438.22 95.229 92.142 90.388 3.086 93.316 92.051 90.296 1.265

Denotes existing Sewers

14.20 Denotes existing information from Stage 2 Design Sheet July 2015 by H.M

95.20 Denotes existing Sewers (As-Built Information from stage 2 July 2015 by H.M)
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